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PORT ST. LUCIE CITY COUNCIL GOUNCILITEW 13E
AGENDA ITEM REQUEST BATE g /92711

Meeting Date: August 22,2011

Public Hearing Ordinance Resolution Motion X

Item: Contract #20110043 — Engineering, Construction and Installation — Remote Monitoring System for
Stormwater Gate Levels and Actuators. Award to Curry Controls Company, Flow Control Structures A-22, A-
24, 8-02, & 8-3B, in the amount of $125,893.00. '

Recommended Action: Approval to award bid #20110043 - Engineering, Construction and Installation —
Remote Monitoring System for Stormwater Gate Levels and Actuators to Curry Controls Company, Flow
Control Structures, A-22, A-24, 8-02, & 8-3B in the amount of $125,893.00.

Exhibits: Department memo attached [X] yes [ ]no oy
Copies of Bid Responses
Bid Tabulation Report
Contract #20110043 to Curry Controls Company

Summary Explanation/Background Information:

The Engineering/Public Works Department has planned to systematically add 17 storm water system sites on the
Utility’s SCADA system over the period of the next five (5) years, beginning with stations A-24, A-22, 8-02 &
B-3C. A sealed bid was initiated on July 1, 2011 for the initial stations as well as for unit prices as the basis for
determining costs of future stations. Three responses were received on July 28, 2011:

(1) Curry Controls Company $125,893
(2) Santis Engineering, Inc. $144,524
(3) HSA Engineers $185,471

Following review of the bid responses, it was determined that the unit price portion for future stations was
inconclusive and would therefore not be awarded but would be bid separately.

Staff is recommending that remaining portion of the bid be awarded to Curry Controls Company in the amount
of $125,893.00 for stations A-24, A-22, 8-02 & B-3C, to be completed within 120 days from the start date in the
Notice to Proceed.

Purchase () is (X) is not a replacement Purchase (X) was budgeted () was not budgeted.
Expenditure: $125,893.00
Department requests expenditure from the following:

Fund 401 Stormwater

Cost Center 4127 Greenbelt R

Object Code 563000 Improvements other than Bulldlngs '

Project 000000 N/A -~ AUB 4 A 204

Submitted by: Jj§us A. fﬁ)o , Utility Dlrector Date Submitted: ~ August 16,2011
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INTEROFFICE MEMORANDUM

s—

To: Dave Pollard, Budget Director

From: Jesus A. Merejo, Utility Directo%&v\
Subject:  Storm Water RTU Panels

Date: August 11, 2011

The Engineering/Public Works Department is expanding its ability to
remotely monitor and control critical water control structures in the City.
Four structures, the A-22, A-24, B-3 & 802, have been identified by staff
as priority projects.

The initial phase of this project included installing fiber optic and power
to these four sites in order to add them to the City’s fiber optic system,
and that portion is complete.

The néxt phase inVoI’,ves désign and installation of four remote telemetry
unit (RTU) panels complete with Programmable Logic Control units (PLC)
and Human Machine Interface (HMI) programming.

Through OMB’s sealed bid process Curry Controls Company came in with
the lowest cost at $125,893.00.

Funds are available in 401-4127-563000, and the vprojec't is estimated to
be completed in 90 to 120 days from notice to proceed. -

Your assistance in forwarding this item for the City Council’s
consideration will be appreciated.

copy: Patricia Roebling, Engineering/Public Works Director
Brad Macek, Assistant Utility Director
John Dunton, Public Works Project Manager
Jeanette Thompson, Budget Manager
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CITY OF PORT SAINT LUCIE
CONTRACT FORM

This CONTRACT, executed this day of ,2011, by and
between the CITY OF PORT ST. LUCIE, FLORIDA, a municipal corporation, duly organized under the
laws of the State of Florida, hereinafter called “City” party of the first part, and CURRY CONTROLS
COMPANY, a Florida Profit Corporation, 4245 S. Pipkin Rd., Lakeland, FL 33811, Telephone No.
(863) 646-5781, Fax No. (863) 646-3899, hereinafter called “Contractor”, party of the second part.

RECITALS

In consideration of the below agreements and covenants set forth herein, the parties agree as
follows:

CONTRACT SUPERVISOR

As used herein the Contract Supervisor shall mean Jesus Merejo, Utility Systems Director at
(772) 873-6400 (ph.) (772) 873-6405 (fax), or his designee.

SECTIONI :
DESCRIPTION OF SERVICES TO BE PROVIDED

The specific work that the Contractor has agreed to perform pursuant to the Bid Specifications
#20110043, Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels;
Provide Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming
Services and required Instrumentation Equipment necessary for a Fully Functioning Remote Monitoring
System for Storm Water Gate Levels and Actuators for Flow Structures 8-02, B-3B, A-24, A-22.

SECTION II
TIME OF PERFORMANCE
Contract period shall commence and terminate . In the event all work

required in the bid specifications has not been completed by the specified date, the Contractor agrees to
provide work as authorized by the Contract Supervisor until all work specified in the bid specifications
has been rendered.

SECTION III
COMPENSATION

Upon completion of the work, the City agrees to pay the Contractor total of § 125,893.00 broken
out per structure as follows.

Contract #20110043 Engmeerlng, Constructlon and Installatlon Remote Momtorlng System for Stormwater Gate
Levels and Actuators
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City of PSL Flow Control | Quantity of Total Time to Time to
Structure Gates Per Cost per Structure | Construct Install
Structure Panel Panel

(Days) (Days)

40 Days after
return of
approved
submittals

8-02 $30,888.00 5 Days

40 Days after
return of
approved
submittals

B-3B $29,947.00 5 Days

40 Days after
return of
approved
submittals

A-24 $30,888.00 5 Days

40 Days after
return of

approved > Days

A-22 ' $34,170.00

submittals

Payment shall be made in full upon approval of the invoice by the Contractor Supervisor.

The City also agrees to pay a one-time ten-dollar ($10.00) indemnification fee as provided in Section V
herein. Contractor shall invoice the City for the amount of the indemnification payment and said
invoice shall accompany the signed Contracts. There will be no additional amount paid for expenses.

The Contractor shall not be paid additional compensation for any loss or damage, arising out of
the nature of the work, from the action of the elements, or from any delay or unforeseen obstruction or
difficulties encountered in the performance of the work, or for any expenses incurred by or in
consequence of the suspension or discontinuance of the work.

Invoices for services shall be submitted once a month, by the 10th of the month, and payments
shall be made within thirty (30) days unless Contractor has chosen to take advantage of the Purchasing
Card Program, which guarantees payment within several days. Payments shall be made provided the
submitted invoice is accompanied by adequate supporting documentation and approved by Contract

“Supervisor as provided in Section XIL

All invoices and correspondence relative to this Contract must contain the Purchase Order
number and Contract number. :

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate

Levels and Actuators
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SECTION IV
CONFORMANCE WITH BID

It is understood that the materials and work required herein are in accordance with the bid made
by the Contractor pursuant to the Invitation to Bid and Specifications on file in the Office of
Management and Budget of the City. All documents submitted by the Contractor in relation to said bid,
and all documents promulgated by the City for inviting bids are, by reference, made a part hereof as if
set forth herein in full.

SECTION V
INDEMNIFICATION / INSURANCE

Pursuant to Section 725.06, Florida Statutes, CONTRACTOR agrees to indemnify, defend, and hold
harmless the CITY, its officers and employees, from liabilities, damages, losses and costs, including but
not limited to, reasonable attorney’s fees, to the extent caused by the negligent act, recklessness, or
intentional wrongful misconduct of the CONTRACTOR and persons employed or utilized by the
CONTRACTOR in the performance of the construction contract. As consideration for this indemnity
provision the CONTRACTOR shall be paid the sum of ten dollars ($10.00), which will be added to the
contract price, and paid prior to commencement of work.

The CONTRACTOR shall, on a primary basis and at its sole expense, agree to maintain in full force
and effect at all times during the life of this Contract, insurance coverage, limits, including
endorsements, as described herein. The requirements contained herein, as well as City's review or
acceptance of insurance maintained by CONTRACTOR are not intended to and shall not in any manner
limit or qualify the liabilities and obligations assumed by CONTRACTOR under the Contract.

The parties agree and recognize that it is not the intent of the City of Port St. Lucie that any insurance
policy/coverage that it may obtain pursuant to any provision of this Contract will provide insurance
coverage to any entity, corporation, business, person, or organization, other than the City of Port St.
Lucie and the CITY shall not be obligated to provide any insurance coverage other than for the City of
Port St. Lucie or extend its immunity pursuant to Section 768.28, Florida Statutes, under its self insured
program. Any provision contained herein to the contrary shall be considered void and unenforceable by
any party. This provision does not apply to any obligation imposed on any other party to obtain
insurance coverage for this project, any obligation to name the City of Port St. Lucie as an additional
insured under any other insurance policy, or otherwise protect the interests of the City of Port St. Lucie
as specified in this Contract.

The CONTRACTOR shall agree to maintain Workers' Compensation Insurance & Employers' Liability
in accordance with Section 440, Florida Statutes. Employers’ Liability must include limits of at least
$100,000 each accident, $100,000 each disease/employee, $500,000 each disease/maximum. A Waiver
of Subrogation endorsement must be provided. Coverage should apply on a primary basis. Should scope
of work performed by CONTRACTOR qualify its employee for benefits under Federal Workers’
Compensation Statute (example, U.S. Longshore & Harbor Workers Act or Merchant Marine Act), proof
of appropriate Federal Act coverage must be provided.

Contract #20110043 Engineering, Construction and Installation ~ Remote Monitoring System for Stormwater Gate
Levels and Actuators
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Commercial General Liability insurance issued under an Occurrence form basis, including Contractual
liability, to cover the hold harmless agreement set forth herein, with limits of not less than:

Each occurrence - $1,000,000
Personal/advertising injury $1,000,000
Products/completed operations aggregate  $2,000,000

General aggregate $2,000,000

Fire damage $100,000 any 1 fire
Medical expense $10,000 any 1 person

An Additional Insured endorsement must be attached to the certificate of insurance and must include
coverage for Completed Operations (should be ISO CG20101185 or CG20371001 & CG20100704)
under the General Liability policy. Products & Completed Operations coverage to be provided for a
minimum of 5 years from the date of possession by owner or completion of contract. Coverage is to be
written on an occurrence form basis and shall apply as primary. A per project aggregate limit
endorsement should be attached. Defense costs are to be in addition to the limit of liability. A waiver of
subrogation is to be provided in favor of the City. Coverage for the hazards of explosion, collapse and
underground property damage (XCU) must also be included when applicable to the work performed.
Coverage shall extend to independent contractors and fellow employees. Contractual Liability is to be
included. Coverage is to include a cross liability or severability of interests provision as provided under
the standard ISO form separation of insurers clause. There shall be no exclusion for Mold, Silica or
Respirable Dust or Bodily Injury or Property Damage arising out of heat, smoke, fumes or ash from a
hostile fire.

Except as to Workers' Compensation and Employers' Liability, said Certificate(s) and policies shall
clearly state that coverage required by the Contract has been endorsed to include the City of Port St.
Lucie, a political subdivision of the State of Florida, its officers, agents and employees as Additional
Insured with a CG 2026-Designated Person or Organization endorsement, or similar endorsement, added
to its Commercial General Liability policy and Business Auto policy. The name for the Additional
Insured endorsement issued by the insurer shall read "City of Port St. Lucie, political subdivision of the
State of Florida, its officers, employees, and agents, and Contract #20110043 Engineering,
Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide Programmable
Logic Control (PLC) and Human Machine Interface (HMI) programming services, and required
instrumentation equipment necessary for a fully functioning remote monitoring system for storm
water gate levels and actuators.shall be listed as additionally insured”. The Certificate of Insurance and
policy shall unequivocally provide thirty- (30) day written notice to the City prior to any adverse
changes, cancellation, or non-renewal of coverage thereunder. Said liability insurance must be
acceptable by and approved by the City as to form and types of coverage. In the event that the statutory
liability of the City is amended during the term of this Contract to exceed the above limits, the
Contractor shall be required, upon thirty - (30) days written notice by the City, to provide coverage at
least equal to the amended statutory limit of liability of the City. Copies of the Additional Insured
endorsements including Completed Operations coverage should be attached to the Certificate of
Insurance. All independent contractors and subcontractors utilized in this project must furnish a
Certificate of Insurance to the City in accordance with the same requirements set forth herein.

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate
Levels and Actuators
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The CONTRACTOR shall agree to maintain Business Automobile Liability at a limit of liability not less
than $500,000 each accident covering any auto, owned, non-owned and hired automobiles. In the event,
the CONTRACTOR does not own any automobiles; the Business Auto Liability requirement shall be
amended allowing CONTRACTOR to agree to maintain only Hired & Non-Owned Auto Liability. This
amended requirement may be satisfied by way of endorsement to the Commercial General Liability, or
separate Business Auto Coverage form. Certificate holder must be listed as additional insured. A waiver
of subrogation must be provided. Coverage should apply on a primary basis.

The CONTRACTOR shall agree by entering into this Contract to a Waiver of Subrogation for each
required policy. When required by the insurer, or should a policy condition not permit an Insured to
enter into a pre-loss Contract to waive subrogation without an endorsement then CONTRACTOR shall
agree to notify the insurer and request the policy be endorsed with a Waiver of Transfer of Rights of
Recovery Against Others, or its equivalent. This Waiver of Subrogation requirement shall not apply to
any policy where a condition to the policy specifically prohibits such an endorsement, or voids coverage
should CONTRACTOR enter into such a Contract on a pre-loss basis.

It shall be the responsibility of the CONTRACTOR to ensure that all subcontractors comply with the
same insurance requirements referenced above.

All deductible amounts shall be paid for and be the responsibility of the CONTRACTOR for any and all
claims under this Contract.

The CONTRACTOR may satisfy the minimum limits required above for either Commercial General
Liability, Business Auto Liability, and Employers’ Liability coverage under Umbrella or Excess
Liability. The Umbrella or Excess Liability shall have an Aggregate limit not less than the highest "Each
Occurrence" limit for either Commercial General Liability, Business Auto Liability, or Employers’
Liability. When required by the insurer, or when Umbrella or Excess Liability is written on Non-Follow
Form," the City shall be endorsed as an "Additional Insured." :

All deductible amounts shall be paid for and be the responsibility of the CONTRACTOR and/or any
subcontractor for any and all claims under this Contract.

SECTION VI
PROHIBITION AGAINST FILING OR MAINTAINING LIENS AND SUITS

Subject to the laws of the State of Florida and of the United States, neither Contractor nor any
Subcontractor, supplier of materials, laborer or other person shall file or maintain any lien for labor or
materials delivered in the performance of this Contract against the City. The right to maintain such lien
for any or all of the above parties is hereby expressly waived.

SECTION VII
WORK CHANGES

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate
Levels and Actuators ‘
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The City reserves the right to order work changes in the nature of additions, deletions or
modifications without invalidating the Contract, and agrees to make corresponding adjustments in the
Contract price and time for completion. Any and all changes must be authorized by a written change
order signed by the City Manager or his designee as representing the City. Work shall be changed and
the Contract price and completion time shall be modified only as set out in the written change order.
Any adjustment in the Contract price resulting in a credit or a charge to the City shall be determined by
mutual agreement of the parties.

SECTION VIII
COMPLIANCE WITH LAWS

The Contractor shall give all notices required by and shall otherwise comply with all applicable
laws, ordinances and codes and shall, at his own expense, secure and pay the fees and charges for all
permits required for the performance of the Contract. All materials furnished and work done are to
comply with all local, state and federal laws and regulations. Contractor will comply with the
requirements of 28 C.F.R. § 35.151.

SECTION IX
CLEANING UP

‘Contractor shall, during the performance of this Contract, remove and properly dispose of
resulting dirt and debris, and keep the work area reasonably clear. On completion of the work,
Contractor shall remove all Contractors’ equipment and all excess materials, and put the work areain a
neat, clean and sanitary condition.

SECTION X
NOTICE OF PERFORMANCE

When required materials have been delivered and required work performed Contractor shall
submit a request for inspection in writing to the Contract Supervisor.

SECTION XI
INSPECTION AND CORRECTION OF DEFECTS

In order to determine whether the required material has been delivered or the required work
performed in accordance with the terms and conditions of the Contract documents, the Contract
Supervisor shall make inspection as soon as practicable after receipt from the Contractor of a Notice of
Performance or delivery ticket. If such inspection shows that the required material has been delivered
and required work performed in accordance with terms and conditions of the Contract documents and
that the material and work is entirely satisfactory, the Contract Supervisor shall approve the invoice
when it is received. Thereafter the Contractor shall be entitled to payment, as described in Section III.
If, on such inspection the Contract Supervisor is not satisfied, he shall as promptly as practicable inform
the parties hereto of the specific respects in which his findings are not favorable. Contractor shall then
be afforded an opportumty if desired by him, to correct the deficiencies so pomted out at no additional

Contract #2011004—3 Engmeermg, Constructlon and Installatlon Remote Monltorlng System for Stormwater Gate
Levels and Actuators
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charge to the City, and otherwise on terms and conditions specified by the Contract Supervisor. Such
examination, inspection, or tests made by the Contract Supervisor, shall not relieve Contractor of its
responsibility to remedy any deviation, deficiency, or defect.

SECTION XII
ADDITIONAL REQUIREMENTS

In the event of any conflict between the terms and conditions, appearing on any purchase order
issued relative to this Contract, and those contained in this Contract and the Specifications herein
referenced, the terms of this Contract and Specifications herein referenced shall apply. If thereis a
conflict between the Contract and specifications, the Contract will control.

SECTION XIII
LICENSING

Contractor warrants that he possesses all licenses and certificates necessary to perform required
work and is not in violation of any laws. Contractor warrants that his license and certificates are current
and will be maintained throughout the duration of the Contract.

SECTION XIV
SAFETY PRECAUTIONS

Precaution shall be exercised at all times for the protection of persons, including employees, and
property. The safety provisions of all applicable laws and building and construction codes shall be
observed.

SECTION XV
ASSIGNMENT

Contractor shall not delegate, assign or subcontract any part of the work under this Contract or
assign any monies due him hereunder without first obtaining the written consent of the City.

SECTION XVI
TERMINATION, DELAYS AND LIQUIDATED DAMAGES

A. Termination of Contract. If the Contractor refuses or fails to deliver material as required
and/or prosecute the work with such diligence as will insure its completion within the time specified in
this Contract, or as modified as provided in this Contract or as extended pursuant to section XXI of this
Contract, the City by written notice to the Contractor, may terminate Contractor’s rights to proceed.
Upon such termination, the City may take over the work and prosecute the same to completion, by
Contract or otherwise, and the Contractor and his sureties shall be liable to the City for any additional
cost incurred by it in its completion of the work. The City may also in event of termination obtain
undelivered materials, by Contract or otherwise, and the Contractor and his sureties shall be liable to the
City for any additional cost incurred for such material. Contractor and his sureties shall also be liable to
the City for 11qu1dated damages for any delay in the completlon of the work as prov1ded below. Ifthe

Contract #20110043 Engmeermg, Constructlon and Installatlon Remote Monltorlng System for Stormwater Gate
Levels and Actuators
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Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate

Contractor’s right to proceed is so terminated, the City may take possession of and utilize in completing
the work such materials, tools, equipment and facilities as may be on the site of the work and necessary
therefore. :

B. Liquidated Damages for Delays. If material is not provided or work is not completed
within the time stipulated in this Contract, including any extensions of time for excusable delays as
herein provided, (it being impossible to determine the actual damages occasioned by the delay) the
Contractor shall provide to the City one hundred dollars ($500.00) as fixed, agreed and liquidated
damages for each calendar day of delay until the work is completed. The Contractor and his sureties

shall be jointly and severally liable to the City for the amount thereof.

C. Excusable Delays. The right of the Contractor to proceed shall not be terminated nor shall
the Contractor be charged with liquidated damages for any delays in the completion of the work or
delivery of materials due to: (1) any acts of the Federal Government, including controls or restrictions or
requisitioning of materials, equipment, tools or labor by reason of war, national defense or any other
national emergency, (2) any adverse acts of the City, (3) causes not reasonably foreseeable by the parties
at the time of the execution of the Contract that are beyond the control and without the fault or
negligence of the Contractor, including but not restricted to, acts of God, acts of the public enemy, acts
of another Contractor in the performance of some other Contract with the City, fires, floods, epidemics,
quarantine, restrictions, strikes, freight embargoes and weather of unusual severity such as hurricanes,
tornadoes, cyclones and other extreme weather conditions, and (4) any delay of any Subcontractor
occasioned by any of the above mentioned causes. However, the Contractor must promptly notify the
City in writing within two (2) days of official notice of scheduled delivery or scheduled work of the
cause of delay. If, on the basis of the facts and the terms of this Contract, the delay is properly
excusable the City shall extend the time for completing the work for a period of time commensurate
with the period of excusable delay.

D. The City may terminate this Contract with or without cause by giving the vendor/Contractor
thirty (30) days notice in writing. Upon delivery of said notice and upon expiration of the thirty (30) day
period, the vendor/Contractor shall discontinue all services in connection with the performance of this
Contract and shall proceed to cancel promptly all related existing third party Contracts. Termination of
the Contract by the City pursuant to this paragraph shall terminate all of the City’s obligations hereunder
and no charges, penalties or other costs shall be due Contractor except for work timely completed. All
design work performed will become the property of the City at termination of contract and submitted to
City in the format the City dictates.

SECTION XVII
LAW AND VENUE

This Contract is to be construed as though made in and to be performed in the State of Florida
and is to be governed by the laws of Florida in all respects without reference to the laws of any other

Levels and Actuators
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state or nation. The venue of any action taken to enforce this Contract shall be in St. Lucie County,
Florida.

SECTION XVIII
REIMBURSEMENT FOR INSPECTION

The Contractor agrees to reimburse the City for any expenditures incurred by the City in the
process of testing materials supplied by the Contractor against the specifications under which said
materials were procured, if said materials prove to be defective, improperly applied, and/or in other
manners not in compliance with specifications. Expenditures as defined herein shall include, but not be
limited to, the replacement value of materials destroyed in testing, the cost paid by the City to testing
laboratories and other entities utilized to provide tests, and the value of labor and materials expended by
the City in the process of conducting the testing. Reimbursement of charges as specified herein shall not
relieve the Contractor from other remedies provided in the Contract.

SECTION XIX
APPROPRIATION APPROVAL

The Contractor acknowledges that the City of Port Saint Lucie’s performance and obligation to
pay under this Contract is contingent upon an annual appropriation by the City Council. The Contractor
agrees that, in the event such appropriation is not forthcoming, the City may terminate this Contract and
that no charges, penalties or other costs shall be assessed.

SECTION XX
RENEWAL OPTION

“Not Applicable”

SECTION XXI
ENTIRE CONTRACT

The written terms and provisions of this Contract shall supersede all prior verbal statements of
any official or other representative of the City. Such statements shall not be effective or be construed as
entering into, or forming a part of, or altering in any manner whatsoever, this Contract or Contract
documents.

Contract #20110043 Engineering, Construction and Installation ~ Remote Monitoring System for Stormwater Gate
Levels and Actuators
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SUPS X

IN WITNESS WHEREOF, the parties have executed this Contract at Port St. Lucie, Florida, the day and
year first above written.

CITY OF PORT ST. LUCIE FLORIDA

By:
City Manager
ATTEST:
By:
City Clerk
By:
Authorized Representative of Curry Controls Company
State of:
County of:
Before me personally appeared: )
(please print)
Please check one:
Personally known
Produced Identification:
(type of identification)

Identification No.

and known to me to be the person described in and who executed the foregoing instrument, and

acknowledged to and before me that executed said instrument for the purposes therein
expressed. (he/she)
WITNESS my hand and official seal, this day of , 2011.
Notary Signature

Notary Public-State of at Large.

My Commission Expires

(seal)

Contract #20110043 Engmeerlng, Constructlon and Installatlon Remote Momtorlng System for Stormwater Gate
Levels and Actuators
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CURRY CONTROLS COMPANY

4245 S. PIPKIN ROAD - LAKELAND — FLORIDA — 33811
PHONE (863) 646-5781 FAX (863-646-3899)

CITY OF PORT ST. LUCIE

Office of Management & Budget
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL. 34984-5099

BID #20110043-HQ

ENGINEERING, CONSTRUCTION, AND INSNTALLATION
OF REMOTE TELEMETRY UNIT (RTU) PANELS; PROVIDE
PROGRAMMABLE LOGIC CONTROL (PLC); HUMAN
MACHINE INTERFACE (HMI) PROGRAMMING
SERVICES; AND REQUIRED INSTRUMENTATION
EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING
REMOTE MONITORING SYSTEM FOR STORM WATER
GATE LEVELS AND ACTUATORS

Contact: Scott Cyphert
Phone: (863) 646-5781 ext. 112
Fax: (863) 646-3899

Email: swc@currycontrols.com
July 28, 2011 @ 3:00 P.M.
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1.

Bid Reply Sheet

Bid # 20110043
COMPANYNAME: CURRY CONTROLS COMPANY
DIVISION OF:
PHYSICAL ADDRESS: 4245 S. PIPKIN RD., LAKRKELAND, FL 33811
MAILING ADDRESS: P.0. BOX 5408

CITY, STATE, ZIP CODE: _ LAKELAND, FL 33807

TELEPHONE NUMBER: {03 %675 FAX No, £63 64673899

CONTACT PERSON: SCOTT CYPHERT E-MAIL: swc@currycontrols.com

ORGANIZATIONAL PROFILE: (complete all appropriate information)

Is the firm incorporated? No If yes, in what state? __ FLORIDA

DAVID L. CURRY

President
DANIEL L. CURRY

Vice President

3.
been received and are included in its proposal/bid:

4.

Treasurer

How long in present business: __39 YEARS  How long at present location: 6 YEARS

Is firm a minority business: Yes Does firm have a drug-free workplace program: No

If no, is your company planning to implement such a program?

ADDENDUM ACKNOWLEDGMENT - Bidder acknowledges that the following addenda have

Addendum Number Date Issued
1 JULY 19, 2011
2 JULY 25, 2011

VENDOR'S LIST — If your company offers commodities other than the one specified for this

bid, and you wish to be put on the vendor’s list, please contact Onvia.com at (800) 711-1 712. Bid

Tabulation Reports are advertised on the City Web Site at www.Cityofpsl.com.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.

Page 23 of 38



4. Bid Reply Sheet, add item “6. Proposed Products:”

} Item Manufacturer Brand and Model
(See Note 1) No./Version
(See Note 1)
RTU Panels A36H3612SSLP3PT
OR
HOFFHMAN A48H3616SSLP3PT
PLC Hardware
MODICON MOMENTUM
Fiber Optic Transceiver
CISCOo GLC-SX~-MM-RGD
Fiber Optic Patch Panel
CORNING Wic-024
SC-ST Fiber Optic Patch Cables
CORNING VARIES BY LENGTH

Ultrasonic Level Transmitter
NOTE: Contractor shall provide SIEMENS HYDRORANGER 200
certification of calibration.

Handheld Programmer

SIEMENS 7ML5830-2AK

HM! Soft ware N/A — N/A -
MODIFYING EXISTING MODIFYING EXISTING LICENSH
LICENSE

Notes
1. The City reserves the right to be the sole judge of “equal-to”. It is the responsibility of the

Contractor to provide any information, in a timely manner, as requested by the City to make
this decision. The City’s decision of “equal-to” shall be final.

5. Bid Reply Sheet, ltem 5 Bid Responses: Delete the Bid Response Table in its entirety and
insert the following:

#20110043 — Addendum #1 Page 3
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BID RESPONSE:

City of PSL Flow Control Quantity of Total Time to Time to Install Panel
Structure Gates Per Cost per Structure Construct (Days)
Structure Panel
(Days)
40 DAYS
8-02 3 $30,888.00 AFTER RETURN 5 DAYS
APPROVED
B-3B 2 2 . 5 DAYS
$29,941.00 SUBMITTALS
A-24 3 $30,888.00 o 5 DAYS
A-22 6 $34,170.00 " 5 DAYS
Total cost for engineering and construction of RTU panels including, Total Project
shop drawings, schedule, UL listed panels, fiber optic switch, patch Cost:
$125,893.00

panel, PLC hardware, battery, battery charger, all relays, terminal
blocks, ultrasonic level sensors and control panel, miscellaneous
hardware, assembly, testing, calibration, calibration reports,
mounting stands, field installation, conduit, wiring, grounding,
software, programming, as-built drawings, and all materials,
hardware and labor for a complete and operational flow control
structure RTU panel system, in accordance with the contract
documents for this project:

Unit cost for materials and labor for construction of flow control
structure panel systems, including control panel construction,
disconnects switch panels, electric power metering panels, PLCs,
switches, meters, controls, stainless steel mounting hardware,
conduit, wire, communication connections, electrical connections,
calibration and testing, and all miscellaneous work and hardware, all
in accordance with the contract documents, for a complete and
operational water surface monitoring and gate control panel system.

Unit Cost For
Panel
Construction
($/Gate)

SEE CLARIFICATION
1 ATTACHBED

Unit cost for materials and labor for construction of ultrasonic

Unit Cost For

SEE CLARIFICATION

transducer including transducer, field mounting, stainless steel Transducer
mounting hardware, conduit, wire, communication connections, Installation | 2 ATTACHED
electrical connections, calibration and testing, and all miscellaneous ($/LF)
work and hardware, all in accordance with the contract documents,
for a complete and operational water surface level transducer
installation.
Total Time to
Complete
oPrzject 120 DAYS
{Days)

#20110043 — Addendum #1

Page 4




CURRY CONTROLS COMPANY

4245 S. Pipkin Road - Lakeland, FL 33811
P.0. Box 5408 — Lakeland, FL 33807
Phone (863} 646-5781 Fax (863) 646-3899
www.CurryControls.com

*#*BID CLARIFICATION(S)***
Sealed Bid #20110043-HQ

This document is offered to clarify and quantify the unit prices requested by the City per the Bid
Form issued in Addendum 2. We feel a clarification is warranted because many of the items
requested in the unit price descriptions do not lend themselves to linear and/or unit pricing.

Clarification #1 — RTU Panels

Due to certain fixed costs, economy of scale and differences in the configuration of the RTUs a
linear per gate price does not lend itself to accurate pricing. In an effort to effectively quote unit
prices for the RTUs we submit unit prices for four (4) RTU configurations based on the number of
gates to be controlled. Each configuration includes all labor and material as described on the bid

form:
o Configuration A (2 Gate RTU) ... covviiiiiiiien $15.828.00 each
o Configuration B (3 Gate RTU) .....oovv iinniiiiiiiee $16,769.00 each
o Configuration C (4 Gate RTU) ..ot ceiniiiiiiii e $17,031.00 each
o Configuration D (6 Gate RTU) .....ocouiiiiiiiiiiiiie $20,051.00 each

Clarification #2 — Ultrasonic Transducer

There are fixed costs such as; supplying & installing the level transmitter control panel, supplying
and installing the stilling well, calibration, testing and equipment rack modifications, in this bid
item that cannot be priced out per foot. We feel that a separate unit price for these services should
offered in addition to the per foot price for conduit and wire.

e Unit Price per site for materials and labor to supply and mount ultrasonic level transmitter
panel, transducers (2 per site), stilling well (2 per site), connect 120 VAC power, connect
signal wire t0 RTU ......oiiiiiiiiii e $9.800.00 each

e Unit Price per foot for materials labor to supply conduit and wire for the connection of two
(2) ultrasonic level transducers to the ultrasonic level transmitter panel.... $18.50 Per LF

“pProviding Solutions Since 19727




5. BID RESPONSE:

BRAND & MODEL COST PER FT. FOR UNIT PRICE
TRANSDUCER INCLUDING TIME TO
INSTALLATION INSTALLATION | COMPLETE JOB

SEE REVISED BID FORM

5.1 Bidder will not accept the Purchasing Card (Visa).
7
(please Circle one)

52  Percentage of discount when payment is made with Visa: 0 %

5.3  Total Lump Sum Bid for all systems: $125,893.00

6. LIST. SUBCONTRACTORS AND MAJOR MATERIAL SUPPLIERS FOR THE PROJECT:
N/A

7. LITIGATION INVOLVEMENT - Within the previous 5 fiscal years has your organization been
involved in litigation, major disputes, contract defaults, or liens? 1If so, please list the name of the
project and explain nature and current status of the project.

NO

8. INSURANCE CERTIFICATES LICENSE - Bidders are required, in accordance with Section 5, to
submit a copy of their Insurance Certificate for the type and dollar amount of insurance they currently
maintain. Bidders are required to submit all licenses and certifications required to perform this project.

9. COMPLETION OF FORM - An authorized representative of the firm offering this Bid must

complete this form in its entirety. Prices entered herein shall not be subject to withdrawal or escalation by .

Bidder. The City reserves the right to hold proposals and bid guarantees for a period not to exceed 90
days after the date of the bid opening stated in the Invitation to Bid before awarding the Contract.
Contract award constitutes the date that City Council executes the motion to award the bid.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
Pape 24 of 38



10. CONTRACT - Bidder agrees to comply with ail requirements stated in the specifications for this
bid.

11. CERTIFICATION

This bid is submitted by: Name (print)__ DAVID L. CURRY who is an
officer of the above firm duly authorized to sign bids and enter into Contracts. I certify that this bid is
made without prior understanding, Contract, or connection with any corporation, firm, or person
submitting a bid for the same materials, supplies, or equipment, and is in all respects fair and without
collusion or fraud. Tunderstand collusive bidding is a violation of State and Federal law and can result
in ﬁnes;yn sentences, and civil damage awards. [ agree to abide by all conditions of this bid.

7™

/X (lm“/ JULY 26, 2011

/ Signaturxe// Date
12. BIDDER HAS READ AND ACCEPTS THE TERMS AND CONDITIONS QF THE CITY’S
STANDARD CONTRACT:

,//au-// £ (\W/ PRESIDENT

Signature Title

If a corporation renders this Bid, the corporate seal attested by the secretary shall be affixed below. Any

agent signing this Bid shall attach to this form evidence of legal authority.
(seal)

DANIEL L. (:URR{)
VP /CORPORATE SECRETARY

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 25 of 38
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
{Please print or type)

| Bidder/Respondent: CURRY CONTROLS COMPANY

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Reference: TUSCALOOSA, ALABAMA Fax #: 205-349-0237
Email:  junkin@tuscaloosa.com Telephone #: __ 205-248-5508

Person to contact:  JIMMY JUNKIN

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucieas a reference,
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date? }
How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)? '

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of Jow (1) to high (10) for the following?

Professionalism Final Product

Qualifications Cooperation

Budget Control Reliability

Would you contract with this Contractor again? Yes [ ] No[ ] Maybe { ]
Comments:

Thank you.

For OMB Use Only
Reference Checke
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
{Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent: CURRY CONTROLS COMPANY

Reference: CITY OF PORT ST. LUCIE Fax #: 772-344-4310

FEmail: wiranklin@cityofpsl.com Telephone #: __772-873-6408

Person to contact: Jamie Franklin

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product

Qualifications Cooperation

Budget Control Reliability

Would you contract with this Contractor again? Yes [ ] Nof ] Maybe [ ]
Comments:

Thank you.

For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Consiruction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 26 of 38
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Contrel (PL.C) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent: CURRY CONTROLS COMPANY

Reference: BILLSBOROUGH COUNTY UTILITIES pax #: 813-635-7387

TisdaleH@Hillsboroughcounty.o
Email: BRCOURLY-OT8 I lephone#: 813-276-2277 ext. 43302

Person to contact:  BOB TISDALE

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product
Qualifications Cooperation
Budget Control Reliability
Would you contract with this Contractor again? Yes [ ] No[ ] Maybe [ ]
Comments:
Thank you.
For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monjtor/Control
Operation of Storm Water Gate Levels and Actuators.
Page 26 of 38
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043
Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide

Programmable Logic Contrel (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for

Storm Water Gate Levels and Actuators.

Bidder/Respondent; CURRY CONTROLS COMPANY

Reference; ORANGE COUNTY UTILITIES Fax #: 407-836-6910

Email: Trobert.doyon@ocfl.net Telephone #: 407-497-6447

Person to contact: ROBERT DOYON

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism | Final Product

Qualifications Cooperation

Budget Conwol Reliability

Would you contract with this Contractor again? Yes [ ] No| ] Maybe [ ]
Comments:

Thank you.

For OMB Use Only

Reference Checke

Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Comntrol
Operation of Storm Water Gate Levels and Actuators.

Page 26 of 38
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitering System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent: CURRY CONTROLS COMPANY

Reference:CITY OF ORLANDO Fax #:

william.wood@cityoforlando.net
Email: S C

Telephone #: _ 321-765-8022

Person to contact: BILL WOOD

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date? .

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product

Qualifications Cooperation

Budget Control Reliability

Would you contract with this Contractor again? Yes [ ] No{ ] Maybe [ ]
Comments:

Thank you.

For OMB Use Only
Reference Checke
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
‘ Page 26 of 38
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DRUG-FREE WORKPLACE FORM

The undersigned vendor in accordance with Section 287.087, Florida Statutes hereby certifies that
CURRY CONTROLS COMPANY does:
(Name of Business)

1. Publish a statement notifying employees that the unlawful manufacture, distribution,
dispensing, possession, or use of a controlled substance is prohibited in the workplace
and specifying the actions that will be taken against employees for violations of such
prohibition.

2. Inform employees about the dangers of drug abuse in the workplace, the business's policy
of maintaining a drug-free workplace, any available drug counseling, rehabilitation, and
employee assistance programs, and the penalties that may be imposed upon employees
for drug abuse violations.

3. Give each employee engaged in providing the commodities or Contractual services that
are under bid a copy of the statement specified in subsection (1).

4, In the statement specified in subsection (1), notify the employees that, as a condition of
working on the commodities or Contractual services that are under bid, the employee will
abide by the terms of the statement and will notify the employer of any conviction of, or
plea of guilty or nolo contendere to, any violation of Chapter 893 or of any controlled
substance law of the United States or any state, for a violation occurring in the workplace
no later than five (5) days after such conviction.

5. Impose a sanction on, or require the satisfactory participation in a drug abuse assistance
or rehabilitation program if such is available in the employee’s community, by any
employee who is so convicted.

6. Make a good faith effort to continue to maintain a drug-free workplace through
implementation of this section.

As the person authorized to sign the statement, 1 certify that this firm complies fully with the above
requirements.

Bidder's Signature
JUOLY 26, 2011

Date

20110043 - Engineering, Construction and Installation of Remote Telernetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
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CHECKLIST
BID #20110043

ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT
(RTU) PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC) AND HUMAN
MACHINE INTERFACE (HMI) PROGRAMMING SERVICES, AND REQUIRED
INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING REMOTE
MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS.

Name of Bidder: CURRY CONTROLS COMPANY

This checklist is provided to assist Bidders in the preparation of their bid response. Inciuded in this checklist are
important requirements that are the responsibility of each Bidder to submit with their response in order to make
their bid response fully compliant. This checklist is only a guideline - itis the responsibility of each Bidder to
read and comply with the Invitation to Bid in its entirety.

X _ Bid Reply Sheet with proper signature.

X Mailing envelope has been addressed to:
City of Port St. Lucie
Office of Management & Budget
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL 34984

X Mailing envelope must be sealed and identified on the front with:
X Bidders Name and Address
X Bid Number
X BidTitle
X Bid Opening Date & Time
X Drug-Free Workplace Form
X__ All pricing has been mathematically reviewed and all corrections have been initialed.
X All price extensions and totals have been thoroughly checked.
X FEach Bid Addendum (when issued) is acknowledged.
X__ Copy of Insurance Certificate in accordance with Section
X __ Copy or all required licenses and certification
X Have reviewed the Contract and accept all City Terms and Conditions
X One (1) original and two (2) copies of required documents (NO RINGED BINDERS)
X List of Projects

X At least 5 completed reference sheets returned with bid

*THIS FORM SHOULD BE RETURNED WITH YOUR BID REPLY SHEET*

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
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CERTIFICATE OF LIABILITY INSURANCE

OP ID: JW

DATE (MM/DD/YYYY)
07/20/11

_ THIS CERTIFICATE IS ISSUED AS A MATTER OF INFORMATION ONLY AND CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER. THIS
“ CERTIFICATE DOES NOT AFFIRMATIVELY OR NEGATIVELY AMEND, EXTEND OR ALTER THE COVERAGE AFFORDED BY THE POLICIES
BELOW. THIS CERTIFICATE OF INSURANCE DOES NOT CONSTITUTE A CONTRACT BETWEEN THE ISSUING INSURER(S), AUTHORIZED
REPRESENTATIVE OR PRODUCER, AND THE CERTIFICATE HOLDER.

IMPORTANT: If the certificate holder is an ADDITIONAL INSURED, the policy(ies) must be endorsed. If SUBROGATION IS WAIVED, subject to
the terms and conditions of the policy, certain policies may require an endorsement. A statement on this certificate does not confer rights to the
certificate holder in lieu of such endorsement(s).

PRODUCER
Florida Insurance Center Inc
414 N Alexander Street

Plant City, FL 33563

Florida Insurance Center, Inc.

813-754-3561

813-764-8402

fane- ' Judy Wagner AA|, AU, AIS, CPIW

PHONE 4 813-754-3561

(72X woy, 813-752-8794

AL ss: Jwagner@floridainsurancecenter.com

PRODUCER

GuSTonER 1p #: CURRY-1

INSURER(S) AFFORDING COVERAGE NAIC #
INSURED Curry Controls Company msurer A :F C C | Insurance Co 10178
P O Box 5408 iwsurer 8 : Bridgefield Employers Ins Co 10701
Lakeland, FL 33807 surer c : Beazley Insurance Company
wsurer b : Bridgefield Casualty Ins Co 10335
INSURERE :
. INSURERF :
COVERAGES CERTIFICATE NUMBER: REVISION NUMBER:

THIS IS TO CERTIFY THAT THE POLICIES OF INSURANCE LISTED BELOW HAVE BEEN ISSUED TO THE INSURED NAMED ABOVE FOR THE POLICY PERIOD
INDICATED. NOTWITHSTANDING ANY REQUIREMENT, TERM OR CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS
CERTIFICATE MAY BE ISSUED OR MAY PERTAIN, THE INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN S SUBJECT TO ALL THE TERMS,

EXCLUSIONS AND CONDITIONS OF SUCH POLICIES. LIMITS SHOWN MAY HAVE BEEN REDUCED BY PAID CLAIMS.
INSR

LTR TYPE OF INSURANCE m? DUSVR?S‘ POLICY NUMBER (ﬁ%‘:’)%m) &ﬁh&%ﬁ‘%@) LIMITS
GENERAL LIABILITY EACH OCCURRENCE $ 1,000,000
~ "DAMAGE TO REl
A [ X | COMMERCIAL GENERAL LIABILITY GL0006163 10/01/10 | 10/01/11 | BREN3ES (Fa oosunence) | $ 100,000
| cLams-Mmape OCCUR MED EXP (Any one person) | $ 5,000
A | X |Contr & XCU Incl PERSONAL & ADV INJURY | § 1,000,000
| X |Incl Per Loc Agg GENERAL AGGREGATE $ 2,000,000
GEN'L AGGREGATE LIMIT APPLIES PER: PRODUCTS - COMP/OP AGG | $ 2,000,000
] pouey [ X ] B Loc 5
AUTOMOBILE LIABILITY COMBINED SINGLE LIMIT
A [X] CA000504946 10001110 | 1001741 |oo2esden) ° 1,000,009
| A | ANYAUTO BODILY INJURY (Per person) |
|| ALL OWNED AUTOS BODILY INJURY (Per accident) | $
|| scHeDuLED AUTOS SROPERTY DAMAGE
| X | HIRED AUTOS (Per accident) $
| X | NON-OWNED AUTOS $
X |Hired Phys Damage $
| X | uMBRELLA LIAB X | occur EACH OCCURRENGE $ 5,000,000
EXCESS LIAB % ,000,000]
A CLAIMS-MADE UMB00018027 10001110 | 10101711 |AGCREGATE $ 5
|| DEDUCTIBLE $
X | RETENTION _$ 10,000 $
WORKERS COMPENSATION WC STATU- OTH-
AND EMPLOYERS' LIABILITY YN X ITORY LIMITS ' X [er
B | ANY PROPRIETOR/PARTNER/EXECUTIVE 830-30703 (FL) 01/01/11 | 01/01/12 | E.L. EACH AGCIDENT $ 1,000,000
OFFICER/MEMBER EXCLUDED? |:| N/A
D | (Mandatory in NH) 0196-10054(AL/GA) 01/01/11 | 01/01/12 | .| DISEASE - EAEMPLOYEE| $ 1,000,000
If yes, describe under
DESCRIPTION OF OPERATIONS below E.L. DISEASE - POLICY LIMIT | § 1,000,000
C |Professional Liab B15V74100301 08/17/10 | 081711 |Aggregate 1,000,000
A [Leased/Rental CM00014087 10/01/10 10/01/11 |Limit: 50,000

DESCRIPTION OF OPERATIONS / LOCATIONS / VEHICLES (Attach ACORD 101, Additional Remarks Schedule, if more space is required)
Certificate holder is listed as an additional insured with regards to the
general liability coverage.

CERTIFICATE HOLDER

CANCELLATION

City of Port St. Lucie

Office of Mgmt & Budget

PORT121

121 S.W. Port St Lucie Blvd
Port St. Lucie, FL 34984

]

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE
THE EXPIRATION DATE THEREOF, NOTICE WILL BE DELIVERED IN

ACCORDANCE WITH THE POLICY PROVISIONS.

AUTHORIZED REPRESENTATIVE

QLo ape

ACORD 25 (2009/09)

© 1988-2009 ACORD CORPORATION. All rights reserved.
The ACORD name and logo are registered marks of ACORD



Bond No.

. | BID BOND
: ' The American Institute of Architects,
AIA Document No. A310 (February, 1970 Edition)

Curry Controls Company

KNOW.ALL MEN BY THESE PRESENTS, that we

as Principal hereinafter called the Principal, and ©%¢ Republic Surety Company

a corporation duly organized under the laws of the state of "I as Surety, hereinafter called the Surety,
are held and firmly bound unto : City of Port St. Lucie

. as Obligee, hereinafter called the Obligee, in the sum of . FVe Pereent of amount 'bid

by theee presents

englneerlng,constructlon & 1nstallatlon of remote telemetry

'.f.,'WHEREAs the Prmc'.' al has subm1ttedab1d for' unit panels .

NOW, TI-IEREFORE 1f the' Obhgee shall d@ccept the bld of the Prmc1pal and the Pnn01pal shall enter into a Contract SRR
with the Obligee in accordance with the terms of such bid; and give such-bond or bonds as may be specified in the .~
bidding or Contract Documents with good and sufficient surety for the faithful performance of.such Contract and for o
the prompt payment of labor and material firmished in the prosecution thereof, or in the event of the failure of the
Principal to enter such Contract and give such bond or bonds, if the Principal shall pay to the Obligee the difference

not to exceed the penalty hereof between the amount specified in said bhid and such larger amount for which the
Obligee may in good faith contract with another party to perform the Work covered by said bid, then this obligation

~ shall be null and void, otherwise to remain in full force and effect.

) July 2911

23 day'of >

Signed and sealed this

Curry Controls'Company "m:’ ) -
%O(wuv CJZULDU A T e

pa)
Witness / Frincipal R B

/David’/L. Curry, Pre?{dent

0ld Republic Surety Company

ﬂ k/@ /ﬂt)M/L/\ | ETD«/L FUV\ (Seal)'

Wxtness \/Attomey—m—Faetw T
Daniel F. Wagner

ORSC 21328 (5/97)



POWER OF ATTORNEY

"ddes make, constitute and a pom

DANIEL F. WAGNER, OF LAKELAND, FL

its true and lawful Attorney(s)-in-Fact, with full| power and authority, not exceeding $10,000,000, for and on behalf of the company as su cute and deliver
and affix the seal of the company thereto (if a seal is required), bonds, undertakings, recognizances or other written obligations in the nature ther eof, (other than bail
honds, bank depository bonds, mortgage deficiency bonds, mortgage guaranty Bonds, guarantees of installment paper and note guaranty bonds, self-insurance
workers compensation bonds guaranteeing payment of benefits, asbestos abatement contract bonds, waste management bonds, hazardous waste remediation bonds
or black lung bonds), as follows:

COMPANY on February 18, 1982.

RESOLVED that, the president, any vice-presid : ant ..
secretary, may, appoint attorneys-in-fact or agents rity as defined or limited:im;the. instrument evrdencmg the appom rhient™
in each’case, for and on behalf of the company to execute and deliver and affix the gesl of

assistant vice pre
gent; or

signature and seal when so used shall'have the';same force and effect as though manually affixed.
IN WITNESS WHEREOF, OLD REPUBLIC SURETY COMPANY has caused these presents to be signed by its proper officer, and its

corporate seal o be affixed this 4TH day of MARCH, 2011.

e
s, sy,
U, “s

On this R
and RICK Ail®H

‘CERTIFICATE

‘. |, the undersigned, as
“foregoing and attached Pow
directors set forth in the Power of Attorney, are now

92-2676 P

COMPANY, a Wisconsi
revoked; and furthermore,

Z 3

Sig’ned érid éealed at the City of Brookfield, W! this day of

!;JOBUMENT
STHE BAC

ORSC 22262 {9/08)



Corporate Experience and
Qualifications of the Firm

General Information

Main Office: Curry Controls Company
Parkway Corporate Center
4245 South Pipkin Road
Lakeland, Florida 33811
(863) 646-5781
Fax (863) 646-3899

Electronic Contacts: www.currycontrols.com

Year Established: 1971
Type of Organization: Corporation

Number of Employees: 60

Among these

Employees are:
Registered Professional Engineers
Electrical Engineers
Mechanical Engineers
Chemical Engineers
Computer Programmers
Computer Network Specialist
Engineering Designers
Project Managers
Certified General Contractors
Registered Electrical Contractors
Field/Start-up Engineers
Electrical Workers

GOAN2OWNW-ARNN -~

—_—

Four of the above engineers are fluent in Spanish
Introduction

Since incorporation in the state of Florida in 1971, Curry Controls Company
has progressed in providing its customers a wide range of services and
support including general contracting, electrical contracting, systems
engineering, programming, systems integration, panel fabrication services,
field service, training, and extended maintenance and support.

The scope of these services extend to all industries including Water,
Wastewater, Electrical Power Generation, Gas Distribution, Pulp & Paper
Mills, Phosphate Mining, Food and Beverage, HVAC, SCADA & RF
Telemetry, Semiconductor, etc.

Statement of Professional Qualifications 1

Company

Our staff can meet the
needs of General
Construction, Electrical
Construction, Electrical and
Controls Engineering.



Firm History

Curry Controls Company primarily designs and installs automated control
systems to improve efficiency, reduce manpower and improve safety.
Curry Controls Company emphasizes user training as an integral part of
any control system in order to enhance a customer’s ability to maintain
their systems after installation.

Requests to assume more specialized responsibilities associated with
control system applications prompted the need for addressing the
complexities of a range of advanced electrical, automated control, process
instrumentation, SCADA development, RF telemetry, communications
networking, and other critical integration of high-tech instrumentation and
control systems. Consequently customers were looking for and favoring a
“turn key” solution and requesting a total package that included all general
and electrical construction work and systems integration services . As a
licensed Electrical Contractor, since 1976, General Contractor, and
Professional Engineering entity, Curry Controls Company responded to this
need by offering a full range of systems integration services.

A competitive marketplace emphasizes the need for the “low bid” on
construction contracts. Experience confirms however, that the long-term
impact of the lowest priced and poorly executed project results in
continuously escalating project costs. The more sophisticated marketplace
alternatively demands a “low most qualified bid” or the Design/Build project
team approach.

Curry Controls Company has been selected as an Electrical and Controls
Contractor on many Design/Build teams. This process is successful when a
well qualified General Contractor assumes overall project responsibility.
Curry Controls Company has repeatedly been selected to assume this
leading role on construction projects to assure the success of the
Design/Build team. Curry Controls Company obtained a General
Construction license in 1990 and has been performing General
Construction services since then.

The success of a Design/Build project hinges on the individual team
members technical proficiency and a spirit of cooperation engendered
within the team. Curry Controls Company has partnered and associated
with engineering and contracting affiliates that are experienced
professionals and demonstrate the expertise and vision required for
Design/Build project success. This teamwork has resulted in harmonious,
cost-effective, and professional results on behalf of the client.

Quality Control

Curry Controls Company is committed to a high level of quality on every
project. Two important certification programs have been added to assure
prospects that quality control procedures are in place. Curry Controls
Company is an associate member of Control Systems Integrator
Association (CSIA). Curry Controls Company operates a UL certified
panel shop. Underwriters Laboratories audits the controls and electrical

Statement of Professional Qualifications 2

Curry
Controls

Company

Curry Controls Company was
established in 1972 and has
serviced their customers for
over 30 years

Curry Controls Company has
a continuous commitment to

quality



panels built at Curry Controls Company to insure they comply with UL
standard requirements.

Construction Services

Curry Controls Company is licensed in the states of Florida, Georgia,
Alabama, and North Carolina and qualifies for registration in other states to
do both General Construction and Electrical Construction. To qualify for the
registration process, proof of experience, financial stability and proficiency
are required. Upon successful completion of the examination process, the
license is issued. States monitor the contracts and the revocation of
licenses should any irregularities occur. The successful completion of this
process certifies the registrant’s qualification and allows them to bid all
construction contracts in that particular state. Curry Controls Company has
successfully completed numerous industrial and municipal projects in all of
these locations.

Electrical and Controls Engineering

Curry Controls Company has Professional Engineers on staff and provides
complete electrical and controls engineering services. Services include the
application of complete site electrical distribution systems, power systems,
power distribution, and medium voltage systems. The Controls Engineering
Division of Curry Controls Company designs “state- of-the-art” control
systems for a wide range of applications. Control room systems include
complete graphic interface designs for operational monitor and control
functions. Systems can be provided for “un-manned” control rooms with
automatic alarm paging to a phone or pager system. Central command
sites have been engineered that allow monitoring of all company control
sites at one designated location. Control systems provide process variable
trending to allow historical retrieval of process data. Reports are generated
automatically to display daily operating parameters such as total flow rates,
total chemical usage, and water quality. These parameters are then used
for monthly reports that may be exported directly to financial management
professionals.

South American Experience

Curry Controls Company has completed a Satellite SCADA control system
for a 584 mile natural gas pipeline from Cornejo, Argentina to Mejillones,
Chile. This installation included three control rooms located in Jujuy
Argentina, Calama Chile, and Santiago Chile that simultaneously controlled
the gas pipeline. Curry Controls Company performed the electrical
engineering services at the valve sites, retained local electrical contractors
and supervised electrical work and the installation of building concrete
support pads. All drawings and programming were produced in Spanish.
Curry Controls Company designed a gas metering station for custody
transfer at the Argentina-Chile border. Complete Civil and Mechanical
specifications and drawings were provided for local contractor installation.

Statement of Professional Qualifications 3

Company

Curry Controls Company
provides general construction
and construction management
for Water and Waste Water
facilities.

Curry Controls Company has
proven construction experience
in North and South America.



Recently Completed Projects and References

Owner: Hillsborough County, FL

Project: Countywide Wastewater Pump Station Telemetry
Completion: 2011
Size: $5.5 million

Contact: Bob Tisdale (813) 276-2277 ext. 43302

Description:  This project involved establishing a communication backbone and placing
160 lift stations throughout the county on SCADA via radio telemetry. The county is
divided into three basic areas based on supervisory oversight and maintenance
requirements. Three master communication sites based on these areas were constructed
and consist of a 180 foot tower, master radio and two SCADA servers utilizing Citect
HMI software. Each lift station received an RTU panel containing a PLC and an Ethernet
radio. The stations were modified to allow the PLC to become the primary controller for
the stations. The system uses a Modbus TCP/IP polling routine protocol along with
“report by exception” for critical alarms to communicate with the master sites.

Owner: City of Tuscaloosa, Alabama

Project: Water/Wastewater SCADA Improvements
Completion: 2009

Size: $4.5 million

Contact: Jimmy Junkin (205) 248-5508

Description: ~This project encompassed both the water and wastewater divisions of the
city’s utilities department. The wastewater portion of the project included new SCADA
servers, workstations and PLC control panels at the plant, plus RTU’s, control panels and
new ventilation systems at the approximately 47 lift stations. The water portion of the
project also included new SCADA servers, workstations and control panels at the water
plant. Additionally, there were approximately 30 remote sites including booster pump
stations, pressure monitoring stations, pressure regulating valves, water tanks and lakes
that received RTU’s and control panels. The communications method for this project
included licensed radio, unlicensed radio, DSL and cellular.

Owner: Orange County Utilities

Project: Electrical, Instrumentation & Control Water System Improvements
Completion: 2010

Size: $4 million

Contact: Robert Doyon (407) 497-6447

Description: Design/Build services for a countywide electrical and control system
upgrade for 8 separate WTP’s. Electrical upgrades included replacement of MCC’s and
addition of power monitoring. Controls upgrades included replacement of PLC controls,
chemical system and security access control.



Specific Dataflow Experience

Owner: Marion County, FL Utilities Department
Project: Stonecrest and Oak Run Water Treatment Plant
Completion: 2010

Size: $700K

Contact: Pete Hoanshelt — EMI (407) 359-0747

Description: Curry Controls provided two process control panels with four Intelligent
Motor Control centers for the Marion County Oak Run Sub-Regional WWTP and one
process control panel with two motor control centers for the Marion County Stonecrest
sub-regional WWTP and Dataflow Systems provided the HyperTacll HMI. The process
control panel utilized Modicon Quantum hardware running the Unity operating system
and connected to the Intelligent Motor Control Centers using Modbus TCP/IP over
Ethernet. Curry provided software to extract the bits from the data arrays coming from
the Intelligent Motor Control centers and the function blocks from the unity processor to
allow the Data Flow System HyperTacll to integrate into the process control system for
both facilities.



CURRY CONTROLS COMPANY
WORK IN PROCESS REPORT
- Asof 6-30-11

Estimate .
Total Billed Cost At Percent Value Deferred Work In
Sustomer Job Number Selling Price  Todate  To Date Completion Complete Complete Sales Process
NASTE RESOURCE MANAG J027041 111,906 111,906 59,885 59,885 100 111,905 1 0
>00LE AND KENT COMPA  J047174 2,426,923 2,297,389 2,475,492 2,479,687 100 2,422,817 0 125,428
JILLSBOROUGH COUNTY  J077580 5,530,590 4,892,640 4,049,024 4,855,689 83 4,611,805 280,835 0
S0WER & CONTROLS AUT  J088089 615,994 519,010 400,629 500,935 80 492,649 26,361 0
i NHARTON-SMITHINC J098105 1,167,796 823,703 419,220 510,555 82 958,884 0 135,181
I 20LK COUNTY UTILITIE J098201 1,120,343 1,077,677 832,572 916,499 91 1,017,749 59,928 0
JECATUR UTILITIES J108221 825,692 541,637 456,100 711,283 64 529,464 12,173 0
3SEACE RIVER/MANASOTA  J108226 36,972 36,972 29,625 30,000 99 36,510 462 0
SROGRESS ENERGY FLOR  J108234 11,879 8,000 7,616 8,481 90 10,668 0 2,668
3ARNEY CONSTRUCTION 108247 273,669 219,929 176,809 208,929 85 231,596 0 11,667
NHARTON-SMITHINC J108250 1,955,394 1,351,002 994,876 1,739,670 57 1,118,244 232,758 0
3EACH CONSTRUCTION C  J108299 176,904 129,873 54,767 137,211 40 70,610 59,262 0
VITSUBISHI POWER SYS J108304 266,138 24,433 29,996 194,000 15 41,150 0 16,716
SETER BROWN CONSTRUC J108310 1,551,451 1,421,944 957,588 1,244,705 77 1,193,577 228,367 0
J.S. WATER SERVICES J108316 119,321 96,221 77,216 91,715 84 100,459 0 4,238
_AKELAND, CITY J108364 1,385,977 0 399,838 1,249,724 32 443,431 0 443,431
30ARD of COUNTY COMM  J108384 83,723 79,537 84,017 84,679 99 83,068 0 3,532
SITY OF LAKELAND J108389 4,284 4,284 1,839 1,839 100 4,284 0 0
.EE COUNTY UTILITIES J108395 1,518,000 416,543 373,405 1,508,761 25 375,692 40,851 0
JRANGE COUNTY UTILIT J108422 12,992 7,830 1,250 0 0 12,992 0 5,162
SITY OF PALM BAY J108424 6,709 6,709 4,288 4,288 100 6,709 0 ]
VCKIM & CREED J118456 13,990 0 1,000 9,129 11 1,532 0 1,532
SUBLIEX J118462 3,832 0 1,475 1,475 100 3,831 0 3,831
SITY OF PORT ST. LUC J118463 4,442 0 2,944 2,964 99 4,411 0 4,411
ILLSBOROUGH COUNTY J118464 7,242 7,242 3,820 3,820 100 7,242 0 0
JORTH MIAMI BEACH WT J118470 47,843 20,245 12,697 35,873 35 16,934 3,311 0
N.P.C. INDUSTRIAL CO J118471 39,827 0 918 11,350 8 3,221 0 3,221
AGRIMECH, INC. J118477 29,950 14,975 175 25,808 1 203 14,772 0
SEMTRAL BEEF IND. LL J118478 0 0 2,777 2,777 100 0 0 0
! * CREEK IMPROVEM  J118480 49,964 0 400 31,700 1 630 0 630
Sk, ._< RIVER/MANASOTA  J118481 0 0 0 0 0 0] 0 0
LORIDA FOOD PRODUCT  J118485 4,746 0 3,604 6,561 55 2,607 0 2,607
JENICE, CITY OF J118486 0 0 -0 0 0 0] 0 0
JON M. HALL COMPANY J118488 15,564 6,225 3,615 9,918 36 5,673 552 0
LORIDA FOOD PRODUCT  J118489 0 0 0 0 0 0 0 0
CUSTOM FABRICATION J118481 0 0 1,054 1,054 100 0 0 0
SITY OF PALM BAY J118492 0 0 0 0 0 0 0 0
DRANGE COUNTY UTILIT J118493 4,751 0 1,138 1,138 100 4,750 0 4,750
ACTS CONSTRUCTION, | J118495 4,032 0 1,200 2,000 60 2,419 0 2,419
NATURAL ADVANTAGE J118496 57.637 0 2,450 49,723 5 2,840 0 2,845
SIPELINE UTILITIES | J118497 11,308 5,287 300 8,163 4 416 4,871 0
4ENRIQUEZ ELECTRIC C J118498 33,412 0 0 28,218 0 0 0 0

Grand Total 19,531,197 14,121,211 11,925,618 16,770,204 13,930,972 964,505 774,266
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~ Is authorized under the provisions of SéeMy!

to the public through a Professional Enginé‘e?g ed under Chapter 471, Florida Statutes.

: - Certificate of Authorization
EXPIRATION: 2/28/2013 : CA. Lic. No:

AUDITNO: 228201301116 S | 8515
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: 10 % a century of
& public safety

w™  pst, 1894

CURRY CONTROLS CO B
ME D PARKER RECEMED
1019 PIPKIN RD =

PO BOX 5408 .
LAKELAND FL 33807 JUN - 41936

Dury GoRol &

Your most recent listing is shown below. Please review this information and report
any inaccuracies to the UL Engineering staff member who handled your Assignment.

NITW May 22, 1996
Industrial Control Panels

CURRY CONTROLS CO , LAKELAND FL 33807 E149960 (R)

Industrial control panels for general use.
1019 PIPKIN RD PO BOX 5408
LOOK FOR LISTING MARK ON PRODUCT

21881700t Underwriters Laboratories Inc.® F11/0299004

333

For information on placing an order for UL Listing Cards in a 3 x 5 inch card
format, please refer to the enclosed ordering information.

UNDERWRITERS LABORATORIES INC.

A not-for-profit organization dedicated to public safety and commifted to quality service

333 Pfingsten Road
Northorook, lHlincis 60062~2086, USA
708/272-8800
Telex: 6502543343
FAX No. (708) 272-8129

1285 Walt Whitman Road
Melvilte, L.l.. New York 11747-3081, USA
516/271-6200
Telex No. 6852015
FAX No. {516) 2718259

1655 Scolt Bivd.
Santa Clara, Galifornia 950504169, USA
408/885-2400
FAX No. {408) 296-3256

12 Laboratory Drive
P.O. Box 13995
Research Triangle Park.
North Carolina 27709-3995. USA
919/549-1400
Telex No. 4937928
FAX No. {919) 548~1842
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Uy ) thestandardinsafety - Undenwiters

File E336595 vol 1 Issued: 2010-02-05
Revised: 2010-02-05

FOLLOW-UP SERVICE PROCEDURE
(TYPE L)

INDUSTRIAL CONTROL PANELS RELATING TO HAZARDOUS LOCATIONS
(NRBX, NRBX7)

Manufacturer: CURRY CONTROLS CO

(218817-001) 4245 S PIPKIN RD
PO BOX 5408
LAKELAND FL 33811

Applicant: SAME AS MANUFACTURER
(218817-001)
Listee: SAME AS MANUFACTURER

{21.8817-001)

This Procedure authorizes the above manufacturer to use the marking specified by
Underwriters Laboratories Inc.(UL), or any authorized licensee of UL, only on products
covered by this Procedure, in accordance with the applicable UL Services Agreement.

The prescribed Mark or Marking shall be used only at the above manufacturing location on such
products which comply with this Procedure and any other applicable requirements.

The Procedure contains information for the use of the above named Manufacturexr and
representatives of Underwriters Laboratories Inc. and is not to be used for any other
purpose. It is lent to the Manufacturer with the understanding that it is not to be copied,
either wholly or in part, and that it will be returned to Underwriters Laboratories Inc. (UL)
or any authorized licensee of UL, upon reguest.

This PROCEDURE, and any subsequent revision, is the property of Underwriters Laboratories
Inc. (UL) and the authorized licensee of UL and is not transferable.

Underwriters Laboratories Inc.

AN sin Ao

Stephen Hewson William R. Carney
Senior Vice President Director

Global Follow-Up Sexvice Operations North American Certification Program
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Curry Controls Company has been in business for 39
years and has all necessary equipment and material
for project support and execution.
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CURRY CONTROLS COMPANY

P.O. Drawer 5408 — Lakeland — FL. 33807
Phone (863) 646-5781 — Fax (863) 646-3899

EDWIN A. WINOKER

EDUCATION:

Bachelor of Building Construction
University of Florida - 1970

Class "A" General Contractor
Florida License #GC003088

American Institute of Constructors #524 Member

EMPLOYMENT HISTORY:

Curry Controls 'Con.zpainyl o

November 1993 - Present

Construction Manager - Managing responsibilities for all prime contracts and general
construction including estimations, negotiations, evaluations, field supervisory and
purchasing.

Major Projects include City of Highland Beach, City of Sebring, Hillsborough County,
Palm Beach County, Valrico Project, Palm Bay Utilities and City of Hollywood.

Metal Building Companies, Inc.
December 1990 - September 1993

Regional Manager - for Southwest Florida, including the Clearwater, Tampa, St.
Petersburg, Sarasota, Bradenton, Ft. Myers and Naples areas. Prestigious Top 5
Salesmen in February 1991 with sales over $2,328,460 during the 1991 year. Territory
changed to Northeast and Central Florida to include the Tallahassee, Jacksonville,
Daytona, Orlando, Ocala, Gainesville and Brooksville areas. 1992 Sales totaled
$2,620,011, 14% above budget...

Winoker, Edwin 1
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Canco General Contractors

December 1988 - November 1990

Project Manager - Responsible for all phases of projects for Central Maintenance
Warehouse, Polk County School Board, DACCO (Tampa-Hillsborough Drug Abuse
Coordinating Office); other projects for Waste Management, Inc., North Georgia Textiles,
City of Lakeland, United States Postal Service, Florida State

Fair Authority.

Henningsen Construction, Inc.
June 1986 - November 1988

Construction Manager - for Florida operation, responsible for all phases of general
contracting.  Supervised one full-time salesman, and up to three crews working out of
Orlando. Work completed includes more than ten projects for Scotty's, Inc.  Totaling
more than $2 million throughout Florida. Other projects included the construction of a
$666,000+ warehouse for Wellcraft Marine of Bradenton; a $.5 million arena/dinner
theater for Arabian Nights attraction in Kissimmee; and renovations to hangars at the
Clearwater Coast Guard Station.

Register Construction & Engineering, Inc.
September 1984 - February 1986

Vice President - with duties covering all aspects of Data Center for Scotty’s, Inc.; a $1.7
million Financial Center; Mutual Wholesale Company expansion of $2.5 million; and
Mutual Wholesale Pompano Beach project of more than $5 million.

Scotty's, Inc.
May 1977 - September 1984

Construction Manager - in charge of all new construction and major remodeling for the
corporation.” Duties included preparing bid documents and plans, soliciting bids, awarding
contracts, writing, coordinating and administrating contract agreements, inspection of all
work for approval and administration of payment, procurement of permits, preparation of cost
estimates, comparisons, and feasibility studies.

Projects included 32 retail stores, a 150,000 sq. ft. warehouse addition, a 206,000-sq. ft.
lumber warehouse and other construction totaling over $30 million.

Winoker, Edwin 2



Lakeland Construction Company
October 1976 - May 1977

Field Engineer - for Borden Chemical's Big Four Mine Foundation.

P.J. Pedone & Company, Inc.
November 1973 - October 1976

Assistant Supt./Field Engineer - on $14 million phosphate plant expansion at C.F.
Chemicals, Inc. Night Superintendent for maintenance contract at C.F.
Chemicals, Inc. Bartow, FL.  Assistant Superintendent Company, Bartow.
Responsibilities included coordination and supervision of union crafts and
subcontractors, all field layout and field engineering, and supervising of field personnel.

Spartan Corporation ,
February 1973 - September 1973
Assistant Superintendent - Promoted to superintendent for $2 million motel complex.

Duties included all aspects of job supervision and administrative functions related to the
project, with total responsibility for completing the project.

Fred W. Pinkley Construction
March 1970 — February 1973

Superintendent for Kingsford Elementary School. Quantity Surveyor and Assistant
Estimator for local construction projects.

Winoker, Edwin 3



1L

CURRY CONTROLS COMPANY

P.O. Drawer 5408 — Lakeland - FL. 33807
Phone (863) 646-5781 — Fax (863) 646-3899

SCOTT W. CYPHERT

EDUCATION
Polk Community College (1976-1977)

IBEW National Joint Apprenticeship (1977-1981)
Class "EC" State Certified Electrical Contractor

e State of Florida License No. EC-0001957

e State of North Carolina License No. 22712-U

EMPLOYMENT HISTORY:

Curry Controls Company 1994 - Present

Lakeland, Florida

Manager of Custom Products

Responsible for Systems Sales. Twenty-one years experience in a wide variety of control
and information systems. Responsibilities include assisting consulting Engineers with
conceptual analysis and design of PLC based control systems and instrumentation
associated with WWTP and WTP process control and RF based Telemetry Systems in the
municipal market. Additional responsibilities include, contract administration, work
process development and administration, estimating, intra-office project management and
coordination.

Curry Controls Company 1992-1994

Lakeland, Florida

Designer/Project Manager

Responsible for assisting Curry Controls Company Systems Engineers in panel design,
CAD drawings, purchasing, fabrication, factory tests and start-up of process control
systems and radio based telemetry systems.

Cyphert, Scott 1
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Curry Controls Company 1989-1992
Lakeland, Florida

Panel Shop Supervisor

Responsible for production, quality control and delivery of custom control panels.
Responsibilities include UL Certification, production, construction and start-up activities.
This includes telephone support services to Curry Controls Company service technicians
and customers.

Curry Controls Company 1981- 1988
Lakeland, Florida

Electrical/Instrumentation Supervisor

Responsible for installation, calibration, and commissioning of control system field
devices, including but not limited to field acceptance testing. Responsibilities include
start-up of Radio Telemetry Systems, PLC based Process Control Systems, associated
field instrumentation, and new Electrical Power Systems.

Haines City Electric 1979 - 1981

Haines City, Florida

Electrical Supervisor
Responsible for Electrical Maintenance primarily in the Phosphate Industries.

Cyphert, Scott 2



CURRY CONTROLS COMPANY

P.O. Drawer 5408 — Lakeland — FL. 33807
Phone (863) 646-5781 — Fax (863) 646-3899

DONALD SCHLICHT

EDUCATION

Bachelor of Science — Electrical Engineering — 1979
Rice University, Houston, Texas
Certified Profibus Engineer

Professional Electrical Engineer, registered in the State of Florida — Registration
#55412

Professional Electrical Engineer, registered in the State of Georgia — Registration
#27604

EMPLOYMENT HISTORY

Curry Controls Company 1998 — Present
Lakeland, Florida

Electrical Controls Engineer

Responsible for the design, programming and construction of Custom Plant Controls,
Remote Telemetry Units and Project management. '

Projects:

Scott Candler Water Treatment Plant (77/2002 — 9/2007)

Managed, designed, programmed and started up the largest surface water treatment plant
in the southeast. This plant included more than 11 PLCs, 43 separate networks including
Profibus, ControlNet, DeviceNet and Ethernet. This project also included fieldbus control
of all MCC’s and field instrumentation.

Clayton County WW SCADA (10/2002 — 3/2004)

Managed, designed, programmed and started up a waste water lift station RTU/SCADA
System for the entire County of Clayton, Georgia. System consisted of 32+ RTUs, a
redundant SCADA System and remote access to the SCADA data. Curry Controls was
the Prime Contractor for this project.

Schlicht, Donald 1
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Polk County (12/1999 — 11/2001)

Managed, Designed, Programmed, and started up a control, instrumentation and SCADA
system for a 2 MGD waste water treatment facility. This project included control of
aeration mixers, effluent transfer pumps, high service reuse pumps, sludge stabilization,
and ground storage control.

Poinciana Utilities (11/1999 — 4/2001)

Managed, Designed, Programmed, and started up a control, instrumentation and SCADA
system for a 1 MGD waste water treatment facility. This project included control of
aeration blowers, effluent transfer pumps and high service reuse pumps.

Palm Beach County (8/1998 — 5/2000)

Designed the electrical and electronic controls system for the Water Treatment Plant #2.
Also wrote the PLC program for the same plant. This project completely automated the
plant including bringing ozone generation equipment on and off line.

Brevard County (11/1998 —8/1999)
Managed, Designed, Programmed, and started up an eight raw water well control system
including Remote Telemetry Units and a remote booster pump station.

ABC Packaging Machine Corporation 1997 - 1998

Electrical Controls Engineer

Responsible for the design, programming and construction of custom machine controls.
Specification, design, programming and start-up of Motion Control Systems. Revision,
interpretation and implementation of design standards, both internal and third party.
Revision and specification of engineering software. Project management, including
design of new equipment to meet expected future applications.

Barry-Wehmiller Packaging System, Inc. 1995 - 1997

Field Service Engineer

Instrumental in the installation, start-up and operator training of end of the line packaging
equipment. Project management and design of reconstruction of used packaging
equipment to customer specifications. Modification and redesign of new equipment to
suit customer needs. Design and programming of PLC and servo systems. Elaboration
of machine operating manuals in English and Spanish. Design and dictation of training
courses and manuals for machine operation and maintenance personnel. Customer
relations, parts sales and after-sale service.

Schlicht, Donald 2
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Self-Employed 1982 — 1994

Revinca, Zona Industrial, Maracaibo, Venezuela - PM and CM for a wide range of
extruder and plastic handling machinery. Also designed and built many custom controls
for existing machines.

Zuliana de Aluminio C.A Km8 Carretera La Canada, Maracaibo, Venezuela — PM and
CM of automatic machine tools and specialty welders. Design and construction of
custom controls for old obsolete equipment.

Cementos Catatumbo C.A., Calle 75 Esq. Av 13A Maracaibo, Venezuela — PM and CM
for large industrial drives and motors. Specification of replacement equipment. Design
and construction of new controls and electronic equipment.

Grupo Siderpro C.A. Punta Gorda, Estado Zulia, Venezuela — PM and CM for all types

~of equipment in an ERW steel pipe mill. Design and start-up of custom controls for

automatic beveling machines.

Controles Internationales C.A. 1979 —-1982

..+ Design. Engineer — Responsible for the design and testing of a complete line of dry

power transformers from T00VA t6'2000KVA. Verification of motor winding
data, during repair and rewinding of AC induction motors.

Rev. 12/08

Schiicht, Donald 3
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@ CURRY CONTROLS COMPANY

P.O. Drawer 5408 — Lakeland — FL. 33807
Phone (863) 646-5781 — Fax (863) 646-3899

ERIC J. OMLOR

CAPABILITIES:

Allen Bradley PLC Programming (PLC 5, SLC 500)

Allen Bradley Panel Builder for PanelView interface programming
WonderWare Programming :

IFix 32 Intellution HMI Programming

Visual Basic development programming

Indramat CLC motion control programming

Control system design, documentation, programming and start-up
Control panel design and build

EDUCATION:

College:

) Sinclair College, Dayton, Ohio

e  Associate Degree, Applied Science

e  Mechanical Engineering Technology

ADDITIONAL EDUCATION:

e  Profibus and Devicenet seminars at C&E Sales

e  Health and Safety certified

e  ASIC-100/ASIC-200 powered by ASAP Control

e  Issacs Fluid Power 6 week course on Hydraulic-and Pneumatics for Industrial Applications

PROFESSIONAL EXPERIENCE:

Curry Controls Company January 21, 2002 — Present

HMI Programmer, PLC Programming, Project Manager, Auto Cad, Visual Basic Programming.

Omlor, Eric.doc



Knight Controls, Inc. 1995 - 2002

. Programming and start-up of PLC control systems on customers Floor

e  Auto Cad documentation of electrical and mechanical systems

e  Electrical controls system design

e  Build and installation of electrical control panels

ITT Automotive 1993 — 1995

e  Maintain testing applications on various blower motors
e  Response for analyzing inoperative motors

NOTABLE PROJECTS:

e  Delphi Chassis Systems — Brake Hose Tester: Using SLC503 with a PanelView 550
interface controlling a Moog ball screw actuator.

e Square D — Waste Water Treatment Facility: Using WonderWare and Modicon PLC
Smyrna, Tennessee
GAF — Extrusion Line: WonderWare interface package. Evansville, Indiana

e  Briggs and Stratton — Control Retrofit of Dial Indexing Table: Allen-Bradley PLC 5.
Rolla, Missouri _

o  General Mills — Sweeper Paddle Transfer Line: Using Indramat CLC motion controller
with Indramat drives and motors.

Omlor, Eric.doc
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CHECKLIST
BID #20110043

ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT
(RTU) PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC) AND HUMAN
MACHINE INTERFACE (HMI) PROGRAMMING SERVICES, AND REQUIRED
INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING REMOTE
MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS.

Name of Bidder: SADTS B~ é’%tﬁ:G» /)

This checklist is provided to assist Bidders in the preparation of their bid response. Included in this checklist are
important requirements that are the responsibility of each Bidder to submit with their response in order to make
their bid response fully compliant. This checklist is only a guideline -- it is the responsibility of each Bidder to
read and comply with the Invitation to Bid in its entirety.
/ Bid Reply Sheet with proper signature.
v~ Mailing envelope has been addressed to:
City of Port St. Lucie
Office of Management & Budget
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL 34984

v | Mailing envelope must be sealed and identified on the front with:
’ 7 Bidders Name and Address
¥ Bid Number
@ Bid Title
@ Bid Opening Date & Time
/ Drug-Free Workplace Form
o~ All pricing has been mathematically reviewed and all corrections have been initialed.
/Al price extensions and totals have been thoroughly checked.
-/ Each Bid Addendum (when issued) is acknowledged.
/ Copy of Insurance Certificate in accordance with Section
i/ Copy or all required licenses and certification
v _ Have reviewed the Contract and accept all City Terms and Conditions
/. One (1) original and two (2) copies of required documents (NO RINGED BINDERS)
v~ List of Projects

/ At least 5 completed reference sheets returned with bid

*THIS FORM SHOULD BE RETURNED WITH YOUR BID REPLY SHEET*

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
Page 38 0of 38
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Bid Reply Sheet
Bid # 20110043

COMPANYNAME: SANTAS EaGREER G (D C
DIVISION OF: —

PHYSICALADDRESS: /0l N.ATlaAnTIe AUE S Lol

MAILING ADDRESS:

CITY, STATE, ZIP CODE: _ CAPE  CAAJELRAL FL 32 922

TELEPHONE NUMBER: 34)_ 3 6% & 340 FAXNO. 3Y)_ ¥¢I £3 41

CONTACT PERSON: BR(AS Mool AN E-MAIL: dmonrheact@ Dnlisengineei7g<oM,

ORGANIZATIONAL PROFILE: (complete all appropriate information)

Is the firm incorporated? Yes-N6 If yes, in what state? __FLOR(DA .

GCERGE  SASTLS

President

Vice President

3.
been received and are included in its proposal/bid:

4,
bid, and you wish to be put on the vendor’s list, please contact Onvia.com at (800) 711-1712. Bid

Treasurer
How long in present business: __ / /3 How long at present location: __ /.3
Is firm a minority business: Yes--No; Does firm have a drug-free workplace program: Yes—No

If no, is your company planning to implement such a program?

ADDENDUM ACKNOWLEDGMENT - Bidder acknowledges that the following addenda have

" Addendum Number | “Date Issued
ADNES DA |
AddgS Dum 2

VENDOR’S LIST — If your company offers commodities other than the one specified for this

Tabulation Reports are advertised on the City Web Site at www.Cityofpsl.com.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.

Page 23 of 38
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4. Bid Reply Sheet, add item “6. Proposed Products:”

Item Manufacturer Brand and Model
(See Note 1) No./Version
(See Note 1)
RTU Panels . .
SANTLS, EGL~> EERVY)
L=
PLC Hardware .
Mo cor M2L0 .
Fiber Optic Transceiver
P CASCo . TE Rooco -L¢TC
Fiber Optic Patch Panel .
CoRrs\de 5 GE dEcard
SC-ST Fiber Optic Patch Cables _
Can L0 26, Vo B RESSED

Ultrasonic Level Transmitter
NOTE: Contractor shall provide SIEMEASS KD MGER .
certification of calibration.

Handheld Programmer

SIEvesS L/ Ae 003 GER-,
HMI Soft ware . _ ] _
iFlx V. -5 MoDiF7 Ex (ST~
Notes

1. The City reserves the right to be the sole judge of “equal-to”. It is the responsibility of the
Contractor to provide any information, in a timely manner, as requested by the City to make
this decision. The City’s decision of “equal-to” shall be final.

5. Bid Reply Sheet, Item 5 Bid Responses: Delete the Bid Response Table in its entirety and
insert the following:

‘w

#20110043 — Addendum #1 Page 3




BID RESPONSE:

City of PSL Flow Control Quantity of Total Time to Time to Install Panel
Structure Gates Per Cost per Structure | Construct (Days)
Structure Panel
(Days)
802 3 3L 598 30 5
B-38 2 #3717 Yo 2
A24 3 |f3,543 %o [2
A-22 6 b 33,050 Vo =

Total cost for engineering and construction of RTU panels including,
shop drawings, schedule, UL listed panels, fiber optic switch, patch
panel, PLC hardware, battery, battery charger, all relays, terminal
blocks, ultrasonic level sensors and control panel, miscellaneous
hardware, assembly, testing, calibration, calibration reports,
mounting stands, field installation, conduit, wiring, grounding,
software, programming, as-built drawings, and all materials,
hardware and labor for a complete and operational flow control
structure RTU panel system, in accordance with the contract
documents for this project:

Total Project
Cost:

J 16l 524

Unit cost for materials and labor for construction of flow control
structure panel systems, including control panel construction,
disconnects switch panels, electric power metering panels, PLCs,
switches, meters, controls, stainless steel mounting hardware,

conduit, wire, communication connections, electrical connections, |.

calibration and testing, and all miscellaneous work and hardware, all
in accordance with the contract documents, for a complete and
operational water surface monitoring and gate control panel system.

Unit Cost For
Panel
Construction
($/Gate)

VARigs FEAR
N MBAT ofF
GATES

Unit cost for materials and labor for construction of ultrasonic
transducer including transducer, field mounting, stainless steel
mounting hardware, conduit, wire, communication . connections,
electrical connections, calibration and testing, and all miscellaneous
work and hardware, all in accordance with the contract documents,
for a complete and operational water surface level transducer
installation.

Unit Cost For
Transducer
Installation
($/LF)

1A SDUCES2
Mow~sTS ﬂS}l’)é
CorsDuys 12 DTALS
Flo/Liornn FT.
Cose 0F MooeT IR0
VARES (B LockTia) |

Total Time to
Complete
Project
(Days)

[§o BA<S,

#20110043 — Addendum #1

Page 4




5. BID RESPONSE:

DNELWETED 1o APDE~DuA D SEE NExe PAGE.

BRAND & MODEL COST PER FT. FOR UNIT PRICE /

TRANSDUCER INCLUD TIME TO
INSTALLATION IN LATION | COMPLETE JOB
/

/

/

5.1 Bidder@ will not accept the Purchasing Card (Visa).
(please circle one)

5.2  Percentage of discount when payment is made with Visa: %

53  Total Lump Sum Bi W

6. LIST SUBCONTRACTORS AND MAJOR MATERIAL SUPPLIERS FOR THE PROJECT:

DEFEre sef  ADDdEudom D

7. LITIGATION INVOLVEMENT - Within the previous 5 fiscal years has your organization been
involved in litigation, major disputes, contract defaults, or liens? If so, please list the name of the
project and explain nature and current status of the project.

Nog

8. INSURANCE CERTIFICATES LICENSE - Bidders are required, in accordance with Section 5, to
submit a copy of their Insurance Certificate for the type and dollar amount of insurance they currently
maintain. Bidders are required to submit all licenses and certifications required to perform this project.

9. COMPLETION OF FORM - An authorized representative of the firm offering this Bid must
complete this form in its entirety. Prices entered herein shall not be subject to withdrawal or escalation by
Bidder. The City reserves the right to hold proposals and bid guarantees for a period not to exceed 90
days after the date of the bid opening stated in the Invitation to Bid before awarding the Contract.
Contract award constitutes the date that City Council executes the motion to award the bid.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
Page 24 of 38



10. CONTRACT - Bidder agrees to comply with all requirements stated in the specifications for this
bid.

11. CERTIFICATION

This bid is submitted by: Name (print)___ GEoREE  SANTLS who is an
officer of the above firm duly authorized to sign bids and enter into Contracts. I certify that this bid is
made without prior understanding, Contract, or connection with any corporation, firm, or person
submitting a bid for the same materials, supplies, or equipment, and is in all respects fair and without
collusion or fraud. I understand collusive bidding is a violation of State and Federal law and can result
in fines, prison sentences, and civil damage awards. I agree to abide by all conditions of this bid.

~2/93/1\

§fgnature Date

12. BIDDER HAS READ AND ACCEPTS THE TERMS AND CONDITIONS OF THE CITY’S

STANDARD CONTRACT:
‘746’// [

Signature Title

If a corporation renders this Bid, the corporate seal attested by the secretary shall be affixed below. Any
agent signing this Bid shall attach to this form evidence of legal authority.
(seal)

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuaters.
Page 25 of 38
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DRUG-FREE WORKPLACE FORM

The undersigned vendor in accordance with Section 287. 087, Florida Statutes hereby certifies that
S8 ESGoEERTSe \2C does:
(Name of Business)

1. Publish a statement notifying employees that the unlawful manufacture, distribution,
dispensing, possession, or use of a confrolled substance is prohibited in the workplace
and specifying the actions that will be taken against employees for violations of such
prohibition.

2. - Inform employees about the dangers of drug abuse in the workplace, the business's policy
of maintaining a drug-free workplace, any available drug counseling, rehabilitation, and
employee assistance programs, and the penalties that may be imposed upon employees
for drug abuse violations.

3. Give each employee engaged in providing the commodities or Contractual services that
are under bid a copy of the statement specified in subsection (1).

4, In the statement specified in subsection (1), notify the employees that, as a condition of
working on the commodities or Contractual services that are under bid, the employee will
abide by the terms of the statement and will notify the employer of any conviction of, or
plea of guilty or nolo contendere to, any violation of Chapter 893 or of any controlled
substance law of the United States or any state, for a violation occurring in the workplace
no later than five (5) days after such conviction.

5. Impose a sanction on, or require the satisfactory participation in a drug abuse assistance
or rehabilitation program if such is available in the employee's community, by any
employee who is so convicted.

6. Make a good faith effort to continue to maintain a drug—free workplace through
implementation of thls section.

As the person authorized to sign the statement, I certify that this firm complies fully with the above

requirements.

Bidder's Signature
—/28/7¢
Date

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 36 of 38



073072010 15:50 FAX 3214540834 EKLUND

STATE OF FLORIDA

1940 NORTH MONROE STREET
TALLAHASSER FL 3239%-0783

EKLUND, DENNIS CARL

SANTIS ENGINEERING INC

265 SABAL AVE

MERRITT ISLAND FL 32853

Congratulations! With this license you become one of the nearly one millicn
Floricians licensed by the Department of Business and Professional Regulation.
Qur professionals and businesses range from architects to yacht brokers, from
boxers to barbague restaurants, and they keep Florida’s sconomy strong.

Every day we work ta improve the way we do business in order to serve you better.

Far Information about out services, please log onto www.myflorldalicenss.com.
Thers you can find more Infarmation about our divisions and the regulations that
impact you, subscribe to department newsletters and learn more about the
Department's initiatives,

Our misslon at the Department Is: License Efficlently, Regulate Fairly. We

constantly strive to serve you better so that you can serve your customers.,
Thank you for doing business in Florida, and congratulations on vour new hcsnsel

DETACH HERE

ooy .

3. DEPARTMENT OF BUSINESS AND PROFESSIONAL REGULATION
ELECTRICAL CONTRACTORS LICENSING BOARD

(850) 487-1385

k:unrvxnunﬂgﬁgs

: HAS REGISTERED undi

STATE o; #LoRmA . AC# 5 D L! !: i 6 ‘\

Y LTCENSING: REGUIBSMENT
“TH CONTRACTIRG FRrA
thahprwiuiom of Chi 489
uan dlt-: kUG 3'.L 12 L10072101223

s R IR J .

LECTRICAL Rela)

_ STATE OF FLORIDA
—DEPART%EN’I‘ OF . BUSINESS AN‘D PROFE S

TRAC”I‘ORS LIC‘ N NG' BOA

ONAL REGULATION

223 ]

amcnmumum LICENSE NBR"'

o BEQ# leouﬂ_

g 07/21/2010'100001770 fER0013848 :

: 'I'he ELECTRICAL CONTRACTOR
“ Named bekdow HAS REBISTERED
"‘Undar- the- provisions of. Chap €
: Expirat:.on date. AUG 31 2012

90 -1:_ iq 'ETLKNM“C Avﬁ:ﬁi:;SUI.?r_E
CAPE CANAVERAL ' FL 3282

- * ‘DISPLAY AS REQUIRED B!

CHARLIE LTEM
IN’I‘ERIM SECRETARY
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SIGNATURE

CITY OF PORT.ST. LUCIE
BUILDING DEPARTMENT 110970
CERTIFICATE OF. COMPETENCY

" EXPIRE: 09/30/ 11-

EKLUND, DENNIS CH
SANTIS ENGINEERING :
7011 N ATLANTIC AVE SBIT ~101 B
CAPE CANAVERAL FL ,32920

ELECTRICAL CONTRACTOR
FL#: ER0013848 - PSL11-11198
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_OHLINE CERTIFICATIONS DIRECTORY

NITW.E237172
Industrial Control Panrels

£20e Bottom

Industrial Control Paneis

See Genersl Information: for Industrial Contyol' Panels

SANTIS ENGINEERING INC (SEI) E237172

SUITE 101
7011 N ATLANTIC AVE
‘CAPE CANAVERAL, FL 32920 USA

Industrial control panels.

Last Updated on 2003-06-23

Questions? . Notice of Disclaimer Page Top

‘Copyright ®.2007 Underwriters Laborataries Inc.®

The appearance of'a company's name or product In. this database does.not in ltself. assure that products so identified: have been: manufacturad: itnder Ul's:Follow-Up. Service. Only those products bearing the UL Mark should
be consldered to be Listed and covered under UL's Fullow-Up Service. Always look for the Mark ons the product.

UL permits the rep of the 1  in: the Online Certification: Directary subject to tiie following conditions:: 1. The Gulde Information, Designs andfor Listings (fles) must be presented In the|r entirety
and in a non-misieading manner, without any manipulation: of the data {or drawings). 2. The statement "Reprinted from: the Online Certifications Directory with: pi fram. Inc.” must appear
adjacent to the extracted material.. In. addition, the reprinted material must Include 3 copyright notice In:the: foliowling fermat: “Copyright © 2007 Underwriters. taborataries nc.®"

An independent crganization working fer & safer world with integrity, precigion and knowledQe.

http://database.ul.com/cgi-bin/XY V/template/LISEXT/IFRAME/showpage html?name=NIT... 10/15/2007



Client#: 5468 SANTENG3

ACORD. CERTIFICATE OF LIABILITY INSURANCE 2t

THIS CERTIFICATE 1S ISSUED AS A MATTER OF INFORMATION ONLY AND CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER. THIS
CERTIFICATE DOES NOT AFFIRMATIVELY OR NEGATIVELY AMEND, EXTEND OR ALTER THE COVERAGE AFFORDED BY THE POLICIES
BELOW. THIS CERTIFICATE OF INSURANCE DOES NOT CONSTITUTE A CONTRACT BETWEEN THE ISSUING INSURER(S), AUTHORIZED
REPRESENTATIVE OR PRODUCER, AND THE CERTIFICATE HOLDER.

IMPORTANT: If the certificate holder is an ADDITIONAL INSURED, the policy(ies) must be endorsed. If SUBROGATION IS WAIVED, subject to >

the terms and conditions of the policy, certain policies may require an endorsement. A statement on this certificate does not confer rights to the
certificate holder in lieu of such endorsement(s).

| PRODUCER co‘NTACT
ISU Suncg;:’; Lﬂsuraﬂce Assoc E‘A’f :'5} £ 813 289-5200 [ FA. Noy: 813 289-4561
P.O. Box ADDRESS:

Tampa, FL 33622-2668 CUSTOMER ID #:

813 289-5200 INSURER(S) AFFORDING COVERAGE NAIC #
INSURED i INSURER A : Mid-Continent Casualty 23418
Santis Engineering, Inc. insurer B : Travelers Indemnity Company 25658
70'!1 North Atlantic Ave. INsURer ¢ : Florida Retail Federation
i::: ::?naveral, FL 32020 nsurer o : Houston Casualty Company 42374
INSURER E :
INSURER F :
COVERAGES CERTIFICATE NUMBER: REVISION NUMBER:

THIS IS TO CERTIFY THAT THE POLICIES OF INSURANCE LISTED BELOW HAVE BEEN ISSUED TO THE INSURED NAMED ABOVE FOR THE POLICY PERIOD
INDICATED. NOTWITHSTANDING ANY REQUIREMENT, TERM OR CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS
CERTIFICATE MAY BE ISSUED OR MAY PERTAIN, THE INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN IS SUBJECT TO ALL THE TERMS,
EXCLUSIONS AND CONDITIONS OF SUCH POLICIES. LIMITS SHOWN MAY HAVE BEEN REDUCED BY PAID CLAIMS.

'E‘Ts?z TYPE OF INSURANCE NDS%L m POLICY NUMBER E';n?_rhl'gglsfr@v) %’°»h/‘°"/$¥$v) LIMITS
A | SENERAL LIABILITY 04GL.000830945 07/01/2011{07/01/2012 EacH OCCURRENCE 51,000,000
X | COMMERCIAL GENERAL LIABILITY PREMSES (on (Ea S oscurence) | $100,000
| cLams-mape OCCUR MED EXP (Any one person) | sExcluded
| X] PD Ded:1,000 ' PERSONAL & ADV iNJURY | $1,000,000
L GENERAL AGGREGATE $2,000,000
GEN'L AGGREGATE LIMIT APPLIES PER: PRODUCTS - COMP/OP AGG | $2,000,000
POLICY i [ ioc $
B | AUTOMOBILE LIABILITY BA2828L264 107/61/2011]07/01/2012 COMBINED SINGLELIMIT | ¢
— (Ea accident) 1,000,000
ANY AUTO BODILY INJURY (Per person) |$
ALL OWNED AUTOS BODILY INJURY (Per accident) | $
|| scHEDULED AUTOS SROPERTY DAMAGE
| X| HIRED AUTOS (Per accident) ®
| X| NON-OWNED AUTOS $
$
B | X|UMBRELLALAB | X | ocCUR CUP6642Y536 07/01/2011|07/01/2012 EACH OCCURRENCE $2,000,000
EXCESS LIAB CLAIMS-MADE AGGREGATE $2,000,000
| | DEDUCTIBLE $
X| ReTEnTION 5 10000 : $
C | WORKERS COMPENSATION in 52038967 - 07/01/2011/07/01/2012 X [Yoey s | (2™
érg}rlEE%FE%%E/E%EEE/%ECWNED NA E.L. EACH ACCIDENT 51,000,000
{Mandatory in NH) E.L. DISEASE - EA EMPLOYEE]| 51,000,000
If yes, describe under
DESCRIPTION OF OPERATIONS below E.L. DISEASE - poicy Lt | $1,000,000
D |Professional HCC1161153 07/01/2011|07/01/2012 $1,000,000 per claim
Liability : $1,000,000 anni aggr.

DESCRIPTION OF OPERATIONS / LOCATIONS / VEHICLES (Attach ACORD 101, Additional Remarks Schedule, if more space is required)
Professional Liability coverage is written on a claims-made and reported basis.

CERTIFICATE HOLDER CANCELLATION

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE
THE EXPIRATION DATE THEREOF, NOTICE WILL BE DELIVERED IN
ACCORDANCE WITH THE POLICY PROVISIONS.

For Proposal Purposes

AUTHORIZED REPRESENTATIVE

oSp M (A-ole Lo

©1988-2009 ACORD CORPORATION. All rights reserved.

ACORD 25 (2009/09) 41 of1 The ACORD name and logo are registered marks of ACORD
#5331691/M327693 LWA




Al

12

| GREAT AMERICAN INSURANCE COMPANY®

OHIO
Bond No.BidBond

| S - BID BOND |
‘ Approved by The American Institute of Architects, A.L.A. Document No. A310 Febmary, 1970 Edition

RNOW ALL MEN BY THESE PRESENTS: that we_Santis Engineering, Inc.

7011 N. Atlantic Avenue, Suite 101 Cape Canaveral - ‘ FL ' 32920

as Principal, hereinafter called Principal, and GREAT AMERICAN INSURANCE COMPANY, a corporation duly organized under the Jaws of the State of Ohio, with
Administrative Offices at 301 E, Fourth Street, Cincinnati, Ohio 45202, as Surety, hereinafter called the Suxety, are held firmly bound unto

City of Port St. Lucie, 121 SW Port St. Lucie Bivd., Port St. Lucie, FL 34984

as Obligee, hereinafter called Obligee, in the sumof _Five Per cent of Amount Bid Dollars (§ 5%
For the payment of which sum well and truly to be made, and the said Principal and the said Surety, bind ourselves, our heirs, executors, administrators, successors and

assigns, jointly and severally, firmly by these presents.

" WHEREAS, the Principal has submitted a bid for Bid #20110043; Engiheering, construction and instaliation of RTU Panels

v NOW, THEREFORE, if the Obligee shall accept the bid of the Principal and the Principal shall enter into a Contract with the Obligee in accordance with the terms of
such bid, and give such bond or bonds as fnay be specified in thé bidding or Contract Documents with good and sufficient surety for the faithful performance of such
Contract and for the prompt payment of labor and material furnished in the prosecution thereof, or in the event of the failure of the Principal to enter such Contract and
give such bond or bonds, if the Principal shali pay to the Obligee the difference not to exceed the penalty hereof between the amount specified in said bid and such
larger amount fo.r which the Obligee may in good faith contract with another Party to perform the Work covered by said bid, then this obligation shall be nuil and void,

otherwise to remain in full force and effect.

Signed and sealed this 28th  gayof July , 2011

In the presence of:
Santis Engineering, Inc.
(Principal) (Seal)

By: - ,,/ 2 : (Title)
George Santig”’ President

GREAT AMERICAN INSURANCE COMPANY (Seal)

v\ v | urety)
Mlk | By:@ 0(/\;);%_
¥

Antonio Lauretta \YAttorney-in-Fact)

Bid Bond F9630a (2/11)
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. GREAT AMERICAN INSURANCE COMPANY®
Administrative Office: 301 E 4TH STREET ® CINGCINNATI, OHIO 45202 ©® 513-369-5000 ¢ FAX 513-723-2740

The number of persons authorized by
this power of attorney is not more than  THREE
. No. (0 20175
POWER OF ATTORNEY
KNOWALLMEN BY THESE PRESENTS: That the GREAT AMERICAN INSURANCE COMPANY. a corporation organized and existing under
- and by virtue of the laws of the State of Ohio. does hereby nominate, constitute and appoint the person or persons named below, cach individually if more than
one is named, its true and lawful attorney-in-fact, for it and in its name, place and stead to execute on behalf of the said Company, as surety, any and all bonds,
undertakings and contracts of suretyship, or ather written obligations in the nature thereof; provided that the liability of the said Company on any such bond,
undertaking or contract of surctyship executed under this authority shall not exceed the limit stated below.

Name Address L.imit of Power
ANTONIO LAURETTA : ALL OF S . . ALL
DEBRA A. LAURETTA COCOA, FLORIDA $75,000,000.

F. GREGORY SPENCER

This Power of Atlorney revokes all previous powers issued on behalfl of the altorney(s)-in-fact named above,

IN WITNESS WHEREOF the GREAT AMERICAN INSURANCE COMPANY has caused these presents to be signed and attested by its appropriate
officers and its corporate seal hereunto affixed this 25TH day of MAY s 2011
GREAT AMERICAN INSURANCE COMPANY

g,

» Adtest
° ,fé::.m;"""u,

IR
A8 ~.‘.’/¢;¢\
¥ )

STATE OF QHIO. COUNTY OF HAMILTON - ss: . DAVID C. KITCHIN (877-377-2405)

On this 25TH day of MAY . 2011 , before me personally -appeared DAVID C. KITCHIN. to me
known. being duly sworn, deposes and says that he resides in Cincinnati, Ohio, that he is a Divisional Senior Vice President of the Bond Division of Great
American Insurance Company, the Company described in and which executed the above instrument; that he knows the seal of the said Company: that the seal
affixed to the said instrument is such corporate seal: that it was so affixed by authority of his office under the By-Laws of said Company, and that he signed his
name thereto by like authority.

13

KAREN L. GROSHEIM

" NOTARY PUBLIC, STATE OF GHIO Vf’ o e S //“‘ﬁ »
MY COMMISBION EXPIRES 02-20-16 | e éﬁ{ o L@@é#

This Power of Attorney is granted by authority of the following resolutions adopted by the Board of Directors of Great American Insurance Company
by unanimous written consent dated June 9, 2008.

RESOLVED: That the Divisional President, the several Divisional Senior Vice Presidents, Divisional Vice Presidents and Divisonal Assistant Vice
Presidents, or any one of them, be and hereby is authorized, from tine 10 time, 10 appoint one or more Attorneys-in-Fact to execute on behalf of the Company,
as surety. any and all bonds. undertakings and contracts of suretyship. or other written obligations in the nature thereof: 10 prescribe their respective duties and

the respective limits of their authority; and to revoke any such appointment at any time.

RESOLVED FURTHER: That the Company seal and the signature of any of the aforesaid officers and any Secretary or Assistant Secretary of the
Company may be affived by facsimile to any power of attorney or certificate of either given for the execution of any bond, undertaking, contract of suretyship,
or other writien obligation in the nature thereof, such signature and seal when so used being hereby adopted by the Company as the original signature of such
officer and the original seal of the Company: to be valid and binding upon the Company with the same force and effect as though manually affixed.

CERTIFICATION

. STEPHEN C. BERAHA, Assistant Secretary of Great American Insurance Company, do hereby certify that the foregoing Power of Attorney and
the Resolutions of the Board of Directors of June 9, 2008 have not been revoked and are now in full force and effect.

uly

Signed and scaled this day of




ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT
(RTU) PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC) AND HUMAN
MACHINE INTERFACE (HMI) PROGRAMMING SERVICES, AND REQUIRED
INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING REMOTE

CHECKLIST
BID #20110043

Copy

MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS.

Name of Bidderr HSA Engineers & Scientists

This checklist is provided to assist Bidders in the preparation of their bid response. Included in this checklist are

important requirements that are the responsibility of each Bidder to submit with their response in order to make
their bid response fully compliant. This checklist is only a guideline -- it is the responsibility of each Bidder to
read and comply with the Invitation to Bid in its entirety.

X

Bid Reply Sheet with proper signature.

X Mailing envelope has been addressed to:

X

X
X

X

City of Port St. Lucie

Office of Management & Budget
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL 34984

Mailing envelope must be sealed and identified on the front with:

O Bidders Name and Address

0 Bid Number

O Bid Title

O Bid Opening Date & Time
Drug-Free Workplace Form

All pricing has been mathematically reviewed and all corrections have been initialed.

All price extensions and totals have been thoroughly checked.

X

X

Each Bid Addendum (when issued) is acknowledged.

Copy of Insurance Certificate in accordance with Section

X

Copy or all required licenses and certification

X
X
X
X

Have reviewed the Contract and accept all City Terms and Conditions

One (1) original and two (2) copies of required documents (NO RINGED BINDERS)
List of Projects

At least 5 completed reference sheets returned with bid

*THIS FORM SHOULD BE RETURNED WITH YOUR BID REPLY SHEET*

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.

Page 38 of 38
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City of Port St. Lucie
Bid #20110043

Bid Reply Sheet



Bid Reply Sheet

Bid # 20110043
1. COMPANYNAME: Rare Earth Sciences, Inc. d/b/a HSA Engineers & Scientists
DIVISION OF:
PHYSICAL ADDRESS: 3380 Fairlane Farms Boulevard, Suite 12
MAILING ADDRESS: _Same
CITY, STATE, ZIP CODE: Wellington, Florida 33414
TELEPHONE NUMBER: (567) 688-9008 FAX NO. (561) 688-9005
CONTACT PERSON: Alex Chatham, PE E-MAIL: _achatham@hsa-env.com
2, ORGANIZATIONAL PROFILE: (complete all appropriate information)
Is the firm incorporated? No If yes, in what state? Florida
Nicholas Albergo, PE, DEE
President
Bruce Bosserman, PE
Vice President
David Scott, PE
Treasurer
How long in present business: 17 Y€ars  How long at present location: 2 Years
Is firma a minority business: Yes Does firm have a drug-free workplace programNo
If no, is your company planning to implement such a program?
3. ADDENDUM ACKNOWLEDGMENT - Bidder acknowledges that the following addenda have

been received and are included in its proposal/bid:

4.

Addendum Number Date Issued
1 July 19, 2011
2 July 25, 2011

VENDOR’S LIST - If your company offers commodities other than the one specified for this

bid, and you wish to be put on the vendor’s list, please contact Onvia.com at (800) 711-1712. Bid
Tabulation Reports are advertised on the City Web Site at www.Cityofpsl.com.

20110043 - Engineering, Construction and Iostallation of Remote Telemetry Unit (RTU) Panels to Remetely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.

Page 23 of 38



5, BID RESPONSE: Please see attached Addendum Bid Response table.

BRAND & MODEL COST PERFT. FOR UNIT PRICE
TRANSDUCER INCLUDING TIME TO
INSTALLATION INSTALLATION | COMPLETE JOB

5.1  Bidder will /accept the Purchasing Card (Visa).

A ~—
(please circleome

5.2 Percentage of discount when payment is made with Visa: n/a %

5.3  Total Lump Sum Bid for all systems: $ 185,471.00

6. LIST SUBCONTRACTORS AND MAJOR MATERIAL SUPPLIERS FOR THE PROJECT:

Please see attached Addendum Proposed Products table.

Subcontractors: Star Controls, Partek Automation

Major Material Suppliers: Motorola, Siemens

7. LITIGATION INVOLVEMENT - Within the previous 5 fiscal years has your organization been
involved in litigation, major disputes, contract defaults, or liens? If so, please list the name of the
project and explain nature and current status of the project.

Please see attached.

8. INSURANCE CERTIFICATES LICENSE - Bidders ére required, in accordance with Section 5, to
submit a copy of their Insurance Certificate for the type and dollar amount of insurance they currently
maintain. Bidders are required to submit all licenses and certifications required to perform this project.

9. COMPLETION OF FORM - An authorized representative of the firm offering this Bid must
complete this form in its entirety. Prices entered herein shall not be subject to withdrawal or escalation by
Bidder. The City reserves the right to hold proposals and bid guarantees for a period not to exceed 90
days after the date of the bid opening stated in the Invitation to Bid before awarding the Contract.
Contract award constitutes the date that City Council executes the motion to award the bid.

20110043 - Engineering, Construction and Installation of Remete Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 24 of 38
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5. Bid Response

BID RESPONSE:

City of PSL Flow Control Quantity of Total Timeto Time to Install Panel
-Structure Gates Per Cost per Structure | Construct {Days)

Structure Panel
(Days)

802 3 S 41,419.00 10 5

B-3B 2 $ 56,913.00 10 8

A24 3 S 41,598.00 10 5

A-22 6 $ 45,541.00 10 5

Total cost for engineering and construction of RTU panels including,

shop drawings, schadule, UL listed panels, fiber oplic switch, patch
panel, PLC hardware, batftery, battery charger, all relays, terminal
blocks, wulirasonic leved sensors and control panel, miscellansous
hardware, assembly, testing, calibration, calibration reporis,
mounting stands, Tield installation, conduit, wiring, grounding,
software, programming, as-built drawings, and all materials,
hardware and labor for a complete and operational flow control
structure RTU panel system, in accordance with the contract
documents for this project:

Total Project
Cost:

$ 185,471.00

Unit cost for materiale and labor for construction of flow conirol
structure panal systems, including conirol panel construction,
disconnecis switch panels, electric power metering panels, PLCs,
switches, meters, controls, stainless steel mounting hardware,
conduit, wire, commumnication connections, electrical cornections,
calibration and testing, and all miscellaneous work and hardware, all
in accordance with the contract documents, for a complete and
operational water surface monitoring and gate conirol panel systant.

Unit Cost For
Panel
Construction
{$Gate)

Unit cost for materials and labor for construction of ultrasonic
transducer including transducer, field mounting, stainless sieel
mounting hardware, conduit, wire, communication connections,
electrical connections, calibration and testing, and all miscellansous
work and hardware, all in accordance with the contract documenis,
for a complete and operational water surface level transducer
instaliation.

Unit Cost For
Transducer
Installation

($/LF)

Total Time to
Complets
Project
(Days)

S 8,167.50
$ 154.62
63

#20110043 — Addendum #1
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6. Proposed Products

item

Manufacturer
{See Note 1)

Brand and NModel
No./Version
(See Note 1)

RTU Panels Motorola F7509 — ACE 3600
Basic Model, No Radio

PLC Hardware Motorola F7509 — ACE 3600
Basic Model, No Radio

Fiber Optic Transceiver CIsco Cisco IE 3000 Switch

(IE-3000-4TC)

Fiber Optic Patch Panel

Corning Cable Systems

Corning Cable Systems
CCH-CP06-19T

SC-5T Fiber Optic Patch Cables | Cables To Go Patch 2Xstem
Ultrasonic Level Transmitter Siemens Hydrogranger 200
NOTE: Coniractor shall provide 7ML5034-1AB01
certification of calibration.

Handheld Programmer Siemens 7ML1830-2AK
HMI Soft ware Trihedral VTSCADA

Notes

1. The City reserves the right to be the sole judge of “equal-to”. i is the respansibility of the
Contractor to provide any information, in a timety manner, as requested by the City to make
this decision. The City's decision of “equal-to” shall be final.

: 20110043 — Addendum #1




7. Litigation Involvement

1.

HSA was added as a Co-defendant, along with approximately eight other Co-defendants, for a construction
claim from Sea Pines Montessori School in Hilton Head, South Carolina in May 2008. HSA’s involvement was
contractor directed density testing in 1998. We had defended with a statute of limitations position and the
limited technical services provided. Our attorney (assigned by our Insurance Company) said we should have
paid nothing, but we chose to pay a token $35,000 to exit, other Defendants have on this muiti-million dollar
claim. This settlement was complete January 2009.

HSA, as survivor of a 2004 merger with Anchor Engineering Consultants, Inc., was recently (10/09&11/10)
presented with pre-claim and claim package(s) from Botanical Gardens Condominium Association for it's
involvement in the design/construction of that.project. Apparently, as part of the turn-over to the
association, inspection(s) were performed. The inspection(s) cited architectural, structural and, mechanical
deficiencies that resulted in this claim against Anchor as well as the architect, contractor, and other(s). We
have notified our insurance carrier, assigned counsel, and have retained an outside expert that has provided
review and opinions regarding the structural portions of the claim. At this point there is no clear reason for
us to believe there is material liability on the part of Anchor/HSA, and believe |Iabl|lty that may be attributed
in whole or part to Anchor/HSA lies well within our insurance limits.

fn October 2010, HSA was included through third party summons to answer a complaint regarding muitiple
deficiencies for a light commercial building construction completed in 2002 by Jennings Building Systems,
defendant, for SNL, LLC. HSA’s involvement in the project was limited to performing testing of soils and
concrete under the direction of the owner/contractor. Although no allegations specific to HSA’s involvement
were specified, we noticed our insurer and have retained preliminary counsel. Initial conversations with
Plaintiff’s counsel indicate a willingness to release us for nuisance value as it appears the majority of their

' complaint lies with the contractor and other sub-consultants/trades.
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10. CONTRACT - Bidder agrees to comply with all requirements stated in the specifications for this
bid.

11. CERTIFICATION
This bid is submitted by: Name (print) EK VCE N . E 0SS EK M9 ~J who is an

officer of the above firm duly authorized to sign bids and enter into Contracts. I certify that this bid is
made without prior understanding, Contract, or connection with any corporation, firm, or person
submitting a bid for the same materials, supplies, or equipment, and is in all respects fair and without
collusion or fraud, Iunderstand collusive bidding is a violation of State and Federal law and can result
in fines, prison sentences, and 71amage awards. Iagree to abide by all conditions of this bid.

X/lfcﬂ 77v o ley 2 7)27/11

| -

Signature Dlate

12. BIDDER HAS READ AND ACCEPTS THE TERMS AND CONDITIONS OF THE CITY’S
STANDARD CONTRAC

Avee Oty est—— 7/27,///

) Signature Title

If a corporation renders this Bid, the corporate seal attested by the secretary shall be affixed below. Any

agent signing this Bid shall attach to this form evidence of legal authority.
(seal)

20110043 - Engincering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 25 0of 38
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Document Searches ' Fo;':ns Help

Previous on List . Next onList .

Events | No Name History

Retumn To List ' |Entity Name Search J

Detail by Entity Name

Florida Profit Corporation

RARE EARTH SCIENCES, INC.

Filing Information

Document Number P94000053943
FEI/EIN Number 593256313

Date Filed 07/21/1994
State FL

Status ACTIVE

‘Last Event AMENDMENT

Event Date Filed 12/13/1999
Event Effective Date NONE

Principal Address

4019 E. FOWLER AVE
TAMPA FL 33617 US

Changed 02/13/1998

Mailing Address

4019 E. FOWLER AVE
TAMPA FL 33617 US

Changed 01/06/2010

Registered Agent Name & Address

STULL, R. JEFFREY
602 S BLVD .,
TAMPA FL 33606 US

Officer/Director Detail

Name & Address
Title DP

ALBERGO, NICHOLAS
14103 POINT ANNE DR
ODESSA FL 33556

Title DT

SCOTT, DAVID D
914 SHADED WATER WAY
LUTZ FL 33549

Title D




YING, ANTHONY
8085 CENTRE LANE
EAST ELMHURST NY 14051

Title DS

LEWIS, RICHARD Ii
13966 BALD CYPRESS CIR
FORT MYERS FL 33907

Title V

BOSSERMAN, BRUCE N
3585 WALDEN POND DR.
SARASOTA FL 34240

Annual Reports

Report Year Filed Date

2009 01/20/2009
2010 01/06/2010
2011 01/10/2011
DocumentImages

A

01/10/2011 — ANNUAL REPORT [VleW|magelnPDFfon’natJ

01/06/2010 - ANNUAL REPORT

[View image in POF format |

01/20/2009 — ANNUAL REPORT LYieWimage in PDF format |

01/14/2009 — ANNUAL REPORT L2 SRR08 S0 5

01/28/2008 — ANNUAL REPORT L-YieW image in PDF format |

01/16/2007 — ANNUAL REPORT Letatf TRE92 0 )

[ View image in PDF format |

02/16/2006 — ANNUAL REPORT

01/31/2005 ~ ANNUAL REPORT LYiewimage in PDF format |

01/29/2003 - ANNUAL REPORT

[ View image in PDF format |

02/05/2002 — ANNUAL REPORT [ View image in PDF format |

03/12/2001 — ANNUAL REPORT LIS mage in PDF format

[.View image in PDF format |

03/07/2000 — ANNUAL REPORT

[ fimir immmrim in DO farmandé |




03/05/1996 ~ ANNUAL REPORT

l VIEW 1aYe 11t rwr lUIIIlle

12/13/1999 — Amendment

02/24/1888 — ANNUAL REPORT LYieW image in PDF format

02/13/1998 — ANNUAL REPORT \View image in PDF format |

[ View image in PDF format |

04/18/1997 -- ANNUAL REPORT

[View image in PDF format |

[ View image in PDF format |

04/11/1995 — ANNUAL REPORT

Note: This is not official record. See documents if question or conflict. I

Previous on List Next on List Retum To List

Ewents No Name History

Entity Name Search

| Home | Contactus | Document Searches | E-Filing Services | Forms | Help |
Copyright € and Privacy Policies
State of Flerida, Department of State




Uil

City of Port St. Lucie
Bid #20110043

Drug-Free Workplace Form



DRUG-FREE WORKPLACE FORM

The undersigned vendor in accordance with Section 287.087, Florida Statutes hereby certifies that
HSA Engineers & Scientists does:

(Name of Business)

1. Publish a statement notifying employees that the unlawful manufacture, distribution,
dispensing, possession, or use of a controlled substance is prohibited in the workplace
and specifying the actions that will be taken against employees for violations of such
prohibition.

2. Inform employees about the dangers of drug abuse in the workplace, the business's policy
of maintaining a drug-free workplace, any available drug counseling, rehabilitation, and
employee assistance programs, and the penalties that may be imposed upon employees
for drug abuse violations. '

3. Give each employee engaged in providing the commodities or Contractual services that
are under bid a copy of the statement specified in subsection (1.

4, In the statement specified in subsection (1), notify the employees that, as a condition of
working on the commodities or Contractual services that arc under bid, the employee will
abide by the terms of the statement and will notify the employer of any conviction of, or
plea of guilty or nolo contendere to, any violation of Chapter 893 or of any controlled
substance law of the United States or any state, for a violation occurring in the workplace
1o later than five (5) days after such conviction.

3. Impose a sanction on, or require the satisfactory participation in a drug abuse assistance
or rehabilitation program if such is available in the employee's community, by any
employee who is so convicted.

6. Make a good faith effort to continue to maintain a drug-free workplace through
implementation of this section.

As the person authorized to sign the statement, I certify that this firm complies fully with the above

requirements. . .

~[Bidder's Signature
)2l

Date

20110043 - Engincering, Construction and Installation of Remuote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 36 of 38
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HSA Licenses / Insurance

Licenses and Insurance
INSURANCE INFORMATION <~
Automoblle Llablllty lnsurance

Worker s Comp Lrabxhty lnsurance )
Professnonal Llablllty Insurance

STATE LICENSES

Florlda Engmeer

Florida Geologrst chense
Florida Astiestos License.

Florida cOnstruction License

MISCELLANE OUS LICENSES

ntractor chense -Blshop

Pollutant Storage Systems Contractor Blshop

Number

S 7098
GB135
ZA33E

QBZIG»QS

. CGC061530

' PCC1256810 '

Expiration

10/27/2011
G
9/30/2011

L apspanis
7/31/2012

uso0it

CspEya011

gtz L
8/31/2012

City of Port St. Lucie - Bid #20110043

HSA Engineers Scientists



CERTIFICATE OF INSURANCE

ISSUE DATE (MM/DD/YY)
09/15/2010

BROKER This certificate is issued as a matter of information only and confers no
. rights upon the certificate holder. This certificate does not amend,extend
Program Brokerage Corporation or alter the coverage afforded by the policies below.
225 Metro Centre Boulevard
< Warwick, RI 02886 Company Chartis Specialty | c
! Andrea L. Drew - 416-597-0555 ext. 485 A artis Specialty Insurance Compary
o e Company
Internaticnal B
INSURED'S FULL NAME AND MAILING ADDRESS C°mé’a”y
Conestoga-Rovers & Associates Inc. A/O Rare Earth Sciences, Inc. DBA HSA
Engineers & Scientists, DBA Anchor Engineering Consultants Inc.,, DBAS E Company
Engineering and Inspections Inc. D
4019 E. FOWLER AVENUE
TAMPA, FL 33617 Company
E
COVERAGES

This is to certify that the policies of insurance listed below have been issued to the insured named above for the pelicy period indicated, not withstanding any
requirement, term or condition of any contract or other document with respect to which this certificate may be issued or may pertain. The insurance afforded
by the policies described herein is subject to all the terms, exclusions and conditions of such policies. Limits shown may have been reduced by paid claims.

TYPE OF INSURANCE co POLICY NUMBER POLICY EFFECTIVE POLICY EXPIRATION LIMITS OF LIABILITY
LTR DATE (MM/DD/YY) DATE (MM/DD/YY) (Canadian dollars uniess indicated otherwise)
COMMERCIAL GENERAL LIABILITY A 12380282 09/30/2010 09/30/2011 EACH OCCURRENCE $ 1,000,000
D CLAIMS MADE GENERAL AGGREGATE $ 2,000,000
OCCURRENCE LIMITS IN USD PRODUCTS - COMP/OP $ 2,000,000
PRODUCTS AND/OR AGGREGATE
COMPLETED OPERATIONS PERSONAL'INJURY $ 1,000,000
FEANTS LEGAL LABITY [t 700000
D '?!';AI\TIA_S':'I;FT_E(;/TLB]I_,;LLY[L[TY NON-OWNED AUTOMOBILE |$
HIRED AUTOMOBILE $
|:| NON-OWNED AUTOMOBILE
[ HIRED AUTOMOBILE
AUTOMOBILE LIABILITY BODILY INJURY
D DESCRIBED AUTOMOBILES PROPERTY DAMAGE $
D ALL OWNED AUTOMOBILES gggﬂlf\](NliIiURY
[ LEASED AUTOMOBILES ™ (Per person) $
[[] GARAGE LIABILITY BODILY INJURY
{Per accident) $
~ALL AUTOMOBILES LEASED IN EXCESS OF 30 PROPERTY DAMAGE
DAYS WHERE THE INSURED IS REQUIRED TO $
PROVIDE INSURANCE
EXCESS LIABILITY A 12380283 09/30/2010 09/30/2011 EACH OCCURRENCE $ 15,000,000
UMBRELLA FORM
[} OTHER THAN UMBRELLA FORM LIMITS IN USD AGGREGATE § 15,000,000
OTHER (SPECIFY) A 12456483 09/30/2010 09/30/2011 Per Occurrence $ 10,000,000
Pollution/Professional Liability Aggregate $ 10,000,000
LIMITS IN USD Cov A - Prof (Claims Made) $
Cov B - Poll (Occurrence) $
$

DESCRIPTION OF OPERATIONS/LOCATIONS/AUTOMOBILES/SPECIAL ITEMS/ ADDITIONAL INSURED

All Limits with the exception of Automobile Liability (if indicated above) are in USD.

CERTIFICATE HOLDER

CANCELLATION

TO WHOM IT MAY CONCERN

Per:

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE THE EXPIRATION
DATE THEREOF, THE ISSUING COMPANY WILL ENDEAVOUR TO MAIL 30 DAYS WRITTEN NOTICE
TO THE CERTIFICATE HOLDER NAMED TO THE LEFT, BUT FAILURE TO MAIL SUCH NOTICE

SHALL IMPOSE NO OBLIGATION OR LIABILITY OF ANY KIND UPON THE COMPANY, ITS AGENTS
OR REPRESENTATIVES.

AUTHORIZED REPRESENTATIVE

Page 1 of 1
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Client#: 5018 RAREEAR3
DATE (MMIDDIYYYY)

ACORD. CERTIFICATE OF LIABILITY INSURANCE 1211412010

THIS CERTIFICATE IS 15SUED AS A MATTER OF INFORMATION ONLY AND CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER. THIS
CERTIFICATE DOES NOT AFFIRMATIVELY OR NEGATIVELY AMEND, EXTEND OR ALTER THE COVERAGE AFFORDED BY THE POLICIES
BELOW. THIS CERTIFICATE OF INSURANCE DOES NOT CONSTITUTE A CONTRACT BETWEEN THE ISSUING INSURER(S), AUTHORIZED
REPRESENTATIVE OR PRODUCER, AND THE CERTIFICATE HOLDER.

MPORTANT: if the certificate holder is an ADDITIONAL INSURED, the policy{ies) must be endorsed. if SUBROGATION IS WAIVED, subject to
the terms and conditions of the policy, certain policies may require an endorsement. A statement on this certificate does not confer rights to the
certificate holder in lieu of such endorsement(s).

PRODUCER CONTAGT

ISU Suncoast Insurance Assoc HONE 813 2895200 FAX £13-289.4561
 Ext): AIC, Nop: B19-

P.O. Box 22668 fiﬁz,;::‘ ' e~

Tampa, FL. 33622-2668
| GUSTOMER 1D

513 289-5200 INSURER{S) AFFORDING COVERAGE NAIC #
INSURED . IRSurerA: Wausau Insurance Companies 26042
Rare Earth Sciences, Inc. DBA NsUReR B : Phoenix Insurance Company 25623

HSA Engineers & Scientists

4019 E. Fowler Ave :::::EE g
Tampa, FL 33617 .
INSURER E
INSURERF ;

COVERAGES CERTIFICATE NUMBER: REVISION NUMBER:

THIS S TO CERTIFY THAT THE POLICIES OF INSURANGE LISTED BELOW HAVE BEEN 1SSUED TO THE INSURED NAMED ABOVE FOR THE POUCY PERIOD
INDICATED. NOTWITHSTANDING ANY REQUIREMENT, TERM OR CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS
GERTIFICATE MAY BE ISSUED OR MAY PERTAIN, THE INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN IS SUBJECT TO ALL THE TERMS,

EXCLUSIONS AND CONDITIONS OF SUCH POLICIES. LIMITS SHOWN MAY HAVE BEFN REDUGED BY PAID CLAIMS.

fiNSR ADOL BUBR FOLICYEFF [POLICY EXP
e TYPE OF INSURANCE NSR WD POLICY NUMBER WM/DDIYYYY) {(MMIDBYYYY) LMTs
GENERAL LIABILITY EACH OCCURRENCE s
["BAMAGE TDRENTED
COMMERGIAL GENERAL LIABILITY PREMISES {Ea ocowrrnce) | $
| eLams-mane QCCUR MED EXP (Anyone person) | $
- PERSONAL 8 ADV INJURY |5
| GEMERAL AGGREGATE 5
GEN'L AGGREGATE LIMIT APPLIES PER. PRODUCTS - COMPIOP AGG | §
pouey | | PR | Loc 5
B | AUTOMOBILE LIABILITY BA5283L.530 10/27/2010|10/27/201 1| COMBINED SINGLE LIMIT | ¢
"_x (Ea accident) 1,000,008
ANY AUTQ BODILY INJURY (Per persen) | §
| __| ALL OWHED AUTOS BODILY INJURY (Per accdent) | $
| | SCHEDULED AUTOS PROPERTY DAMAGE s
X| niRED AUTOS (Per accident
X| NON-OWNED AUTOS 8
5
umeReLLALIAE | Toccur EACH OCCURRENCE s
EXCESS LIAB CLAIMS-MADE AGGREBATE ¥ _
DEDUCTIBLE 5
REIENTION _§ : 5
WORKERS COMPENSATION WC STATU: OTH-
A | WORKERS COMPENSATION . WCJZ91453430 12/31/2010|12/31/2014 X 9SS | |28
ANY PROPRIETOR/PARTNERIESECUTIVES £1 EACH ACCIDENT s1,000,000
CFFICER/MEMBER £XCLUDED? NIA
{Mandatoty in NH) EL oiseast-Ea enproveg] s1,000,000
1l yos, describe under (300
SCRIPTION GF GPERATICNS below EL. ;i3eAsE - Fousy umT | 51,000,060

DESCRIPTION OF OPERATIONS / LOCATIONS { VEHICLES (Atlach ACORD 101, Additional Remarks Schedule, If rmore space is required)

CERTIFICATE HOLDER CANCELLATION

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE
THE EXPIRATION DATE THEREOF, NOTICE WILL BE DELIVERED IN
ACCORDANCE WiTH THE POLICY PROVISIONS.

For Proposal Purposes

AUTHORIZED REPRESENTATIVE

o8 n (D-ote Lo

©1988-2003 ACORD CORPORATION. Al rights reserved.

ACORD 25 {2009/09) 1 of1 The ACORD name and logo are registerad marks of ACORD
#5289704/M289471 KEB



Bond No.: 3203499

THE AMERICAN INSTITUTE OF ARCHITECTS

AlA Document A310
Bid Bond

KNOW ALL MEN BY THESE PRESENTS, that we
Rare Earth Sciences, Inc. d/b/a HSA Engineers & Scientists
3380 Fairlane Farms Road, Suite 12, Wellington, FL 33414

as Principal, hereinafter called the Principal, and
Bankers Insurance Company
P.O. Box 33015, St. Petersburg, FL 33733-8015

a corporation duly organized under the laws of the State of Florida

as Surety, hereinafter called the Surety, are held and firmly bound unto
City of Port St. Lucie — Office of Management & Budget

121 S.W. Port St. Lucie Bivd., Port St. Lucie, FL 34984

as Obligee, hereinafter called the Obligee, in the sum of Five Percent (5%) of the Bid Amount for the
payment of which sum well and truly to be made, the said Principal and the said Surety, bind ourselves,
our heirs, executors, administrators, successors and assigns, jointly and severally, firmly by these
presents.

WHEREAS the Principal has submitted a bid for
20110043-HQ, Engineering, Construction and Instaliation of Remote Telemetry Unit (RTU)
Panels to Remotely Monitor/Control Operation of Storm Water Gate Levels and Actuators

NOW, THEREFORE, if the Obligee shall accept the bid of the Principal and the Principal shall enter
into a Contract with the Obligee in accordance with the terms of such bid, and give such bond or bonds
as may be specified in the bidding or Contract Documents with good and sufficient surety for the faithful
performance of such Contract and for the prompt payment of labor and material furnished in the
prosecution thereof, or in the event of the failure of the Principal to enter such Contract and give such
bond or bonds, if the Principal shall pay to the Obligee the difference not to exceed the penalty hereof
between the amount specified in said bid and such larger amount for which the Obligee may in good
faith contract with another party to perform the Work covered by sald bid, then this obhgatlon shall be
null and void, otherwise to remain in full force and effect.

Signed and sealed this 21% day of July, 2011
(Seal)
Rare Earth Scier%. dibla YSA Engineers
& Scientists ‘

dmaﬁ%\ 24

(Witness) (Seal)
Bankers Insurance Company

o L\D N

(Witness) David B. Shlck Attorney—ln -Fact and Florida Licensed
Resident Agent

The ProSure Group, Inc. * 7217 Benjamin Rd. * Tampa, FL 33634
(813) 243-1110 Phone ** (813) 243-1109 Fax
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Power of Attorney 3203499
Bankers Insurance Company

KNOW ALL MEN BY THESE PRESENTS, that BANKERS INSURANCE COMPANY, a corporation duly
organized under the laws of the State of Florida, and having its principal office in the City of St. Petersburg,
Pinellas County, Florida, does hereby nominate, constitute and appoint:

*David B. Shick*

of the City of _Tampa , Hillsborough County, State of Florida , its true
and lawful Attorney-in-fact, with full power and authority hereby conferred upon him/her to make, execute seal
and deliver for and on its behalf, as Surety, as its act and deed, any and all bonds, undertakings consent or

................ $500,000.00

Agreement not exceeding the sum of _Five Hundred Thousand and xx/100 dollars
which this Company may be authorized to write.

This Power of Attorney is granted and is signed and sealed under and by the authority of the following
resolutions adopted by the Board of Directors of Bankers Insurance Company, and now in force to-wit:

BE IT RESOLVED, that the Chairman of the Board, President and any Vice President of the Corporation are hereby
authorized to execute Powers of Attorney, qualifying the Attorney(s)-in-Fact named in the Powers of Attorney to execute,
on behalf of the Corporation, bonds, undertakings and contracts of suretyship; and that the Secretary or any Assistant
Secretary of the Corporation are hereby authorized to attest the execution of any such Power of Attorney.

BE IT FURTHER RESOLVED, that the signatures of such officers may be affixed to any such Power of Attomey or o

any certificate relating thereto by facsimile, any and such Power of Attorney or certificate bearing such facsimile
signatures shall be valid and binding upon the corporation when so affixed in the future with respect to any bond,

undertaking or contract of suretyship to which it is attached.

IN WITNESS WHEREOF, Bankers Insurance Company has caused these presents to be executed by their duly
authorized officers as of this __1*_ day of July, 2010.

ATTEST: BANKE INSU E COMPANY

aney C. Foere

Nancy C. Hairdy Assistant Secretary

1

David K. Meehan Pre3|dent

STATE OF FLORIDA )

COUNTY OF PINELLAS ) '
The foregoing instrument was acknowledged before me 1 day of July, 2010 by David K Meehan and Nancy C. Haire, as

President and Assistant Secretary, respectively, of Bankers Insurance Company, a Florida corporatuon on behalf of the corporation.

,,“\ummu,,,’_

\\\“ SWET M, (/
(NOTARY PUBLIC)

e,
\1&5 P a&

Rt 2 -

3% #0095454 j
5"0 w.m

-----

e,
i,
S }§ 3,
\\ I
“ -
&
mzm\"““

//
"ﬂmnnﬂ ﬂ‘l‘“

I, the undersigned, Assistant Secretary of Bankers Insurance Company do hereby certify that the original Power of Attorney, of which the
foregoing is a full, true and correct copy, is in full force and effect.

IN WITNESS WHEREOF, | have hereunto subscribed my name as Assistant Secretary, and affix the corporate seal of the Corporation this

21st day of July , 2011

Nancy C. Hal(k, Assistant Secretary

(SEAL)



FLORIDA DEPARTMENT OF STATE

Division of Corporations
July 3, 2008

HSA ENGINEERS & SCIENTISTS
4019 E FOWLER AVENUE
TAMPA, FL

Subject: HSA ENGINEERS & SCIENTISTS Renewal Number: G08999056166
This will acknowledge the Fictitious Name Registration Renewal for HSA
ENGINEERS & SCIENTISTS, filed on June 30, 2008. This renewal continues
the original registration number - G98072000009 until December 31, 2013.

If the mailing address of this business changes, please notify this office in writing
and reference the original registration number.

Should you have any questions regarding this matter you may contact our office
at 850-245-6058.

Division of Corporations

/ms

P.O. BOX 6327 - Tallahassee, Florida 32314
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List of Projects



List of Relevant Projects

HSA has provided quality hydrologic monitoring equipment installation, operation, and
maintenance to clients throughout Florida for over a decade. HSA has performed this work
primarily for the South Florida Water Management District (SFWMD) since 1999, and are under
continuing contracts for these services through 2012.

HSA is currently providing monitoring site installation services to the SFWMD under MOSCAD
and CR10X contracts. This includes, but is not limited to, installing MOSCAD SCADA systems, CR-
10X equipment, and various sensors for the SFWMD. The following is a comprehensive list of
project sites we have completed for the South Florida Water Management District under these
contracts:

e 5835 and S$385S — Installation of sensor upgrades and additional components to the
telemetry and control systems;

e STA-5 — Upgraded existing Remote Telemetry Units (RTUs) with new remote telemetry
MOSCAD panels including -all associated sensors and components at a total of five gate
control and stormwater pump structures;

e S68, S82, S83, and S84 - Upgraded existing RTUs with new remote telemetry MOSCAD
panels including all associated sensors and components at four gate control structures;

e G136, G404, G409, G410, S140, and S190 - Upgraded existing RTUs with new remote
telemetry MOSCAD panels including all associated sensors and components at gate control
and stormwater pump structures;

e Cork 2 — Installation of a telemetry-linked measurement and control system for monitoring
water levels on the upstream side of the Corkscrew #2 gate structure;

e CRSO1F, CRSO2F, CRSO2N, and FROGP — Installation of a telemetry linked measurement and
control system for monitoring stage levels in real time through the Loggernet upgrade;

e Pool D Expansion — Installation of two telemetry linked measurement and control systems
for monitoring surface waters in the floodplains adjacent to the Kissimmee River;

e PD21F and PD22F - Installation of two telemetry linked measurement and control systems
for monitoring surface waters in the floodplains adjacent to the Kissimmee River;

e L-8 Reservoir — Installation of surface water monitoring platforms, stage sensors, and along
with associated and activation of CR-10 RTU and Control System for the SFWMD;

e USSO — Installation of a Level Troll Pressure Transducer to monitor upstream stage;

e S61 Tower Sites — Upgraded existing telemetry components with new components
necessary for the telemetry system to communicate to the new LOGGERNET base stations
at S61 microwave tower;

e S65 Tower Sites — Upgraded existing telemetry components with new components
necessary for the telemetry system to communicate to the new LOGGERNET base stations
at S65 microwave tower;

e Key West — Installation and Activation of CR-10 and Control System;

e PB1108 — CR-10 and Control System installed and activated at two (2) Surficial Wells;

e STL286 — Two (2) surficial wells with CR-10’s installed and activated;

City of Port St. Lucie — Bid #20110043 1 HSA ENGINEERS & SCIENTISTS
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List of Relevant Projects

TFRO5 — Installation and Activation of CR-10 and Control System;

Burnt Store WTP - Site was being rehabilitated and HSA installed CR-10 and Control
system, :

Ft. Myers Beach — The standard CR-10 system was installed along with two (2) external
pressure transducers;

Berry Groves — Installation and Activation of CR-10 and Control System;

G2064 - Installation of CR-10 and Control System; .

L2GW - Three (3) submersible transducers, tipping bucket rain gage, and CR-10 system
installed;

FPLMW - Installation of CR-10 and Control System;

LM3479 — Installation and Activation of CR-10 and Control System;

G409 — Constructed tailwater platform and installed new stage sensor to existing MOSCAD
system;

TMBR40 - Installation and Activation of CR-10 Monitoring Equipment;

TMBRA45 — Installation and Activation of CR-10 Monitoring Equipment;

TMBR52 — Installation and Activation of CR-10 Monitoring Equipment;

TMBRS55 — Installation and Activation of CR-10 Monitoring Equipment;

TMBR66 — Installation and Activation of CR-10 Monitoring Equipment;

TMBR71 — Installation and Activation of CR-10 Monitoring Equipment;

CORK2 — Installation and Activation of CR-10 Monitoring Equipment;

CORK3 —installation and Activation of CR-10 Monitoring Equipment;

FU1 - Installation and Activation of CR-10 Monitoring Equipment;

TMBR37 — New installation and activation of CR-10 groundwater monitoring and telemetry
equipment;

HALDEM - Upgraded CR-10 system at already existing dual stage monitoring site;

LUCKW — Upgraded CR-10 system at an existing dual groundwater monitoring site;
Fakahatchee Strand North — Installation and activation of CR-10 equipment at rainfall site;
Rookery Bay — Rain station at site CR-10 system upgraded and placed on telemetry
network;

Collier Seminole St. Park — Upgraded rain station site and placed on telemetry network;
Marco Island — Upgrade CR-10 rain station site for telemetry network;

GOLDWS3 — Upgraded CR-10 equipment at existing dual stage-monitoring site;

PB1648 - Installed CR-10 groundwater monitoring system and water level recording
equipment;

M1086 — Installed CR-10 groundwater monitoring system and water level recording
equipment;

PB875 — Installed CR-10 groundwater monitoring system and water level recording
equipment;

STL278 - Installed CR-10 groundwater monitoring system and water level recording
equipment;

City of Port St. Lucie — Bid #20110043 2 HSA ENGINEERS & SCIENTISTS
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List of Relevant Projects

PB125 — Installed CR-10 groundwater monitoring system and water level recording
equipment;

M1083 - Installed CR-10 groundwater monitoring system and water level recording
equipment; :

BARWGA — Installation of CR10X measurement and control system, telemetry equipment
and water level recording equipment;

BARW2Z — Installation of CR10X measurement and control system, telemetry equipment and
water level recording equipment;

BIGCYP7 — Removed and replaced existing site CR-10 and control system;

HEND84 — Upgraded CR-10 and Control system equipment at single stage monitoring site;
LUCKE — Existing groundwater site upgrade of CR-10 and control system;

C1067 — Existing groundwater site upgrade of CR-10 and control system;

C1068 — Existing groundwater site upgrade of CR-10 and control system;

Gordy Road Structure — Upgraded CR-10, auto sampler, and water level recording
equipment; ,

G160/PGA Wells ‘A’ thru ‘E’ — Installed CR-10 based groundwater monitoring system and
telemetry equipment at five sites located along PGA Boulevard;

RH4A19, -20, -21, -24, and -37/Kissimmee River Sites — Installed CR-10X based
groundwater monitoring systems;

BCS! and FPWX — Upgraded CR10X and equipment at two groundwater weatherstations;
MRMS1 and MRMS4 - Relocated and rebuilt CR10X Miami River single stage sites;

FU4S and NAP31 -- Installed additional CR10X RTU and connected to an existing MOSCAD
at FU4S and reinstalled CR10X RTU system at NAP31;

BBCW?2, -3, -6 and -7 — Installation of CR10X measurement and control system, telemetry
equipment and water level recording equipment;

S65CW — CR10x Weatherstation rebuild;

G151 — Installation of CR10X, control system, telemetry equipment and sampler;

G336GU and G336GD — Installation of CR10X measurement and control system, telemetry
equipment and water level recording equipment;

WHILL4 and WHILL5 — Installation and activation of CR10X equipment for a groundwater
and a surface water site;

G3ASWX - Weatherstation installation of CR10X measurement and control system,
telemetry equipment and water level recording equipment;;

G254 — Ongoing installation of CR10X measurement and control system, telemetry
equipment and water level recording equipment;

Loggernet Upgrades - upgrade of 14 CR10x groundwater sites in the Kissimmee River area;
G150- Rebuild and installation of CR10X monitoring sites; and,

G94A- Site upgrade to CR10X system to add monitoring and telemetry capabilities.

City of Port St. Lucie — Bid #20110043 3 HSA ENGINEERS & SCIENTISTS
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List of Relevant Projects

Below is a list of sites that we have completed for the other clients throughout South Florida.

e St. Lucie Estuary — Installation or upgraded a total of 13 surface water and groundwater
monitoring sites throughout Martin and St. Lucie Counties. This includes completing
routing operation and maintenance of the sites as well as quality assurance/quality
control of data collected from the sites prior to submittal to the SFWMD;

e Sembler South Broward Drainage District (SBDD) — Furnished and installed new water
measurement and equipment upgrades at a total of 10 locations for the SBDD.

e Broward County Wastewater & Water Pump Station Controls — Visited a total of 10

" pump stations throughout Broward County and developed conceptual process &
instrumentation diagrams pump control system that could be implemented at existing
pump stations. :

City of Port St. Lucie — Bid #20110043 4 HSA ENGINEERS & SCIENTISTS
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators. ’

Bidder/Respondent: _ HSA Engineers & Scientists

Reference: South Broward Drainage District Fax #: (4354) 6%0-3334

Email: Luis@SBDD.org Telephone #: _ (954) 680-3337

Person to contact:  LUis Ochoa

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337. -

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product
Qualifications Cooperation
Budget Control Reliability
Would you contract with this Contractor again? Yes [ ] No[ ] Maybe [ ]
Comments:
Thank you.
For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
’ Page 26 of 38
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223 .
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent: _HSA Engineers & Scientists

Reference: South Florida Water Management District Fax #:

Email: CGomez@SFWNMD.gov Telephone #: _(561) 753-2400 ext. 4729

Personto contact: Carlos Gomez

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism _ Final Product
Qualifications Cooperation
Budget Control Reliability
Would you contract with this Contractor again? Yes [ ] Nol[ ] Maybe [ ]
Comments:
Thank you.
For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 26 of 38




CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043 ‘

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent:  HSA Engineers & Scientists

Reference: Martin County Fax #:

Email: KFitzpat@Martin.fi.us Telephone #: (772) 288-5429

Personto contact:  Kathy Fitzpatrick

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product
Qualifications Cooperation
Budget Control Reliability
Would you contract with this Contractor again? Yes [ ] No[ ] Maybe [ ]
Comments:
Thank you.
For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 26 of 38




CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
{(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent: _ HSA Engineers & Scientists - Subcontractor: Partek Automation

Reference: Noven Pharmaceuticals, Inc. . Fax #:

Email: AAlonzo@Noven.com Telephone #: _(305) 964-3173

Person to contact:  Andrew Alonzo

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for thé following?

Professionalism Final Product

Qualifications Cooperation

Budget Control Reliability

Would you contract with this Contractor again? Yes [ | No[ ] Maybe [ ]

Comments:

Thank you.

For OMB Use Only

Reference Checkeq
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Sterm Water Gate Levels and Actuators.
Page 26 of 38




CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent: _ HSA Engineers & Scientists - Subcontractor: Star Controls

Reference: St. John's River Water Management District Fax #:

Email: JRichmond@SJRWMD.gov Telephone #: (386) 937-0541

Person to contact:  John Richmond

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would ydu rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product
Qualifications Cooperation
- Budget Control Reliability
Would you contract with this Contractor again? Yes [ ] No[ ] Maybe [ ]
Comments:
Thank you.
For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 26 of 38




CITY OF PORT SAINT LUCIE
CONTRACT FORM

This CONTRACT, executed this day of ,2011, by and
between the CITY OF PORT ST. LUCIE, FLORIDA, a municipal corporation, duly organized under the
laws of the State of Florida, hereinafter called “City” party of the first part, and CURRY CONTROLS
COMPANY, a Florida Profit Corporation, 4245 S. Pipkin Rd., Lakeland, FL. 33811, Telephone No.
(863) 646-5781, Fax No. (863) 646-3899, hereinafter called “Contractor”, party of the second part.

RECITALS

, In consideration of the below agreements and covenants set forth herein, the parties agree as
follows:

CONTRACT SUPERVISOR

As used herein the Contract Supervisor shall mean Jesus Merejo, Utility Systems Director at
(772) 873-6400 (ph.) (772) 873-6405 (fax), or his designee.

SECTION I
DESCRIPTION OF SERVICES TO BE PROVIDED

The specific work that the Contractor has agreed to perform pursuant to the Bid Specifications
#20110043, Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels;
Provide Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming
Services and required Instrumentation Equipment necessary for a Fully Functioning Remote Monitoring
System for Storm Water Gate Levels and Actuators for Flow Structures 8-02, B-3B, A-24, A-22.

SECTION II
TIME OF PERFORMANCE
Contract period shall commence and terminate ' . In the event all work

required in the bid specifications has not been completed by the specified date, the Contractor agrees to
provide work as authorized by the Contract Supervisor until all work specified in the bid specifications
has been rendered.

SECTION III
COMPENSATION

Upon completion of the work, the City agrees to pay the Contractor total of $ 125,893.00 broken
out per structure as follows.

Levels and Actuators

Page 1
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City of PSL Flow Control

Structure

Quantity of
Gates Per
Structure

Total
Cost per Structure

Time to
Construct
Panel

(Days)

Time to
Install
Panel

(Days)

40 Days after
return of
approved
submittals

8-02 $30,888.00 5 Days

40 Days after
return of
approved
submittals

B-3B $29,947.00 5 Days

40 Days after
return of
approved
submittals

A-24 $30,888.00 5 Days

40 Days after
return of
approved
submittals

A-22 ” . $34,170.00 5 Days

Payment shall be made in full upon approval of the invoice by the Contractor Supervisor.

The City also agrees to pay a one-time ten-dollar ($10.00) indemnification fee as provided in Section V
herein. Contractor shall invoice the City for the amount of the indemnification payment and said
invoice shall accompany the signed Contracts. There will be no additional amount paid for expenses.

The Contractor shall not be paid additional compensation for any loss or damage, arising out of
the nature of the work, from the action of the elements, or from any delay or unforeseen obstruction or
difficulties encountered in the performance of the work, or for any expenses incurred by or in
consequence of the suspension or discontinuance of the work.

Invoices for services shall be submitted once a month, by the 10th of the month, and payments
shall be made within thirty (30) days unless Contractor has chosen to take advantage of the Purchasing
Card Program, which guarantees payment within several days. Payments shall be made provided the
submitted invoice is accompanied by adequate supporting documentation and approved by Contract
Supervisor as provided in Section XII.

All invoices and correspondence relative to this Contract must contain the Purchase Order
number and Contract number. :

Contract #20110043 Engineering, Construction and Installation —- Remote Monitoring System for Stormwater Gate

Levels and Actuators
Page 2
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SECTION IV
CONFORMANCE WITH BID

It is understood that the materials and work required herein are in accordance with the bid made
by the Contractor pursuant to the Invitation to Bid and Specifications on file in the Office of
Management and Budget of the City. All documents submitted by the Contractor in relation to said bid,
and all documents promulgated by the City for inviting bids are, by reference, made a part hereof as if
set forth herein in full.

SECTION V
INDEMNIFICATION / INSURANCE

Pursuant to Section 725.06, Florida Statutes, CONTRACTOR agrees to indemnify, defend, and hold
harmless the CITY, its officers and employees, from liabilities, damages, losses and costs, including but
not limited to, reasonable attorney’s fees, to the extent caused by the negligent act, recklessness, or
intentional wrongful misconduct of the CONTRACTOR and persons employed or utilized by the
CONTRACTOR in the performance of the construction contract. As consideration for this indemnity
provision the CONTRACTOR shall be paid the sum of ten dollars ($10.00), which will be added to the
contract price, and paid prior to commencement of work.

The CONTRACTOR shall, on a primary basis and at its sole expense, agree to maintain in full force
and effect at all times during the life of this Contract, insurance coverage, limits, including
endorsements, as described herein. The requirements contained herein, as well as City's review or
acceptance of insurance maintained by CONTRACTOR are not intended to and shall not in any manner
limit or qualify the liabilities and obligations assumed by CONTRACTOR under the Contract.

The parties agree and recognize that it is not the intent of the City of Port St. Lucie that any insurance
policy/coverage that it may obtain pursuant to any provision of this Contract will provide insurance
coverage to any entity, corporation, business, person, or organization, other than the City of Port St.
Lucie and the CITY shall not be obligated to provide any insurance coverage other than for the City of
Port St. Lucie or extend its immunity pursuant to Section 768.28, Florida Statutes, under its self insured
program. Any provision contained herein to the contrary shall be considered void and unenforceable by
any party. This provision does not apply to any obligation imposed on any other party to obtain
insurance coverage for this project, any obligation to name the City of Port St. Lucie as an additional
insured under any other insurance policy, or otherwise protect the interests of the City of Port St. Lucie
as specified in this Contract.

The CONTRACTOR shall agree to maintain Workers' Compensation Insurance & Employers' Liability
in accordance with Section 440, Florida Statutes. Employers’ Liability must include limits of at least
$100,000 each accident, $100,000 each disease/employee, $500,000 each disease/maximum. A Waiver
of Subrogation endorsement must be provided. Coverage should apply on a primary basis. Should scope
of work performed by CONTRACTOR qualify its employee for benefits under Federal Workers’
Compensation Statute (example, U.S. Longshore & Harbor Workers Act or Merchant Marine Act), proof
of appropriate Federal Act coverage must be provided.

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate
Levels and Actuators

Page 3
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Commercial General Liability insurance issued under an Occurrence form basis, including Contractual
liability, to cover the hold harmless agreement set forth herein, with limits of not less than:

Each occurrence $1,000,000
Personal/advertising injury $1,000,000
Products/completed operations aggregate ~ $2,000,000

General aggregate $2,000,000

Fire damage $100,000 any 1 fire
Medical expense $10,000 any 1 person

An Additional Insured endorsement must be attached to the certificate of insurance and must include
coverage for Completed Operations (should be ISO CG20101185 or CG20371001 & CG20100704)
under the General Liability policy. Products & Completed Operations coverage to be provided for a
minimum of 5 years from the date of possession by owner or completion of contract. Coverage is to be
written on an occurrence form basis and shall apply as primary. A per project aggregate limit
endorsement should be attached. Defense costs are to be in addition to the limit of liability. A waiver of
subrogation is to be provided in favor of the City. Coverage for the hazards of explosion, collapse and
underground property damage (XCU) must also be included when applicable to the work performed.
Coverage shall extend to independent contractors and fellow employees. Contractual Liability is to be
included. Coverage is to include a cross liability or severability of interests provision as provided under
the standard ISO form separation of insurers clause. There shall be no exclusion for Mold, Silica or
Respirable Dust or Bodily Injury or Property Damage arising out of heat, smoke, fumes or ash from a
hostile fire. ’

Except as to Workers' Compensation and Employers' Liability, said Certificate(s) and policies shall
clearly state that coverage required by the Contract has been endorsed to include the City of Port St.
Lucie, a political subdivision of the State of Florida, its officers, agents and employees as Additional
Insured with a CG 2026-Designated Person or Organization endorsement, or similar endorsement, added
to its Commercial General Liability policy and Business Auto policy. The name for the Additional
Insured endorsement issued by the insurer shall read "City of Port St. Lucie, political subdivision of the
State of Florida, its officers, employees and agents, and Contract #20110043 Engineering,
Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide Programmable
Logic Control (PLC) and Human Machine Interface (HMI) programming services, and required
instrumentation equipment necessary for a fully functioning remote monitoring system for storm
water gate levels and actuators.shall be listed as additionally insured”. The Certificate of Insurance and
policy shall unequivocally provide thirty- (30) day written notice to the City prior to any adverse
changes, cancellation, or non-renewal of coverage thereunder. Said liability insurance must be
acceptable by and approved by the City as to form and types of coverage. In the event that the statutory
liability of the City is amended during the term of this Contract to exceed the above limits, the
Contractor shall be required, upon thirty - (30) days written notice by the City, to provide coverage at
least equal to the amended statutory limit of liability of the City. Copies of the Additional Insured
endorsements including Completed Operations coverage should be attached to the Certificate of
Insurance. All independent contractors and subcontractors utilized in this project must furnish a
Certificate of Insurance to the City in accordance with the same requirements set forth herein.

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate
Levels and Actuators
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The CONTRACTOR shall agree to maintain Business Automobile Liability at a limit of liability not less
than $500,000 each accident covering any auto, owned, non-owned and hired automobiles. In the event,
the CONTRACTOR does not own any automobiles; the Business Auto Liability requirement shall be
amended allowing CONTRACTOR to agree to maintain only Hired & Non-Owned Auto Liability. This
amended requirement may be satisfied by way of endorsement to the Commercial General Liability, or
separate Business Auto Coverage form. Certificate holder must be listed as additional insured. A waiver
of subrogation must be provided. Coverage should apply on a primary basis.

The CONTRACTOR shall agree by entering into this Contract to a Waiver of Subrogation for each
required policy. When required by the insurer, or should a policy condition not permit an Insured to
enter into a pre-loss Contract to waive subrogation without an endorsement then CONTRACTOR shall
agree to notify the insurer and request the policy be endorsed with a Waiver of Transfer of Rights of
Recovery Against Others, or its equivalent. This Waiver of Subrogation requirement shall not apply to
any policy where a condition to the policy specifically prohibits such an endorsement, or voids coverage
should CONTRACTOR enter into such a Contract on a pre-loss basis.

It shall be the responsibility of the CONTRACTOR to ensure that all subcontractors comply with the
same insurance requirements referenced above.

All deductible amounts shall be paid for and be the résponsibility of the CONTRACTOR for any and all
claims under this Contract.

The CONTRACTOR may satisfy the minimum limits required above for either Commercial General
Liability, Business Auto Liability, and Employers’ Liability coverage under Umbrella or Excess
Liability. The Umbrella or Excess Liability shall have an Aggregate limit not less than the highest "Each
Occurrence" limit for either Commercial General Liability, Business Auto Liability, or Employers’
Liability. When required by the insurer, or when Umbrella or Excess L1ab111ty is written on Non-Follow
Form," the City shall be endorsed as an "Additional Insured."

All deductible amounts shall be paid for and be the responsibility of the CONTRACTOR and/or any
subcontractor for any and all claims under this Contract. v

SECTION VI
PROHIBITION AGAINST FILING OR MAINTAINING LIENS AND SUITS

Subject to the laws of the State of Florida and of the United States, neither Contractor nor any
Subcontractor, supplier of materials, laborer or other person shall file or maintain any lien for labor or
materials delivered in the performance of this Contract against the City. The right to maintain such lien
for any or all of the above parties is hereby expressly waived.

SECTION VII
WORK CHANGES

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate
Levels and Actuators
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The City reserves the right to order work changes in the nature of additions, deletions or
modifications without invalidating the Contract, and agrees to make corresponding adjustments in the
Contract price and time for completion. Any and all changes must be authorized by a written change
order signed by the City Manager or his designee as representing the City. Work shall be changed and
the Contract price and completion time shall be modified only as set out in the written change order.
Any adjustment in the Contract price resulting in a credit or a charge to the City shall be determined by
mutual agreement of the parties.

SECTION VIII
COMPLIANCE WITH LAWS

The Contractor shall give all notices required by and shall otherwise comply with all applicable
laws, ordinances and codes and shall, at his own expense, secure and pay the fees and charges for all
permits required for the performance of the Contract. All materials furnished and work done are to
comply with all local, state and federal laws and regulations. Contractor will comply with the
requirements of 28 C.F.R. § 35.151.

SECTION IX
CLEANING UP

Contractor shall, during the performance of this Contract, remove and properly dispose of
resultmg dirt and debris, and keep the work area reasonably clear. On completion of the work,
Contractor shall remove all Contractors’ equipment and all excess materials, and put the work areain a
neat, clean and sanitary condition.

SECTION X
NOTICE OF PERFORMANCE

When required materials have been delivered and required work performed Contractor shall
submit a request for inspection in writing to the Contract Supervisor.

SECTION XI
INSPECTION AND CORRECTION OF DEFECTS

In order to determine whether the required material has been delivered or the required work
performed in accordance with the terms and conditions of the Contract documents, the Contract
Supervisor shall make inspection as soon as practicable after receipt from the Contractor of a Notice of
Performance or delivery ticket. If such inspection shows that the required material has been delivered
and required work performed in accordance with terms and conditions of the Contract documents and
that the material and work is entirely satisfactory, the Contract Supervisor shall approve the invoice
when it is received. Thereafter the Contractor shall be entitled to payment, as described in Section IIL
If, on such inspection the Contract Supervisor is not satisfied, he shall as promptly as practicable inform
the parties hereto of the specific respects in which his findings are not favorable. Contractor shall then
be afforded an opportumty if desired by him, to correct the deficiencies so pointed out at no additional

Contract #201 10043 Engmeermg, Constructlon and Installatlon Remote Monltormg System for Stormwater Gate
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charge to the City, and otherwise on terms and conditions specified by the Contract Supervisor. Such
examination, inspection, or tests made by the Contract Supervisor, shall not reheve Contractor of its
responsibility to remedy any deviation, deficiency, or defect.

SECTION XII
ADDITIONAL REQUIREMENTS

In the event of any conflict between the terms and conditions, appearing on any purchase order
issued relative to this Contract, and those contained in this Contract and the Specifications herein
referenced, the terms of this Contract and Specifications herein referenced shall apply. If thereis a
conflict between the Contract and specifications, the Contract will control. '

" SECTION XIII
LICENSING

Contractor warrants that he possesses all licenses and certificates necessary to perform required
work and is not in violation of any laws. Contractor warrants that his license and certificates are current
and will be maintained throughout the duration of the Contract.

SECTION XIV
SAFETY PRECAUTIONS

Precaution shall be exercised at all times for the protection of persons, including employees, and
property. The safety provisions of all applicable laws and building and construction codes shall be
observed.

SECTION XV
ASSIGNMENT

Contractor shall not delegate, assign or subcontract any part of the work under this Contract or
assign any monies due him hereunder without first obtaining the written consent of the City.

SECTION XVI
TERM]NATION DELAYS AND LIQUIDATED DAMAGES

A. Termination of Contract. If the Contractor refuses or fails to deliver material as required
and/or prosecute the work with such diligence as will insure its completion within the time specified in.
this Contract, or as modified as provided in this Contract or as extended pursuant to section XXI of this
Contract, the City by written notice to the Contractor, may terminate Contractor’s rights to proceed.
Upon such termination, the City may take over the work and prosecute the same to completion, by
Contract or otherwise, and the Contractor and his sureties shall be liable to the City for any additional
cost incurred by it in its completion of the work. The City may also in event of termination obtain
undelivered materials, by Contract or otherwise, and the Contractor and his sureties shall be liable to the
City for any additional cost incurred for such material. Contractor and his sureties shall also be liable to
the City for 11qu1dated damages for any delay in the completlon of the work as prov1ded below. Ifthe

Contract #20110043 Englneerlng, Constructlon and Installatlon Remote Momtormg System for Stormwater Gate
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Contractor’s right to proceed is so terminated, the City may take poséession of and utilize in completing
the work such materials, tools, equipment and facilities as may be on the site of the work and necessary
therefore.

B. Liquidated Damages for Delays. If material is not provided or work is not completed
within the time stipulated in this Contract, including any extensions of time for excusable delays as
herein provided, (it being impossible to determine the actual damages occasioned by the delay) the
Contractor shall provide to the City one hundred dollars ($500.00) as fixed, agreed and liquidated
damages for each calendar day of delay until the work is completed. The Contractor and his sureties
shall be jointly and severally liable to the City for the amount thereof.

C. Excusable Delays. The right of the Contractor to proceed shall not be terminated nor shall
the Contractor be charged with liquidated damages for any delays in the completion of the work or
delivery of materials due to: (1) any acts of the Federal Government, including controls or restrictions or
requisitioning of materials, equipment, tools or labor by reason of war, national defense or any other
national emergency, (2) any adverse acts of the City, (3) causes not reasonably foreseeable by the parties
at the time of the execution of the Contract that are beyond the control and without the fault or
negligence of the Contractor, including but not restricted to, acts of God, acts of the public enemy, acts
of another Contractor in the performance of some other Contract with the City, fires, floods, epidemics,
quarantine, restrictions, strikes, freight embargoes and weather of unusual severity such as hurricanes,
tornadoes, cyclones and other extreme weather conditions, and (4) any delay of any Subcontractor
occasioned by any of the above mentioned causes. However, the Contractor must promptly notify the
City in writing within two (2) days of official notice of scheduled delivery or scheduled work of the
cause of delay. If, on the basis of the facts and the terms of this Contract, the delay is properly
excusable the City shall extend the time for completing the work for a period of time commensurate
with the period of excusable delay. |

D. The City may terminate this Contract with or without cause by giving the vendor/Contractor
thirty (30) days notice in writing. Upon delivery of said notice and upon expiration of the thirty (30) day
period, the vendor/Contractor shall discontinue all services in connection with the performance of this
Contract and shall proceed to cancel promptly all related existing third party Contracts. Termination of
the Contract by the City pursuant to this paragraph shall terminate all of the City’s obligations hereunder
and no charges, penalties or other costs shall be due Contractor except for work timely completed. All
design work performed will become the property of the City at term1nat1on of contract and submitted to
City in the format the City dictates.

SECTION XVII
LAW AND VENUE

This Contract is to be construed as though made in and to be performed in the State of Florida
and is to be governed by the laws of Florida in all respects without reference to the laws of any other

Contract #20110043 Engmeerlng, Constructlon and Installatlon Remote Momtorlng System for Stormwater Gate
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state or nation. The venue of any action taken to enforce this Contract shall be in St. Lucie County,
Florida.

SECTION XVIII
REIMBURSEMENT FOR INSPECTION

The Contractor agrees to reimburse the City for any expenditures incurred by the City in the
process of testing materials supplied by the Contractor against the specifications under which said
materials were procured, if said materials prove to be defective, improperly applied, and/or in other
manners not in compliance with specifications. Expenditures as defined herein shall include, but not be
limited to, the replacement value of materials destroyed in testing, the cost paid by the City to testing
laboratories and other entities utilized to provide tests, and the value of labor and materials expended by
the City in the process of conducting the testing. Reimbursement of charges as specified herein shall not
relieve the Contractor from other remedies provided in the Contract.

SECTION XIX
APPROPRIATION APPROVAL

The Contractor acknowledges that the City of Port Saint Lucie’s performance and obligation to
‘pay under this Contract is contingent upon an annual appropriation by the City Council. The Contractor
agrees that, in the event such appropriation is not forthcoming, the City may terminate this Contract and
that no charges, penalties or other costs shall be assessed.

SECTION XX
RENEWAL OPTION

“Not Applicable”

SECTION XXI
ENTIRE CONTRACT

The written terms and provisions of this Contract shall supersede all prior verbal statements of
any official or other representative of the City. Such statements shall not be effective or be construed as
entering into, or forming a part of, or altering in any manner whatsoever, this Contract or Contract
documents.

~

Levels and Actuators

Page 9k



WUELLEL

WL

Ll

IN WITNESS WHEREOF, the parties have executed this Contract at Port St. Lucie, Florida, the day and
year first above written. '

CITY OF PORT ST. LUCIE FLORIDA

By:
City Manager
ATTEST:
By:
City Clerk
By:
Authorized Representative of Curry Controls Company
State of:
County of:
Before me personally appeared: ' )
(please print)
Please check one:
Personally known
Produced Identification:
(type of identification)

Identification No.

and known to me to be the person described in and who executed the foregoing instrument, and

acknowledged to and before me that executed said instrument for the purposes therein
expressed. . (he/she)
WITNESS my hand and official seal, this _ dayof ’ , 2011.
Notary Signature
Notary Public-State of at Large.
My Commission Expires |

(seal)

Contract #20110043 Engineering, Construction and Installation - Remote Monitoring System for Stormwater Gate
Levels and Actuators ’
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BID ADDENDUM # 2
BID #20110043 ,
ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT (RTU)
PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC); HUMAN MACHINE
INTERFACE (HMI) PROGRAMMING SERVICES; AND REQUIRED INSTRUMENTATION EQUIPMENT
NECESSARY FOR A FULLY FUNCTIONING REMOTE MONITORING SYSTEM FOR STORM WATER
GATE LEVELS AND ACTUATORS.

ADDENDUM DATE: JULY 25,2011

Please make the following changes/modifications to the subject bid:

MODIFICATIONS TO THE CONTRACT DOCUMENTS

. Section 3 Specific Requirements, Scope of Work, page 10, end of paragraph, add the following

paragraphs:

“Contractor shall be responsible for field installation of the panels including construction of
additional uni-strut mounting hardware, construction of all final electrical power supply
connections and final connections between the fiber optic panel and the existing fiber optic

system.”

“All panels shall be shop tested by the panel contractor and witnessed by the City. All panel

local control functions shall be tested including simulated remote control of all panel gates.
Deficiencies noted during a witness test of a panel shall be corrected by the panel contractor
and panels shall be retested to the satisfaction of the City. Contractor constructing panels shall
assist the City and its designees on all phases of field installation and field testing of the
panels. Panels that are found to be damaged or inoperable in any way at the time of turn-over
to the City shall be returned to the contractor. Contractor shall repair or replace panels found
to be damaged, to the satisfaction of the City at no cost to the City.”

#20110043 — Addendum #1 Page 1
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~ Section 3 Specific Requirements, Scope of Work, page 12, add the following table:

City of Port St. Lucie Flow Control Structure Description

City of PSL | Quantity Gate Action Structure Has Structure Has a | Contractor to
Flow Control | Of Gates Weirs? Bleeder Weir? | Provide Flow
Structure Rate
Monitoring?
FULL OPEN/FULL
8-02 3 CLOSE YES, MULTIPLE YES YES
FULL OPEN/FULL
B-3B 2 CLOSE NO NO YES
FULL OPEN/FULL
A-24 3 CLOSE YES, MULTIPLE YES YES
FULL OPEN/FULL
A-22 6 CLOSE YES, MULTIPLE YES YES

‘2. Section 3, Specific Requirements, Scope of Work, page 17, add Figures 6, 7, 8 and 9, (See
separate PDF file.)

3.  Section 3, Specific Requirements, Scope of Work, page 17, “NOTES”, note “20.” After note 20,
add the following: “Utrasonic Level Transducer mounting hardware shall be heavy duty 304 stainless
steel brackets and fasteners, suitable for remote, rugged, outdoor environment. Ultrasonic level
sensor shall be mounted in the vicinity of the water surface in accordance with the manufacturer’s
recommendations and as approved by the City. Contractor shall construct each ultrasonic level
sensor with a stilling tube. Stilling tubes shall be constructed of Schedule 40 PVC pipe and shall be
rigidly supported by mounting brackets every 24-inches. All mounting brackets and hardware shall
be constructed of 316 stainless steel. Anchor bolts shall be not less than Y-inch in size and Y2-inch
embedment. Stilling tubes shall be not less than 10-inches in diameter and shall be constructed with
sufficient holes to allow for adequate equalization of water level in the tube with water level in the
channel. Contractor shall modify the stiling well construction as recommended by the City.”
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4. Bid Reply Sheet, add item “6. Proposed Products:”

Item Manufacturer Brand and Model
(See Note 1) No./Version
(See Note 1)

RTU Panels

PLC Hardware

Fiber Optic Transceiver

Fiber Optic Patch Panel

SC-ST Fiber Optic Patch Cables

Ultrasonic Level Transmitter
NOTE: Contractor shall provide
certification of calibration.

Handheld Programmer

HMI Soft ware

Notes
1. The City reserves the right to be the sole judge of “equal-to”. It is the responsibility of the

Contractor to provide any information, in a timely manner, as requested by the City to make
this decision. The City’s decision of “equal-to” shall be final.

5. Bid Reply Sheet, [tem 5 Bid Responses: Delete the Bid Response Table in its entirety and
insert the following:

#20110043 — Addendum #1 Page 3



BID RESPONSE:

SRS A SO

City of PSL Flow Control Quantity of Total Time to Time to Install Panel
Structure Gates Per Cost per Structure Construct (Days)
Structure Panel
(Days)
8-02 3
B-3B 2
A-24 3
A-22 6

Total cost for engineering and construction of RTU panels including,
shop drawings, schedule, UL listed panels, fiber optic switch, patch
panel, PLC hardware, battery, battery charger, all relays, terminal
blocks, ultrasonic level sensors and control panel, miscellaneous
hardware, assembly, testing, calibration, calibration reports,
mounting stands, field installation, conduit, wiring, grounding,
software, programming, as-built drawings, and all materials,
hardware and labor for a complete and operational flow control
structure RTU panel system, in accordance with the contract
documents for this project:

Total Project
Cost:

Unit cost for materials and labor for construction of flow control
structure panel systems, including control panel construction,
disconnects switch panels, electric power metering panels, PLCs,
switches, meters, controls, stainless steel mounting hardware,
conduit, wire, communication connections, electrical connections,
calibration and testing, and all miscellaneous work and hardware, all
in accordance with the contract documents, for a complete and
operational water surface monitoring and gate control panel system.

Unit Cost For
Panel
Construction
($/Gate)

Unit cost for materials and labor for construction of ultrasonic
transducer including transducer, field mounting, stainless steel
mounting hardware, conduit, wire, communication connections,
electrical connections, calibration and testing, and all miscellaneous
work and hardware, all in accordance with the contract documents,
for a complete and operational water surface level transducer
installation.

Unit Cost For
Transducer
Installation
($/LF)

Total Time to
Complete
Project

(Days)

#20110043 — Addendum #1
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6. “Sample Contract’

SECTION II

COMPENSATION

This section is amended to read as follows:

The total amount to be paid by the City to the Contractor for systems 8-02, B-3B, A-24 and A-22 is

$ as submitted in the Bid Reply, plus a one-time payment of $10.00 indemnification as
provided in Section V herein. Contractor shall invoice the City for the amount of the indemnification payment
and said invoice shall accompany the signed Contracts.

The costs for future systems will be based on a unit price basis in accordance with the prices in the Bid Reply
Sheet which is attached hereto and incorporated by reference as part of this Contract. Payments will be made
within thirty (30) days of receipt of Contractor’s invoice provided the Contract Supervisor approves the invoice
as provided in Section XI. On each anniversary date of the contract, the Contractor may request an economic
price adjustment with supporting documentation that the City may review. Review of costs increases will be
tied to the ENR (Engineering News-Record) Construction Cost Index. The ENR cost index web site is:

http://enr.construction.com/economics/.

NOTE: Contractor may exercise the option to renew by submitting a written request three (3) months prior
to the termination of the contract period.”

#20110043 — Addendum #1 . Page 5
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CONTRACTOR QUESTIONS

1.

QUESTION: The bonding company will only issue bonds on a known price and construction
period. The verbiage of the specification regarding the 5 year period for the work and the
unknown pricing of the work after the first four sites makes it difficult for them to calculate a
bond.

RESPONSE: Contractors will give a unit price and a total price of construction for this portion
of the flow control structure RTU control panel work, as well as a construction schedule.
Payment and Performance Bonds will not be required.

QUESTION: The meter/panel mounting structures appear to be too small for the RTU in the
specification.

RESPONSE: The Contractor is required add unistrut to the existing panel support structures to
adequately and rigidly support their control panels for all environmental conditions, to the
satisfaction of the City.

QUESTION: Do the panel mounting structures being done by others, have foundations which
will meet the local wind load specifications for the size of the RTU?

RESPONSE: The City will reconstruct existing panel support structure foundations, as needed,
to conform with City standards.

QUESTION: Some of the Fiber is installed some distance from the RTU rack. Will the fiber
contractor be moving the fiber or will this be the responsibility of the this contract?
RESPONSE: The City will move the fiber optic conduits cable to the correct location.

QUESTION: Can you confirm the total number of gates at each location to allow sizing of the
PLC I/O and panel size.
RESPONSE: See table included with this addendum.

QUESTION: Due to the amount of panel work on the door of the RTU would it not be better to
install a small HMI?
RESPONSE: The City is not interested in a small HMI at this time.

QUESTION: At site B3, will the city be providing a conduit under the road to the Sensor
location? If so what the length to the sensor location?

- RESPONSE: At this location, the City will provide transducer conduit. The distance is

approximately 200 feet, however, it is the responsibility of the Contractor to verify the final
dimensions prior to initiating any construction activities.

QUESTION: Will the city be issuing a key to the sites which have restricted access
RESPONSE: The City will coordinate issuing the Contractor a key through the Public Works
Department.

QUESTION: The bid form was to be revised to account for variances in the RTU requirements
from site to site
RESPONSE: The bid response form has been revised, see this addendum.

10.QUESTION: As this is a five year contract a mechanism for price escalation was to be

mnCluded.

#20110043 Addendum #1 Page 6
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RESPONSE: Please see item 6. COMPENSATION.

11.QUESTION: The City was to clarify if permits will be required.
RESPONSE: Permits are not required for this contract work. However, the Contractor’'s work
will be inspected by the City and the Contractor is required to amend his work as requested by
the City.

12.QUESTION: Possible postponement of the bid due date.
RESPONSE: See Addendum No. 1.

i

13.QUESTION: As the pre-bid was not mandatory, please indicate in writing the City’s desire to
have stilling wells installed for the level transducers.
RESPONSE: See this addendum.

14.QUESTION: How many units
RESPONSE: See table this addendum.

15.QUESTION: The 2 additional sites we are adding is Blackwell and Tiffany Pumping Station

RESPONSE: The Blackwell and Tiffany storm water pumping stations are not included in this
contract work.

16. QUESTION: What is the electrician’s scope compared to our scope on this?

RESPONSE: The City is constructing the power feed conduit and cable and the fiber optic
conduit and cable fo the vicinity of the control panels. The City has constructed panel support
rracks at each site, including electrical panels and the power feed meter can at each site. The
Contractor will be responsible for constructing his panel to the existing racks and making all
final power and fiber optic connections.

17.QUESTIONS: Are the fiber optics connected?

RESPONSE: it will be the responsibility of the Contractor to make the final connections
between the panels and the power feed and fiber optic termination points. It will be the
Contractor’s responsibility to terminate the cable ends to the switches inside the panels.

18.QUESTION: Are the switches already there?

RESPONSE: It is the responsibility of the Contractor to construct the switch in the PLC
Cabinet.

19.QUESTION: Do we need an electric permit ?

RESPONSE: An electrical permit is not required for this work.

20.QUESTION: How do you perceive Ultrasonic heads being mounted. Stilling well do you have‘
something in the field you already have the method of doing that?

#20110043 — Addendum #1 Page 7



RESPONSE: See this addendum.

21.QUESION: Do we have to provide the IO w/in the PLC and all wiring
RESPONSE: Yes. |

22.QUESTION: will it be up to us to run the conduit out to the transducer heads are going to be.
RESPONSE: yes

23.QUESTION: You said the number of actuators and gates vary from site to site can you post a
list on the addendum

RESPONSE: Yes. See table this addendum.

24.QUESTION: 10 for actuators let us know if it is dry close or 4-20 (mA)

RESPONSE: 4-20 mA open and close. We will get a map for each location by site and show
each gate.

25.QUESTION: Will the actuators be installed prior to the RTUs? If not, this will require additional
trips and possibly additional costs to the city.
RESPONSE: The actuators will all be put out for bid and installed at a later date and are not
part of this contract. The 2- 34" conduits will not be required as part of this project.

26.QUESTION: The number of gate actuators and conduit distances vary between the sites and
the bid form does not account for these variations. Please indicate where and how the pricing
is to be presented.
RESPONSE: See below.

27.NOTE: The bid response form has been modified in this addendum for bidders to give unit
prices per gate and total cost each structure. The bid reply has been adjusted to accommodate
the sites.

28. QUESTION: The drawing on page 14 is showing control & feedback conduits going to the
actuator(s). There isn’t a conduit shown that would be specific for actuator power. Is an
additional conduit & wire required?

RESPONSE: Actuators will be installed under a separate contract. The actuators and any
related conduit and wiring are not part of this project.

29.QUESTION: Are all required power panel circuit breakers to be provided by others?

RESPONSE: The required circuit breakers for the control panels will be provided by others.
However, level transmitters are to be powered and fused in control panels.

30.QUESTION: Specifically site B3C:

#20110043 — Addendum #1 Page 8
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o Please confirm the City is responsible for directional boring and conduit installation for
the downstream transducer.

o Please confirm the City is responsible to provide & install a bracket for the downstream
transducer.

RESPONSE: The City will provide boring, conduits, and transducer mounting structure for B-
03 and any other structures that may require it.

The Bid Opening Date and Time has been changed to July 28, 2011 @ 3:00 P.M.

Instructions to Bidder:
Each bidder must acknowledge receipt of any addenda on the Questionnaire in order to have his/her

bid or proposal/bid to be accepted.

#20110043 — Addendum #1 Page 9



BID ADDENDUM # 1
BID #20110043
ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT (RTU)
PANELS; PROVIDE PROGRAMMABLE LoGIC CONTROL (PLC); HUMAN MACHINE
INTERFACE (HMI) PROGRAMMING SERVICES; AND REQUIRED INSTRUMENTATION EQUIPMENT
NECESSARY FOR A FULLY FUNCTIONING REMOTE MONITORING SYSTEM FOR STORM WATER
GATE LEVELS AND ACTUATORS.

ADDENDUM DATE: JULY 19, 2011

Please make the following changes/modifications to the subject bid:

The Bid Opening Date and Time is hereby extended to July 28, 2011 @ 3:00
P.M.

Instructions to Bidder: .
Each bidder must acknowledge receipt of any addenda on the Questionaire in order to have his/her bid or
proposal/bid to be accepted.
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CITY OF PORT ST. LUCIE
SEALED BID #20110043-HQ

ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE
TELEMETRY UNIT (RTU) PANELS; PROVIDE PROGRAMMABLE LOGIC
CONTROL (PLC); HUMAN MACHINE INTERFACE (HMI) PROGRAMMING
SERVICES; AND REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY FOR
A FULLY FUNCTIONING REMOTE MONITORING SYSTEM FOR STORM WATER
GATE LEVELS AND ACTUATORS.

Prepared By: Helen Quintana, CPPB
Office of Management & Budget
121 SW Port St. Lucie Boulevard

Port St. Lucie, FL 34984-5099
772-871-5221
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INVITATION TO BID

Sealed Bid #20110043-HQ for Engineering, Construction, and Installation of Remote Telemetry Unit
(RTU) panels; Provide Programmable Logic Control (PLC) and Human Machine Interface (HMI)
Programming Services; and Required Instrumentation Equipment Necessary for a Fully Functioning
Remote Monitoring System for Storm Water Gate Levels and Actuators will be received by the Office
of Management and Budget of the City of Port St. Lucie no later than 3:00 p.m. on July 21, 2011.
Specifications are attached.

Bids must be mailed or delivered to the Office of Management & Budget, 3™ Floor, Suite 390, Building
“A” of the Municipal Complex located at 121 SW Port St. Lucie Boulevard, Port St. Lucie, FL
34984-5099.

A one-time only pre-bid conference for all bidders will be held at the City of Port St. Lucie in the Office
of Management and Budget starting at 11:00 a.m. on July 12, 2011. At this time the requirements,
specifications and other documents will be explained, and questions regarding the bid will be discussed.
Attendance is strongly encouraged as this will be the only forum to ask questions and seek
clarification. Site visits to the four locations will immediately follow the Pre-Bid Conference. No
additional questioning will be allowed at the sites.

All bids must be received by the date and time specified above, when they will be opened and publicly
read aloud. The bid time must be and shall be scrupulously observed. Under no circumstances shall
bids delivered after the time specified be accepted or considered. It is the sole responsibility of the
Bidder to ensure that his or her bid reaches the Office of Management and Budget on or before the
closing date and time. The City shall in no way be responsible for delays caused by any occurrence. No
exceptions will be made.

The City of Port St. Lucie reserves the right to reject any and all bids, to waive any and all informalities
or irregularities, and to accept or reject all or any part of any bid as it may deem to be in the best interest
of the citizens of the City.

Each Bidder must deposit with his bid, a bid bond, or bid guaranty, in the amount of five percent (5%)
of the bid total, made payable to the City of Port St. Lucie.

Helen Quintana, CPPB
Contracted Contract Specialist

CAUTION

Bidders should take caution if United States mail or mail delivery services are utilized for the
submission of bids. Internal mail distribution in City Hall frequently does not occur prior to 2:00 pm.
It is suggested that you mail your response in adequate time to assure that it will arrive on the day
prior to the closing date.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
Page 2 of 38
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SPECIFICATIONS
BID #20110043-HQ

ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT (RTU) PANELS;
PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC) AND HUMAN MACHINE INTERFACE (HMI)
PROGRAMMING SERVICES; AND PROVIDE REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY FOR
A FULLY FUNCTIONING REMOTE MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND
ACTUATORS '

" OVERVIEW

The City of Port St. Lucie desires to obtain quotations from qualified individuals, firms, and
legal entities relative to providing engineering, construction, and installation of Remote Telemetry Unit
(RTU) panels; Programmable Logic Control (PLC) and Human Machine Interface (HMI) programming
services; and required instrumentation equipment necessary for a fully functioning remote monitoring
and control operation of storm water system gate levels and actuators.

NOTE: The City may not accept proposals from firms, that have had adversarial relationships
with the City or firms that have represented entities that have had adversarial relationships with
the City. This includes the firm, employees and financial or legal interests.

INTENT

It is the intent of the City to systematically add 17 storm water system sites on the Utility’s
SCADA system over the period of the next 5 (five) years, starting with four (4) sites in 2011: A-24, A-
22, 8-02 & B-3C. Each site will be equipped to remotely monitor/control operation of storm water
system gate levels and actuators. One contractor will be chosen to enter into a fixed price lump sum
contract.

1. GENERAL REQUIREMENTS

1.1 Invitation to Bid - All requirements contained in the Invitation to Bid are hereby
incorporated in this specification.

1.2 Cost of Preparation of Bid - The City will not be responsible for any cost incurred by any
Bidder in the preparation of his/her bid.

1.3 Examination of Drawings and Contract Documents - Bidders shall thoroughly examine
these specifications and all other drawings, documents or other materials referred to herein and
conduct such investigations and visits as may be necessary to thoroughly inform themselves
regarding existing plant, facility; personnel and other conditions relative to compliance with this
specification. No plea of ignorance by the Bidder of conditions that exist or may hereafter exist,
as a result of failure or omission on the part of the Bidder to make said investigations and visits,
and/or failure to fulfill in every detail the requirements of this specification and documents
promulgated therein, will be accepted as a basis for varying the requirements of the City or the
compensation of the Bidder(s).

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control

Operation of Storm Water Gate Levels and Actuators.
Page 3 of 38
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1.4 Bid Price - Bidders must agree to furnish all item(s) that are awarded to them as a result of
their response to this specification at the price(s) indicated on their respective Bid Reply Sheet.
Bidders shall guarantee that said price(s) shall be firm, not subject to escalation, for the 90 days
after bid opening period. Submittal of a bid shall be prima facie evidence of the Bidder's intent to
comply with this requirement. Any bid submitted with escalation clauses shall be rejected.

1.5 Qualifications - Bidders shall have the necessary organization, experience, capital, and
equipment to carry out the provisions of the Contract to the satisfaction of the City. Bidders will
submit all required licenses and certifications required to perform this project with the bid reply.-
References from five (5) existing firms to which it has provided these types of services in the
past or with which it is under Contract for such services presently and the names of company
representatives who may be contacted for references shall be furnished on the Reference Check
Form and returned with the Bid Reply Sheet. References are subject to verification by the City
and will be utilized as part of the award process.

Performance history, financial statements, list of projects recently completed and in process,
major equipment available for this project and experience of the principal members of the
Bidder's organization must be furnished within seven (7) days, if requested.

1.6 Award of Contract — The City shall take measures as deemed necessary to determine the
ability of the Bidder to perform the obligations of the Contract. The City may reject any bid
where an investigation of the available information indicates a Bidder is not the most qualified to
perform the obligation of the Contract. The City may require a Bidder to furnish add1t1ona1
statements of qualifications. Some or all of the following criteria may be used to select the bid(s)
that will provide the best value to the City:

Have sufficient financial resources to complete the order.

Can meet quoted delivery considering all other business commitments.

Has a satisfactory record of performance.

Has adequate staffing to fulfill requirements.

Has the necessary production, technical equipment and facilities (or ability to readily

obtain them).

Has necessary organization experience, operational controls, and technical skills (or

ability to readily obtain them).

¢ Bidder is a manufacturer, supplier, authorized distributor or vendor for the
requirement.

¢ The Bidder is qualified and eligible to receive an award under applicable laws and
regulations.

¢ Has bid within a competltwe price range in relation to the needed goods, services or
construction.

¢ The skill and experience demonstrated by the bidder in performmg contracts of a

similar nature.

The Bidder’s past performance with City.

Has met all requirements of the solicitation (delivery, quality and price).

¢ Has met bounds of commonality. Absolute conformity is not required, just
substantial or material compliance. ‘

¢ Has met bid security requirements. Lack of security, where required, is a material

nonconformity.

® O & & o

*

* &
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¢ Price: The element of price is but one of the criteria elements. When considering a
proposal:
Evaluate the pricing offered by the Bidder; consider lifecycle costing, and
depreciation.

¢ Determine what proposal provides the best value to the City.

¢ City Ordinance 35.12 Local Preference will apply

The award date is the date that City Council executed the motion to award the bid(s) regardless of
the date Bidder received the notification of award. Notification of the award may be given by e-
mail, facsimile, U.S. mail system, courier, or on the web site.

1.7 Variances to Specifications - Bidders must indicate any variances to the Specifications.
Additionally, if bids are based on alternate products, Bidder must indicate the manufacturer's
name and number of the alternate item(s) being offered and attach appropriate specifications. If
variations and/or alternates are not stated in Bidder's reply, it shall be construed that the bid fully
conforms to the specifications.

1.8 OSHA Compliance - Bidders must agree that the products furnished and application
methods will comply with applicable provisions of the Williams-Steiger Occupational Safety and
Health Act of 1970. These requirements shall include all primary and refresher training
mandated under the OSHA guidelines.

1.9 Submittal of Bid - Unless otherwise provided herein, all bids shall be submitted by
completing and returning the Bid Reply Sheet and any other documentation that is required by
this bid. The Bid Reply Sheet should be typed or printed and signed in black ink. The individual
signing the bid must initial all changes.

NOTE: Bidders shall submit one (1) unbound original and two (2) copies of the required bid
documents. The documents must be returned in an envelope marked with the vendor's name, bid
number, title of bid, and date and time of opening on the outside of the envelope. Responses by
telephone, telegram or facsimile shall not be accepted.

1.9.1 Right to Reject -The City reserves the right to waive irregularities, reject and/or
accept any and all bids, in whole or in part, to solicit and re-advertise for new bids,
abandon the project in its entirety, or take other such action as serves the best interests of
the City.

1.9.2 Timeliness of Submittal - All bids must be received by the date and time specified -
above, when they will be opened and publicly read aloud. The bid time must be and shall
be scrupulously observed. Under no circumstances shall bids delivered after the time-
specified be considered. It is the sole responsibility of the Bidder to ensure that his or her
bid reaches the Office of Management and Budget (located on the 3 Floor, Suite 390, of
Building “A”) on or before the closing date and time. The City shall in no way be
responsible for delays caused by any occurrence.

20110043 - Engineerihg, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Moniter/Control
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1.9.3 Bid Opening Extension — The City reserves the right to extend the bid opening
date when no responses or only one (1) response is received. The City will return the
received response unopened.

1.9.4 Checklist - Bidders are requested to return the attached Checklist that is contained
in the bid package with the Bid Reply Sheet.

1.10 Shipping Terms - Bidders shall quote F.O.B. Destination.

1.11 Payment Terms - Invoices shall be submitted once a month, by the10th of the month and
payments shall be made within thirty - (30) days from receipt of an acceptable invoice, unless
Contractor has chosen to use the Purchasing Card. Cash discounts for using the Purchasing Card
will be considered when evaluating bids. '

PLEASE NOTE

The City has implemented a Purchasing Card Program. The Bidder can take advantage
of this program and in consideration receive payment within several days instead of the
City’s policy of Net 30 Days After Receipt of Invoice (ARI). Any percentage off the bid
price for the acceptance of Visa will be considered in the bid award. Ifno such pelcentage
is given, the City shall assume 0% discount applies.

Bidders are requested to state on the Bid Reply Sheet if they will honor the VISA Purchasing
Card. In the event of failure on the part of the Bidder to make this statement the City shall
assume the purchase or Contract price shall be governed by the Net 30 ARI.

1.12 Execution of Contract or Purchase Order - The Bidder will be required to execute a
Standard City Contract within ten (10) days after notification by the City that Contract is
available and thereafter comply with the terms and conditions contained therein. No Contract
shall be considered binding upon the City until all parties have properly executed it and a
purchase order or Visa order form has been issued.

NOTE: The Bidder will be required to accept the terms and conditions of the City’s
Contract as provided in this proposal. Read the insurance requirements carefully. If
Bidder cannot accept these terms and conditions do not submit a bid.

1.13 Failure to Execute Contract — Failure on the part of the Bidder to execute the Contract as
required may be justification for the annulment of the award.

1.14 Subcontracting or Assigning of the Contract — The Bidder shall not subcontract, sell,
transfer, assign or otherwise dispose of the Contract or any portion thereof, or of the work
provided for therein, or of his right, title or interest therein, to any person, firm or corporation
without the written consent of the City. Each Bidder shall list all subcontractors and the work
provided by the suppliers in the area provided on the Bid Reply Sheet.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
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1.15 Time of Award - The City reserves the right to hold bid guarantees for a period not to
exceed 90 days after the date of the bid opening stated in the Invitation to Bid before making
award.

1.16 Public Entity Statement - Section 287.133 of the Florida Statutes places the following
restrictions on the ability of persons convicted of public entity crimes to transact business with
the City:

“A person or affiliate who has been placed on the convicted vendor list following a
conviction for a public entity may not submit a bid, proposal, or reply on a contract to
provide any goods or services to a public entity; may not submit a bid, proposal, or reply
on a contract with a public entity for the construction or repair of a public building or
public work; may not submit bids, proposals, or replies on leases of real property to a
public entity; may not be awarded or perform work as a contractor, supplier,
subcontractor, or consultant under a contract with any public entity; and may not transact
business with any public entity in excess of the threshold amount provided in s. 287.017
for CATEGORY TWO for a period of 36 months following the date of being placed on
the convicted vendor list.”

- § 287.133(2)(a), Fla. Stat. (2010)

1.16.1 Discrimination — An entity or affiliate who has been placed on the discriminatory
vendor list may not submit a bid on a contract to provide goods or services to a public
entity, may not submit a bid on a contract with a public entity for the construction or
repair of a public building or public work, may not submit bids on leases of real property
to a public entity, may not award or perform work as a contractor, supplier, subcontractor,
or consultant under contract with any public entity, and may not transact business with
any public entity.

1.17 Miscellaneous Testing — The Bidder(s) must agree to reimburse the City for any
expenditure incurred by the City in the process of testing products supplied by the Bidder if said
products prove to be defective and/or in other manners not in compliance with the specifications.
Expenditures as defined therein shall include, but not limited to, the replacement value of
products destroyed in testing, the cost paid by the City to testing laboratories and other entities
utilized to provide tests, and the value of labor and materials expended by the City in the process
of conducting the testing. Reimbursement of charges as specified herein shall not relieve the
Bidder from other remedies.

1.18 City’s Public Relations Image — The Bidder’s personnel shall at all times handle
complaints and any public contact with due regard to the City's relationship with the public. Any
personnel in the employ of the Bidder involved in the execution of work that is deemed to be
conducting him/her self in an unacceptable manner shall be removed from the project at the
request of the City Manager, or his/her designee.

1.19 Patent Fees, Royalties, and Licenses — If the Bidder requires or desires to use any design,
trademark, device, material or process covered by letters of patent or copyright, the Bidder and
his surety shall indemnify and hold harmless the City from any and all claims for infringement in

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitpr/Control
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connection with the work agreed to be performed. The Bidder shall indemnify the City from any
cost, expense, royalty or damage which the City may be obligated to pay by reason of any
infringement at any time during the prosecution of or after completion of the work.

1.20 Tie Bid Statement - Identical tie bids, in accordance with Section 287.087, Florida Statutes,
preference shall be given to businesses with drug-free workplace programs. Whenever two or
more bids that are equal with respect to price, quality, and service are received by the City for the
procurement of commodities or contractual services, a bid received from a business that certifies
that it has implemented a drug-free workplace program shall be given preference in the award
process. Please submit the form that is enclosed with your bid response.

1.21 Cooperative Purchasing Agreement - This bid may be expanded to include other
governmental agencies provided a cooperative Purchasing Agreement exists or an Inter-local
Agreement for joint purchasing exists between the City of Port St. Lucie and other public
agencies. Bidders may agree to allow other public agencies to contract with them for the same
items at the same terms and conditions as this bid, during the period of time that this bid is in
effect. Each political entity will be responsible for execution of its own requirements with the
Bidder.

1.22 Personal Protective Equipment (PPE) - All personnel are required to wear PPE in the
process of the work including eye protection, hearing protection, respiratory protection as
necessary, gloves, approved safety boots with steel or composite toes and any other PPE as
necessary for the work.

1.23 Permits — The Bidder shall be responsible for obtaining all permits, licenses, certifications,
etc., required by federal, state, county, and municipal laws, regulations codes, and ordinances for
the performance of the work required in these specifications and to conform to the requirements of
said legislation.

1.23.1 The selected Bidder shall be required to complete a W-9 Taxpayer Identification
Form provided with the City’s contract and return it with the contract and insurance
documents.

1.24 Familiarity with Laws — The Bidder is assumed to be familiar with all federal, state and
local laws, ordinances, rules and regulations that may affect the work. Ignorance on the part of
the Bidder will in no way relieve him from responsibility. B1dder will submit all proposals in
compliance with the 28 C.E.R. § 35.151.

1.25 Damage to Property — The Bidder shall preserve from damage all property along the line of
work, or which is in the vicinity of or is in any way affected by the work, the removal, or
destruction of which is not called for by the plans. This applies to public and private property,
public and private utilities, trees, shrubs, crops, signs, monuments, fences, guardrail, pipe and
underground structures, public highways, etc. Whenever such property is damaged due to the
activities of the Bidder, it shall be immediately restored to a condition equal to or better than
existing before such damage or injury was done by the Bidder, and at the Bidders expense. The
Bidder’s special attention is directed to protection of any geodetic monument, horizontal, vertical
or property corner, located within the limits of construction.

20110043 - Engineering, Construction and Instalation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
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National Geodetic Vertical Datum 1929 (NGVD ’29) or North American Vertical Datum 1988
(NAVD ’88) monuments shall be protected. If in danger of damage, notify:

Geodetic Information Center
6001 Executive Boulevard
Rockville, MD 20852
Attn: Mark Maintenance Center
(301) 443-8319

City of Port St. Lucie vertical or horizontal datum shall also be protected. In case of damage or if
relocation is needed, notify:

City of Port St. Lucie
Engineering Department
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL 34984-5099
(772) 871-5175

2. SPECIAL REQUIREMENTS
2.1 Implied Warranty of Merchantability - It is understood that the implied warranty of

merchantability and fitness for the specified purpose are not disclaimed not withstanding any
representation to the contrary.

2.2 Warranty and Guarantee - All products furnished by the Bidder(s) shall be supplied with
all warranties and guarantees of the manufacturer. All products must be warranted by the
Bidder(s) to be free of defects in workmanship and material for a period of not less than 1 (one)
year; said period to commence upon the date products are installed, or accepted by the City,
whichever last occurs.

2.2.1 Repair or Replacement - Should any defect appear during this period, the
Bidder(s) shall, at their expense, have repaired or replaced such item upon receipt of
written notice from the City of said defect. Said repair or replacement must be
accomplished within 10 calendar days after receipt of notification from the City of the
defect.

2.3 Safety Precautions - The Bidder shall erect and maintain all necessary safeguards for the
protection of the Bidder's employees and subcontractors, City personnel, and the general public;
including, but not limited to, posting danger signs, and other warnings against hazards as is
prudent and/or required by law to protect the public interest. All damage, injury or loss to
persons and/or property caused, directly or indirectly, in whole or in part, by the Bidder's
employees, or subcontractor(s), or anyone directly or indirectly employed by said parties shall
be remedied by the Bidder.

2.4 Discrepancies - If, in the course of performing work resulting from an award under this
specification, the Bidder finds any discrepancy between the area defined in these specifications
and the actual area where work is being performed, the Bidder shall discontinue work on the

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
Page 9 of 38



wdiode e

ks badadod

subject area and inform the Contract Supervisor of the discrepancy. The Bidder shall thereafter
proceed as authorized by the Contract Supervisor who will document any modification to these
specifications that he authorized in writing as soon as possible.

2.5 Suspension of Work - The City may at any time suspend work on the entire job or any part
thereof by giving three (3) calendar days written notice, signed by the Contract Supervisor, to the
Bidder. The Bidder shall resume the work within three (3) calendar days after a written notice to
resume work, signed by the Contract Supervisor, and is issued to the Bidder. '

2.6 Emergencies - In the event of emergencies affecting the safety of persons, the work, or
property, at the site or adjacent thereto, the Bidder, or his designee, without special instruction or
authorization from the City, is obligated to act, at his discretion, to prevent threatened damage,
injury or loss. In the event such actions are taken, the Bidder shall promptly give to the Contract
Supervisor written notice of any significant changes in work or deviations from the Contract
documents caused thereby, and if such action is deemed appropriate by the Contract Supervisor a
written authorization signed by the Contract Supervisor covering the approved changes and
deviations will be issued. Appropriate compensation adjustments will be approved, provided the
cause of the emergency was beyond the control of the Bidder.

2.7 Deductions - In the event the City deems it expedient to perform work which has not been
done by the Bidder as required by these Specifications, or to correct work which has been
improperly and/or inadequately performed by the Bidder as required in these Specifications, all
expenses thus incurred by the City, at the City's option, will be invoiced to the Bidder and/or
deducted from payments due to the Bidder. Deductions thus made will not excuse the Bidder
from other penalties and conditions contained in the Contract.

3. SPECIFIC REQUIREMENTS

3.1 Pre-Bid Conference - A pre-bid conference for all prospective bidders will be held at the
Office of Management and Budget, 121S.W. Port St. Lucie Boulevard, Bldg. “A”, Suite 390, the
Port St. Lucie, FL. 34984, at 11:00 a.m. on July 12, 2011. At this time, the specifications and
other bidding documents will be explained, and questions regarding the project will be
discussed. All prospective bidders and interested parties are strongly urged to attend as this will
be the only forum to ask questions and seek clarification.

Site visits to each the four locations will immediately follow the Pre-Bid Conference. No
questions will be allowed at the sites.

3.2 Description - Listed below are the minimum requirements etc:

SCOPE OF WORK

To provide engineering and construction of RTU panels to provide fully functioning remote monitoring -
and control operation of storm water system gate levels and actuators. To provide PLC and HMI
programming services necessary to accomplish this scope. To provide instrumentation required to
monitor water levels. '

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
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RTU/Instrumentation Panels:
Contractor shall provide and construct the following:
1. Panels to be built by UL certified panel shop. Panels shall be constructed of stainless steel and
be NEMA 4X rated.
2. RTU panel will include fiber optic switch and patch panel, PLC hardware, battery, battery
charger, and all relays and terminal blocks required to accomplish required scope.
3. Instrumentation enclosure will house Ultrasonic Level Transmitter for water level monitoring.
4. All panels shall be UL rated and shall be in accordance with the City of Port St. Lucie Utility
Systems Department Standards and the National Electrical Code, latest edition

Engineering:
Contractor shall provide the following:

1. Prior to the commencement of any work, provide fully dimensioned engineered drawings for
RTU and Instrumentation panels. Drawings shall show all equipment and electrical connections.
Contractor shall amend drawings and resubmit them for review as directed by the City.

2. Provide a construction and programming schedule. Contractor shall update, amend and provide
details as directed by the City.

3. Program PLC as applicable for Storm Water Control System.

4. Provide HMI programming; create graphic screens, database and driver configuration, at
Prineville RO Plant as applicable utilizing existing iFix version 4.5, and copied to required
nodes.

5. A copy of all drawings, submittals, and programs turned over to City.

Hardware:
1. All PLC hardware shall be *Modicon Momentum
2. Fiber Optic transceiver shall be Cisco IE 3000 Switch (IE-3000-4TC)
3. Fiber Optic Patch Panel with ceramic ST inserts (single mode)
4. SC-ST Fiber optic patch cables

Instrumentation:
Contractor shall provide the following:
1. One *Siemens HydroRanger 200 Dual Channel Ultrasonic Level Transmitter per site, mounted
in separate enclosure.
2. Two Ultrasonic Transducers per transmitter with 30 meter cable.
3. One handheld programmer
4. Calibration and programming of units as requlred

Programming:
Contractor shall provide the following:
1. Programming shall be provided for *Modicon Momentum PLC using Proworx 32 programming
software. ’
2. Program shall include remote operating capability for up to 6 electric actuators per RTU panel.
3. Actuators will operate with analog output command (4-20 mA) and PLC will receive the
following inputs per actuator:
a) 1 analog input for valve position.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators. :
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b) 6 digital inputs (Open, Fully closed, actuator Fault, Manual, Auto, Off) - (See
. Figure 1).
c) 2 analog inputs will also be utilized by PLC for upstream and downstream level
monitoring from HydroRanger 200.

*Brand Names - The use of any manufacturer's name, trade name, brand name, or catalog
number in this specification is for the sole purpose of describing and establishing the
minimum requirements for levels of quality, standards of performance and design
required, and is in no way intended to prohibit the bidding of any other manufacturer's
items of equal quality. The Director of Utilities or his/her designee shall be the sole judge of
the equality of alternate products proposed and his/her decision shall be final. '

The following Figures 1-5 are Schematic Drawings and Notes pertaining to the panel layout.

)

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
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CONTRACTOR SHALL ADD, REVISE, AND RESUBMIT SHOP DRAWINGS AS

)
%’ C FROM ACCTUATOR (TYP.)

FIGURE 3

— %" C TO ACCTUATOR CONTROL
/

36" DEPTH W/8" CONCRETE
1 |_— ENCASEMENT ALL AROUND (TYP.)
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ALL PANELS AND CONDUIT MATERIALS .

AND  CONSTRUCTION TO BE IN
ACCORDANCE WITH  PSL  UTILITY
SYSTEMS DEPARTMENT STANDARDS, AND
NEC LATEST EDITION.

ALL PANEL MOUNTING HARDWARE TO
BE SST.

ALL UNDERGROUND CONDUIT MIN. 18"
DEPTH

MAIN CONTROL PANEL AND SUB PANEL
TO BE NEMA 4X WITHLOCKABLE HASPS
MAIN CABINET AND SUPORTS TO BE
LOCATED A MIN. OF 36" FROM FENCE
AND OTHER STRUCTURES.

GROUNDING SHALL BE 20° X %" DIA,
COPPERCLAD GROUND ROD W/APPR.
PRESSURE TYPE BRONZE CONNECTOR

M~ AD
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FIGURE 5

NOTES

19.ALL PANELS AND CONDUIT, MATERIALS AND CONSTRUCTION TO BE IN
ACCORDANCE WITH PSL UTILITY SYSTEMS DEPARTMENT STANDARDS, AND
NATIONAL ELECTRIC CODE LATEST EDITION.

20.ALL PANEL MOUNTING HARDWARE SHALL BE SST.
21.ALL UNDERGROUND CONDUIT SHALL BE INSTALLED MIN. 18" DEPTH

22.MAIN CONTROL PANEL AND SUB PANEL SHALL BE STAINLESS STEEL NEMA 4X
WITHLOCKABLE HASPS.

23.MAIN CABINET AND SUPORTS SHALL BE LOCATED A MIN. OF 36" FROM FENCE
AND OTHER STRUCTURES.

24.GROUNDING SHALL BE 20’ X %’ DIA. COPPERCLAD GROUND ROD W/APPR.
PRESSURE TYPE BRONZE CONNECTOR CAP.

25.ALL CONDUIT BETWEEN ADJACENT PANELS SHALL BE SCHD 80 UV RESIST.
PVC.

26.PLEASE REFER TO BID DOCUMENTS WRITTEN SPECIFICATIONS FOR
ADDITIONAL INFORMATION.

27.CONTRACTOR SHALL SUBMIT ALL SHOP DRAW’I‘NGS AND A PROJECT
SCHEDULE DURING THE PRECONSTRUCITON CONFERENCE, PRIOR TO
COMMENCEMENT OF CONSTRUCTION.

28.SHOP DRAWINGS SHALL INCLUDE FULLY DIMENSIONED DRAWINGS OF THE
PANEL, ALL MATERIALS, AND LISTINGS OF ALL PARTS AND MANUFACTURERS.
CONTRACTOR SHALL ADD, REVISE, AND RESUBMIT SCHEDULE AND SHOP
DRAWINGS AS REQUESTED BY THE CITY. :

29 ALL PANELS SHALL BE UL LISTED AND SHALL CONFORM WITH CITY UTILITY
STANDARDS AND NATIONAL ELECTRIC CODE LATEST EDITION.

30.ACTUATOR AND FLOW CONTROL GATES TO BE INSTALLED BY OTHERS.

31.THE CITY RESERVES THE RIGHT TO MAKE THE FINAL DETERMINATION OF
“EQUAL-TO” FOR ALL EQUIPMENT FOR THIS PROJECT.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
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4. BID, PERFORMANCE AND PAYMENT BOND REQUIREMENTS

4.1 Proposal Guaranty - A Bid Bond, certified check, cashiers check, bank money order, bank
draft on any national or state bank, or cash, in a sum of not less than 5% of the amount of the
bid, made payable to the “City of Port St. Lucie”, shall accompany each proposal as a guarantee
that the Bidder will execute the required Contract and promptly deliver the required Insurance
Certificates, and other documentation required by these Specifications. Bid Bonds must be
executed by a fully authorized Surety licensed by the State of Florida. The failure on the part of
the Bidder to comply with this requirement will be cause for the rejection of the bid. The
Payment and Performance Bonds will be subject to the provisions and limitations of Section
255.05 of the Florida Statutes.

4.2 Return of Proposal Guaranty - After the bids have been reviewed, the Purchasing Agent
may, at his/her discretion, return the guaranty deposit accompanying such proposals as in his/her
judgment would not likely be considered in making the award. All other proposal guaranties
will be held until the Contract has been executed, after which the proposal guaranty will be
returned to the respective Bidder’s whose proposals they accompanied.

4.3 Execution of Centract - After the recipient of an award has been determined and necessary
approvals obtained, the City will prepare a formal Contract to be executed by the parties. The
Contract will be in substance the same as the Contract given to the Bidder with these
Specifications. The Bidder shall execute the Contract, deliver the required Insurance
Certificates and policies, and other documentation, and furnish an acceptable Performance and
Payment Bond complying with the statutory requirements set forth in Section 255.05, Florida
Statutes, in the amount of 100% of the Contract price. The City will execute the Contract. It is
agreed and understood that the City will not be bound by the Contract unless and until it has
been duly authorized by the City Council and has been executed by the City Manager and a
purchase order or Visa order form has been issued. A fully authorized Surety, licensed by the
State of Florida shall execute the Performance and Payment Bond. The Performance and
Payment Bond shall remain in effect until one (1) year after work required has been completed
and accepted by the City.

4.4 Failure to Execute - The failure on the part of the Bidder to execute the Contract and/or
punctually deliver the required Insurance Certificates and other documentation may be cause for
the annulment of the award. In the event of the annulment of the award, the amount of guaranty
deposited with the proposal will be retained or be paid upon demand to the City, not as a
forfeiture, but rather as liquidated damages for the breach of the Contract, it being agreed to by
each Bidder in advance that the City will sustain certain damages by reason of the failure of the
Bidder to sign the Contract and/or deliver the required Insurance Certificates and other
documentation and that such damages equal the amount of the bid security, or exceed the same,
and in no event shall the Bidder thereafter be permitted to contest to the contrary and does waive
such right upon submitting a bid. ’

5. INSURANCE REQUIREMENTS

The parties agree and recognize that it is not the intent of the City of Port St. Lucie that any
insurance policy/coverage that it may obtain pursuant to any provision of this Contract will
provide insurance coverage to any entity, corporation, business, person, or organization, other
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than the City of Port St. Lucie and the City shall not be obligated to provide any insurance
coverage other than for the City of Port St. Lucie or extend its immunity pursuant to Florida
Statutes, Section 768.28 under its self insured program. Any provision contained herein to the
contrary shall be considered void and unenforceable by any party. This provision does not apply
to any obligation imposed on any other party to obtain insurance coverage for this project, any
obligation to name the City of Port St. Lucie as an additional insured under any other insurance
policy, or otherwise protect the interests of the City of Port St. Lucie as specified in this Contract.

Bidders are required to submit a copy of their current insurance certificates with the Bid Reply
Sheet. The Bidder including any and all independent contractors and subcontractors utilized must
comply with the insurance requirements as outlined below. It shall be the responsibility of the
Bidder to insure that all independent contractors and subcontractors comply with these
requirements. All insurance policies shall be issued from a company or companies duly licensed
by the State of Florida. All policies shall be on an occurrence-made basis; the City shall not
accept claims-made policies. Specific endorsements as well as increased limits of liability may
be requested depending upon the type and scope of work to be performed. All insurance must be
acceptable by and approved by the City as to form and types of coverage. Coverages outlined
below shall apply on a primary and non-contributory basis.

5.1 Indemnification — The Bidder shall indemnify and hold harmless the City, and its Officers
and their employees, from liabilities, damages, losses, and costs, including but not limited to,
reasonable attorney’s fees, to the extent caused by the negligence, recklessness, or intentionally
wrongful conduct of the Bidder and all persons employed or utilized by the Bidder in the
performance of the construction contract. As consideration for this indemnity provision, the
Bidder shall be paid the sum of $10.00 (ten dollars), which will be added to the Contract price
and paid prior to commencement of work.

5.2 Workers Compensation - The Bidder shall agree to maintain Workers' Compensation
Insurance & Employers' Liability in accordance with Section 440, Florida Statutes. Employers’
Liability must include limits of at least $100,000 each accident, $100,000 each disease/employee,
$500,000 each disease/maximum. A Waiver of Subrogation endorsement must be provided.
Coverage should apply on a primary basis. Should scope of work performed by contractor qualify
its employee for benefits under Federal Workers’ Compensation Statute (example, U.S.
Longshore & Harbor Workers Act or Merchant Marine Act), proof of appropriate Federal Act
coverage must be provided.

5.3 Business Auto Policy - The Bidder shall agree to maintain Business Automobile Liability at
a limit of liability not less than $500,000 each occurrence for any auto, owned, non-owned and
hired automobiles. In the event, the Bidder does not own any automobiles; the Business Auto
Liability requirement shall be amended allowing Bidder to agree to maintain only Hired & Non-
Owned Auto Liability. This amended requirement may be satisfied by way of endorsement to
the Commercial General Liability, or separate Business Auto Coverage form. Certificate holder
must list the City as additional insured. A waiver of subrogation must be provided. Coverage
should apply on a primary basis.

5.4_ Commercial General Liability - Commercial General Liability insurance issued under an
Occurrence form basis, including Contractual liability, to cover the hold harmless agreement set
forth herein, with limits of not less than:

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.

“Page 19 of 38



B WY F FYT VI P O TR VR

e

Each occurrence $1,000,000

Personal/advertising injury $1,000,000
Products/completed operations aggregate $2,000,000

General aggregate $2,000,000

Fire damage v $100,000 any 1 fire
Medical expense $10,000 any 1 person

An Additional Insured endorsement must be attached to the certificate of insurance and must
include coverage for Completed Operations (should be ISO CG20101185 or CG20371001 & -
CG20100704) under the General Liability policy. Products & Completed Operations coverage to
be provided for a minimum of 10 years from the date of possession by owner or completion of
contract. Coverage is to be written on an occurrence form basis and shall apply as primary. A per
project aggregate limit endorsement should be attached. Defense costs are to be in addition to the
limit of liability. A waiver of subrogation is to be provided in favor of the City. Coverage for the
hazards of explosion, collapse and underground property damage (XCU) must also be included
when applicable to the work performed. Coverage shall extend to independent contractors and
fellow employees. Contractual Liability is to be included. Coverage is to include a cross liability
or severability of interests provision as provided under the standard ISO form separation of
insurers clause. There shall be no exclusion for Mold, Silica or Respirable Dust or Bodily Injury
or Property Damage arising out of heat, smoke, fumes or ash from a hostile fire.

5.5 Additional Insured Requirements & Certificates of Insurance - Immediately following
notification of the award of this Contract, Bidder shall agree to deliver to the City a Certificate(s)
of Insurance evidencing that all types and amounts of insurance coverage required by this Bid

- have been obtained and are in full force and effect. Such Certificate(s) of Insurance and policy
shall unequivocally provide a minimum thirty-(30) day written notice to the City prior to

cancellation, non-renewal or adverse change of coverage. In the “Description of Operations ...”
Certificate shall list Contract #20110043 FOR ENGINEERING, CONSTRUCTION, AND
INSTALLATION OF REMOTE TELEMETRY UNIT (RTU) PANELS; PROVIDE PROGRAMMABLE
LogGic CONTROL (PLC) AND HUMAN MACHINE INTERFACE (HMI) PROGRAMMING SERVICES,
AND REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING
REMOTE MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS. The name
for the Additional Insured endorsement issued by the insurer shall read "' City of Port St. Lucie,
political subdivision of the State of Florida, its officers, employees and agents and the
Division of Public Works, Contract #20110043”. Copies of the Additional Insured
endorsements including Completed Operations coverage should be attached to the Certificate of
Insurance. All independent contractors and subcontractors utilized in this project must furnish a
Certificate of Insurance to the City in accordance with the same requirements set forth herein.

5.6 Waiver of Subroegation The Bidder shall agree by entering into this Contract to a Waiver of
Subrogation for each required policy. When required by the insurer, or should a policy condition
not permit an Insured to enter into a pre-loss agreement to waive subrogation without an
endorsement then bidder shall agree to notify the insurer and request the policy be endorsed with
a Waiver of Transfer of Rights of Recovery Against Others, or its equivalent. This Waiver of
Subrogation requirement shall not apply to any policy where a condition to the policy specifically
prohibits such an endorsement, or voids coverage should bidder enter into such an agreement on
a pre-loss basis.

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
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5.7 Subcontractors - It shall be the responsibility of the Bidder to insure that all subcontractors
comply with the same insurance requirements referenced above. '

5.8 Deductible Amounts - All deductible amounts shall be paid for and be the responsibility of
the Bidder for any and all claims under this Contract.

5.9 Certificate(s) of Insurance - Immediately following notification of the award of this
Contract, Bidder shall agree to deliver to the City a Certificate(s) of Insurance evidencing that all
types and amounts of insurance coverage required by this Bid have been obtained and are in full
force and effect. Such Certificate(s) of Insurance and policy shall unequivocally provide a
minimum thirty-(30) day written notice to the City prior to cancellation, non-renewal or adverse
change of coverage. In the “Description of Operations ...” Certificate shall list Contract
#20110043 for Engineering, Construction, and Installation of Remote Telemetry Unit
(RTU) panels; PROVIDE Programmable Logic Control (PLC) and Human Machine
Interface (HMI) programming services, and required instrumentation equipment necessary

for a fully functioning remote monitoring system for storm water gate levels and actuators.

5.10 Umbrella or Excess Liability - The Bidder may satisfy the minimum limits required above
for either Commercial General Liability, Business Auto Liability, or Employers’ Liability
coverage under Umbrella or Excess Liability. The Umbrella or Excess Liability shall have an
Aggregate limit not less than the highest "Each Occurrence" limit for either Commercial General
Liability, Business Auto Liability, or Employer's Liability. When required by the insurer, or
when Umbrella or Excess Liability is written on 'Non-Follow Form," the City shall be endorsed
as an "Additional Insured."

6. ADDITIONAL INFORMATION

6.1 Brand Names - The use of any manufacturer's name, trade name, brand name, or catalog
number in this specification is for the sole purpose of describing and establishing the minimum
requirements for levels of quality, standards of performance and design required, and is in no
way intended to prohibit the bidding of any other manufacturer's items of equal quality. The
Director of Utilities or his/her designee shall be the sole judge of the equality of alternate
products proposed and his/her decision shall be final.

6.2 Collusion - The City reserves the right to disqualify bids, upon evidence of collusion with
intent to defraud or other illegal practices upon the part of the Bidder. More than one (1) bid
from an individual, partnership, corporation, association, firm, or other legal entity under the
same or different names will not be considered. Reasonable grounds for believing that a Bidder
is interested in more than one (1) proposal for the same work will be cause for rejection of all
proposals in which such Bidders are believed to be interested. Any or all proposals will be
rejected if there is any reason to believe that collusion exists among the Bidders.

6.3 Withdrawal of Bids - A Bidder may withdraw his bid without prejudice no later than the day
and hour set in the "Invitation to Bid" by communicating his purpose in writing to the City at the
address given in the "Invitation for Bid". When received, it will be returned to him unopened.
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6.4 Bid Information - For information concerning procedures for responding to this bid, contact
Helen Quintana, CPPB at (772) 871-5221(ph.), (772) 871-7337 (fax) e-mail
hquintana@cityofpsl.com. Such contact is to be for clarification purposes only. To ensure fair
consideration for all Bidders, it must be clearly understood that Mrs. Quintana is the only
individual who is authorized to represent the City. Questions submitted to any other person in
any other department will not be addressed. Additionally, the City prohibits communications
initiated by a Bidder to any City Official or employee evaluating or considering the bids (up to
and including the Mayor and City Council), prior to the time an award decision has been
made. :

It is the responsibility of the Bidder to receive any and all bid information and documents.
Material changes, if any, to the scope of services, or bidding procedures will be transmitted only
by addendum by Onvia.com. The Bidder, in turn, shall acknowledge receipt of the addendum by
marking the Bid Reply Sheet with the Addendum number and the date of issuance. The City will
not be responsible for any interpretation, other than those transmitted by Addendum to the bid,
made or given prior to the bid award. The Bidder is responsible for verifying it has received all
Bid Addenda.

If you have obtained this document from a source other than directly from the City or from
DemandStar by Onvia.com you are not on record as a plan holder. The Office of Management &
Budget takes no responsibility to provide Addenda to parties not listed by the City as plan
holders. It is the Bidder's responsibility to check with our office prior to submitting your
proposal to ensure you have a complete, up-to-date package. The Bidder is responsible for
verifying they have received all Bid Addenda.

P
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Bid Reply Sheet
Bid # 20110043

1. COMPANYNAME:

DIVISION OF:

PHYSICAL ADDRESS:

MAILING ADDRESS:

CITY, STATE, ZIP CODE:

TELEPHONE NUMBER: () FAXNO.( )

CONTACT PERSON: E-MAIL:

2. ORGANIZATIONAL PROFILE: (complete all appropriate information)

Is the firm incorporated? Yes--No If yes, in what state?

President

Vice President

Treasurer
How long in present business: How long at present location:

Is firm a minority business: Yes--No; Does firm have a drug-free workplace program: Yes—No \

If no, is your company planning to implement such a program?

3. ADDENDUM ACKNOWLEDGMENT - Bidder acknowledges that the following addenda have
been received and are included in its proposal/bid: :

. Addendum Number. | = Datelssued =

4. VENDOR?’S LIST - If your company offers commodities other than the one specified for this
bid, and you wish to be put on the vendor’s list, please contact Onvia.com at (800) 711-1712. Bid
Tabulation Reports are advertised on the City Web Site at www.Cityofpsl.com.
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5. BID RESPONSE:

BRAND & MODEL COST PER FT. FOR UNIT PRICE
, TRANSDUCER INCLUDING TIME TO
INSTALLATION INSTALLATION | COMPLETE JOB

5.1  Bidder will / will not accept the Purchasing Card (Visa).
(please circle one)

5.2  Percentage of discount when payment is made with Visa: %

5.3  Total Lump Sum Bid for all systems:

6. LIST SUBCONTRACTORS AND MAJOR MATERIAL SUPPLIERS FOR THE PROJECT:

7. LITIGATION INVOLVEMENT - Within the previous 5 fiscal years has your organization been
involved in litigation, major disputes, contract defaults, or liens? If so, please list the name of the
project and explain nature and current status of the project.

{
\

8. INSURANCE CERTIFICATES LICENSE - Bidders are required, in accordance with Section 5, to
submit a copy of their Insurance Certificate for the type and dollar amount of insurance they currently
maintain. Bidders are required to submit all licenses and certifications required to perform this project.

9. COMPLETION OF FORM - An authorized representative of the firm offering this Bid must
complete this form in its entirety. Prices entered herein shall not be subject to withdrawal or escalation by
Bidder. The City reserves the right to hold proposals and bid guarantees for a period not to exceed 90
days after the date of the bid opening stated in the Invitation to Bid before awarding the Contract.
Contract award constitutes the date that City Council executes the motion to award the bid.
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10. CONTRACT - Bidder agrees to comply with all requirements stated in the specifications for this
bid.

11. CERTIFICATION

This bid is submitted by: Name (print) who is an
officer of the above firm duly authorized to sign bids and enter into Contracts. I certify that this bid is
made without prior understanding, Contract, or connection with any corporation, firm, or person
submitting a bid for the same materials, supplies, or equipment, and is in all respects fair and without
collusion or fraud. Iunderstand collusive bidding is a violation of State and Federal law and can result
in fines, prison sentences, and civil damage awards. I agree to abide by all conditions of this bid.

~

Signature Date

12. BIDDER HAS READ AND ACCEPTS THE TERMS AND CONDITIONS OF THE CITY’S
STANDARD CONTRACT:

Signature Title

If a corporation renders this Bid, the corporate seal attested by the secretary shall be affixed below. Any
agent signing this Bid shall attach to this form evidence of legal authority.
: (seal)
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CITY OF PORT ST LUCIE
121 SW Port St. Lucie Boulevard
Port St. Lucie, Florida, 34984
772-871-5223
REFERENCE CHECK FORM
Bidder Instructions: Fill out top portion only.
(Please print or type)

Bid Number: 20110043

Title: Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels; Provide
Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming Services, and
Required Instrumentation Equipment Necessary for a Fully Functioning Remote Monitoring System for
Storm Water Gate Levels and Actuators.

Bidder/Respondent:
Reference: Fax #:
Email: Telephone #:

Person to contact:

Reference Instructions: The above Bidder has given your name to the City of Port St. Lucie as a reference.
Please complete the information below and fax within five (5) days to 772-871-7337.

Describe the scope of work of the contract awarded by your firm to this Contractor.
Was the project completed on time and within budget?

What was the project completion date?

How many projects has this vendor completed for you within the past 5 years?
What problems were encountered (claims)?

How many change orders were requested by this Contractor?

How would you rate the contractor on a scale of low (1) to high (10) for the following?

Professionalism Final Product
Qualifications Cooperation
Budget Control Reliability
Would you contract with this Contractor again? Yes|[ ] No[ ] Maybe | ]
Comments:
Thank you.
For OMB Use Only
Reference Checked
Clerk Checked

20110043 - Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to Remotely Monitor/Control
Operation of Storm Water Gate Levels and Actuators.
Page 26 of 38




sxxnx(THIS IS A SAMPLE ONLY - DO NOT EXECUTE)* **%*

CITY OF PORT SAINT LUCIE
CONTRACT FORM

This CONTRACT, executed this day of ,2011, by and
between the CITY OF PORT ST. LUCIE, FLORIDA, a municipal corporation, duly organized under the
laws of the State of Florida, hereinafter called “City” party of the first part, and name of Contractor,
address, Telephone No. () Fax No. () , hereinafter called “Contractor”, party of the second
part. :

RECITALS

In consideration of the below agreements and covenants set forth herein, the parties agree as
follows:

CONTRACT SUPERVISOR

As used herein the Contract Supervisor shall mean Brad Macek, Assistant Utilities Director at
(772) 873-6400(ph.) (772) 873-6405(fax), or his designee.

SECTION I :
DESCRIPTION OF SERVICES TO BE PROVIDED

The specific work that the Contractor has agreed to perform pursuant to the Bid Specifications
#20110043, Engineering, Construction, and Installation of Remote Telemetry Unit (RTU) panels;
Provide Programmable Logic Control (PLC) and Human Machine Interface (HMI) Programming
Services and required Instrumentation Equipment necessary for a Fully Functioning Remote Monitoring
System for Storm Water Gate Levels and Actuators.

SECTION IX
TIME OF PERFORMANCE
Contract period shall commence and terminate . In the event all work

required in the bid specifications has not been completed by the specified date, the Contractor agrees to
provide work as authorized by the Contract Supervisor until all work specified in the bid specifications
has been rendered.

SECTION III
COMPENSATION

Upon completion of the work, the City agrees to pay the Contractor $ per system.
Payment shall be made in full upon approval of the invoice by the Contractor Supervisor. The City also
agrees to pay a one-time ten-dollar ($10.00) indemnification fee as provided in Section V herein.
Contractor shall invoice the City for the amount of the indemnification payment and said invoice shall
accompany the signed Contracts. There will be no additional amount paid for expenses.
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The Contractor shall not be paid additional compensation for any loss or damage, arising out of
the nature of the work, from the action of the elements, or from any delay or unforeseen obstruction or
difficulties encountered in the performance of the work, or for any expenses incurred by or in
consequence of the suspension or discontinuance of the work.

Invoices for services shall be submitted once a month, by the 10th of the month, and payments
shall be made within thirty (30) days unless Contractor has chosen to take advantage of the Purchasing
Card Program, which guarantees payment within several days. Payments shall be made provided the
submitted invoice is accompanied by adequate supporting documentation and approved by Contract
Supervisor as provided in Section XII.

All invoices and correspondence relative to this Contract must contain the Purchase Order
number and Contract number.

SECTION IV
CONFORMANCE WITH BID

It is understood that the materials and work required herein are in accordance with the bid made
by the Contractor pursuant to the Invitation to Bid and Specifications on file in the Office of
Management and Budget of the City. All documents submitted by the Contractor in relation to said bid,
and all documents promulgated by the City for inviting bids are, by reference, made a part hereof as if
set forth herein in full.

SECTION V
INDEMNIFICATION / INSURANCE

Pursuant to Section 725.06, Florida Statutes, CONTRACTOR agrees to indemnify, defend, and hold
harmless the CITY, its officers and employees, from liabilities, damages, losses and costs, including but
not limited to, reasonable attorney’s fees, to the extent caused by the negligent act, recklessness, or
intentional wrongful misconduct of the CONTRACTOR and persons employed or utilized by the
CONTRACTOR in the performance of the construction contract. As consideration for this indemnity
provision the CONTRACTOR shall be paid the sum of ten dollars ($10.00), which will be added to the
contract price, and paid prior to commencement of work. '

The CONTRACTOR shall, on a primary basis and at its sole expense, agree to maintain in full force
and effect at all times during the life of this Contract, insurance coverage, limits, including
endorsements, as described herein. The requirements contained herein, as well as City's review or
acceptance of insurance maintained by CONTRACTOR are not intended to and shall not in any manner
limit or qualify the liabilities and obligations assumed by CONTRACTOR under the Contract.

The parties agree and recognize that it is not the intent of the City of Port St. Lucie that any insurance
policy/coverage that it may obtain pursuant to any provision of this Contract will provide insurance
coverage to any entity, corporation, business, person, or organization, other than the City of Port St.
Lucie and the CITY shall not be obligated to provide any insurance coverage other than for the City of
Port St. Lucie or extend its immunity pursuant to Section 768.28, Florida Statutes, under its self insured
program. Any provision contained herein to the contrary shall be considered void and unenforceable by
any party. This provision does not apply to any obligation imposed on any other party to obtain
insurance coverage for this project, any obligation to name the City of Port St. Lucie as an additional
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insured under any other insurance policy, or otherwise protect the interests of the City of Port St. Lucie
as specified in this Contract.

The CONTRACTOR shall agree to maintain Workers' Compensation Insurance & Employers' Liability
in accordance with Section 440, Florida Statutes. Employers’ Liability must include limits of at least
$100,000 each accident, $100,000 each disease/employee, $500,000 each disease/maximum. A Waiver
of Subrogation endorsement must be provided. Coverage should apply on a primary basis. Should scope
of work performed by CONTRACTOR qualify its employee for benefits under Federal Workers’
Compensation Statute (example, U.S. Longshore & Harbor Workers Act or Merchant Marine Act), proof
of appropriate Federal Act coverage must be provided.

Commercial General Liability insurance issued under an Occurrence form basis, including Contractual
Hability, to cover the hold harmless agreement set forth herein, with limits of not less than:

Each occurrence $1,000,000
Personal/advertising injury $1,000,000
Products/completed operations aggregate  $2,000,000

General aggregate $2,000,000

Fire damage "~ $100,000 any 1 fire
Medical expense $10,000 any 1 person

An Additional Insured endorsement must be attached to the certificate of insurance and must include
coverage for Completed Operations (should be ISO CG20101185 or CG20371001 & CG20100704)
under the General Liability policy. Products & Completed Operations coverage to be provided for a
minimum of 5 years from the date of possession by owner or completion of contract. Coverage is to be
written on an occurrence form basis and shall apply as primary. A per project aggregate limit
endorsement should be attached. Defense costs are to be in addition to the limit of liability. A waiver of
subrogation is to be provided in favor of the City. Coverage for the hazards of explosion, collapse and
underground property damage (XCU) must also be included when applicable to the work performed.
Coverage shall extend to independent contractors and fellow employees. Contractual Liability is to be
included. Coverage is to include a cross liability or severability of interests provision as provided under
the standard ISO form separation of insurers clause. There shall be no exclusion for Mold, Silica or
Respirable Dust or Bodily Injury or Property Damage ansmg out of heat, smoke, fumes or ash from a
hostile fire.

Except as to Workers' Compensation and Employers' Liability, said Certificate(s) and policies shall
clearly state that coverage required by the Contract has been endorsed to include the City of Port St.
Lucie, a political subdivision of the State of Florida, its officers, agents and employees as Additional
Insured with a CG 2026-Designated Person or Organization endorsement, or similar endorsement, added
to its Commercial General Liability policy and Business Auto policy. The name for the Additional
Insured endorsement issued by the insurer shall read "City of Port St. Lucie, political subdivision of the
State of Florida, its officers, employees and agents, and Contract #20110043 ENGINEERING,
CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT (RTU) PANELS; PROVIDE
PROGRAMMABLE LOGIC CONTROL (PLC) AND HUMAN MACHINE INTERFACE (HMI) PROGRAMMING
SERVICES, AND REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING
REMOTE MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS.shall be listed as
additionally insured”. The Certificate of Insurance and policy shall unequivocally provide thirty- (30)
day written notice to the City prior to any adverse changes, cancellation, or non-renewal of coverage
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thereunder. Said liability insurance must be acceptable by and approved by the City as to form and types
of coverage. In the event that the statutory liability of the City is amended during the term of this
Contract to exceed the above limits, the Contractor shall be required, upon thirty - (30) days written
notice by the City, to provide coverage at least equal to the amended statutory limit of liability of the
City. Copies of the Additional Insured endorsements including Completed Operations coverage should
be attached to the Certificate of Insurance. All independent contractors and subcontractors utilized in this
project must furnish a Certificate of Insurance to the City in accordance with the same requ1rements set
forth herein.

The CONTRACTOR shall agree to maintain Business Automobile Liability at a limit of liability not less
than $500,000 each accident covering any auto, owned, non-owned and hired automobiles. In the event,
the CONTRACTOR does not own any automobiles; the Business Auto Liability requirement shall be
amended allowing CONTRACTOR to agree to maintain only Hired & Non-Owned Auto Liability. This
amended requirement may be satisfied by way of endorsement to the Commercial General Liability, or
separate Business Auto Coverage form. Certificate holder must be listed as additional insured. A waiver
of subrogation must be provided. Coverage should apply on a primary basis.

The CONTRACTOR shall agree by entering into this Contract to a Waiver of Subrogation for each
required policy. When required by the insurer, or should a policy condition not permit an Insured to
enter into a pre-loss Contract to waive subrogation without an endorsement then CONTRACTOR shall
agree to notify the insurer and request the policy be endorsed with a Waiver of Transfer of Rights of
Recovery Against Others, or its equivalent. This Waiver of Subrogation requirement shall not apply to
any policy where a condition to the policy specifically prohibits such an endorsement, or voids coverage
should CONTRACTOR enter into such a Contract on a pre-loss basis.

It shall be the responsibility of the CONTRACTOR to ensure that all subcontractors comply with the
same insurance requirements referenced above.

All deductible amounts shall be paid for and be the responsibility of the CONTRACTOR for any and all
claims under this Contract.

The CONTRACTOR may satisfy the minimum limits required above for either Commercial General
Liability, Business Auto Liability, and Employers’ Liability coverage under Umbrella or Excess
Liability. The Umbrella or Excess Liability shall have an Aggregate limit not less than the highest "Each
Occurrence" limit for either Commercial General Liability, Business Auto Liability, or Employers’
Liability. When required by the insurer, or when Umbrella or Excess Liability is written on Non-Follow
Form," the City shall be endorsed as an "Additional Insured." -

All deductible amounts shall be paid for and be the responsibility of the CONTRACTOR and/or any
subcontractor for any and all claims under this Contract.

SECTION VI
PROHIBITION AGAINST FILING OR MAINTAINING LIENS AND SUITS

Subject to the laws of the State of Florida and of the United States, neither Contractor nor any
Subcontractor, supplier of materials, laborer or other person shall file or maintain any lien for labor or
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materials delivered in the performance of this Contract against the City. The right to maintain such lien
for any or all of the above parties is hereby expressly waived.

SECTION VII
WORK CHANGES

The City reserves the right to order work changes in the nature of additions, deletions or
modifications without invalidating the Contract, and agrees to make corresponding adjustments in the
Contract price and time for completion. Any and all changes must be authorized by a written change
order signed by the City Manager or his designee as representing the City. Work shall be changed and
the Contract price and completion time shall be modified only as set out in the written change order.
‘Any adjustment in the Contract price resulting in a credit or a charge to the City shall be determined by
mutual agreement of the parties.

SECTION VIII
COMPLIANCE WITH LAWS

The Contractor shall give all notices required by and shall otherwise comply with all applicable
laws, ordinances and codes and shall, at his own expense, secure and pay the fees and charges for all
permits required for the performance of the Contract. All materials furnished and work done are to
comply with all local, state and federal laws and regulations. Contractor will comply with the
requirements of 28 C.F.R. § 35.151. '

SECTION IX
CLEANING UP

Contractor shall, during the performance of this Contract, remove and properly dispose of
resulting dirt and debris, and keep the work area reasonably clear. On completion of the work,
Contractor shall remove all Contractors’ equipment and all excess materials, and put the work area in a
neat, clean and sanitary condition.

SECTION X
NOTICE OF PERFORMANCE

When required materials have been delivered and required work performed Contractor shall
submit a request for inspection in writing to the Contract Supervisor.

: SECTION XI :
INSPECTION AND CORRECTION OF DEFECTS

In order to determine whether the required material has been delivered or the required work
performed in accordance with the terms and conditions of the Contract documents, the Contract
Supervisor shall make inspection as soon as practicable after receipt from the Contractor of a Notice of
Performance or delivery ticket. If such inspection shows that the required material has been delivered
and required work performed in accordance with terms and conditions of the Contract documents and
that the material and work is entirely satisfactory, the Contract Supervisor shall approve the invoice
when it is received. Thereafter the Contractor shall be entitled to payment, as described in Section I1I.
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If, on such inspection the Contract Supervisor is not satisfied, he shall as promptly as practicable inform
the parties hereto of the specific respects in which his findings are not favorable. Contractor shall then
be afforded an opportunity if desired by him, to correct the deficiencies so pointed out at no additional
charge to the City, and otherwise on terms and conditions specified by the Contract Supervisor. Such
examination, inspection, or tests made by the Contract Supervisor, shall not relieve Contractor of its
responsibility to remedy any deviation, deficiency, or defect.

SECTION XII
ADDITIONAL REQUIREMENTS

In the event of any conflict between the terms and conditions, appearing on any purchase order
issued relative to this Contract, and those contained in this Contract and the Specifications herein
referenced, the terms of this Contract and Specifications herein referenced shall apply. If there is a
conflict between the Contract and specifications, the Contract will control.

SECTION XIII
LICENSING

Contractor warrants that he possesses all licenses and certificates necessary to perform required
work and is not in violation of any laws. Contractor warrants that his license and certificates are current
and will be maintained throughout the duration of the Contract.

SECTION XIV
SAFETY PRECAUTIONS

Precaution shall be exercised at all times for the protection of persons, including employees, and
property. The safety provisions of all applicable laws and building and construction codes shall be
observed.

SECTION XV
ASSIGNMENT

Contractor shall not delegate, assign or subcontract any part of the work under this Contract or
assign any monies due him hereunder without first obtaining the written consent of the City.

SECTION XVI
TERMINATION, DELAYS AND LIQUIDATED DAMAGES

A. Termination of Contract. If the Contractor refuses or fails to deliver material as required
and/or prosecute the work with such diligence as will insure its completion within the time specified in
this Contract, or as modified as provided in this Contract or as extended pursuant to section XXI of this
Contract, the City by written notice to the Contractor, may terminate Contractor’s rights to proceed.
Upon such termination, the City may take over the work and prosecute the same to completion, by
Contract or otherwise, and the Contractor and his sureties shall be liable to the City for any additional
cost incurred by it in its completion of the work. The City may also in event of termination obtain
undelivered materials, by Contract or otherwise, and the Contractor and his sureties shall be liable to the
City for any additional cost incurred for such material. Contractor and his sureties shall also be liable to
the City for liquidated damages for any delay in the completion of the work as provided below. If the
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Contractor’s right to proceed is so terminated, the City may take possession of and utilize in completing
the work such materials, tools, equipment and facilities as may be on the site of the work and necessary
therefore.

B. Liquidated Damages for Delays. If material is not provided or work is not completed
within the time stipulated in this Contract, including any extensions of time for excusable delays as
herein provided, (it being impossible to determine the actual damages occasioned by the delay) the
Contractor shall provide to the City one hundred dollars ($500.00) as fixed, agreed and liquidated
damages for each calendar day of delay until the work is completed. The Contractor and his sureties
shall be jointly and severally liable to the City for the amount thereof.

C. Excusable Delays. The right of the Contractor to proceed shall not be terminated nor shall
the Contractor be charged with liquidated damages for any delays in the completion of the work or
delivery of materials due to: (1) any acts of the Federal Government, including controls or restrictions or
requisitioning of materials, equipment, tools or labor by reason of war, national defense or any other
national emergency, (2) any adverse acts of the City, (3) causes not reasonably foreseeable by the parties
at the time of the execution of the Contract that are beyond the control and without the fault or
negligence of the Contractor, including but not restricted to, acts of God, acts of the public enemy, acts
of another Contractor in the performance of some other Contract with the City, fires, floods, epidemics,
quarantine, restrictions, strikes, freight embargoes and weather of unusual severity such as hurricanes,
tornadoes, cyclones and other extreme weather conditions, and (4) any delay of any Subcontractor
occasioned by any of the above mentioned causes. However, the Contractor must promptly notify the
City in writing within two (2) days of official notice of scheduled delivery or scheduled work of the
cause of delay. If, on the basis of the facts and the terms of this Contract, the delay is properly
excusable the City shall extend the time for completing the work for a period of time commensurate
with the period of excusable delay.

D. The City may terminate this Contract with or without cause by giving the vendor/Contractor
thirty (30) days notice in writing. Upon delivery of said notice and upon expiration of the thirty (30) day
period, the vendor/Contractor shall discontinue all services in connection with the performance of this
Contract and shall proceed to cancel promptly all related existing third party Contracts. Termination of
the Contract by the City pursuant to this paragraph shall terminate all of the City’s obligations hereunder
and no charges, penalties or other costs shall be due Contractor except for work timely completed. All
design work performed will become the property of the City at termination of contract and submitted to
City in the format the City dictates.

SECTION XVII
LAW AND VENUE

This Contract is to be construed as though made in and to be performed in the State of Florida
and is to be governed by the laws of Florida in all respects without reference to the laws of any other
state or nation. The venue of any action taken to enforce this Contract shall be in St. Lucie County,
Florida.
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» SECTION XVIII
REIMBURSEMENT FOR INSPECTION

The Contractor agrees to reimburse the City for any expenditures incurred by the City in the
process of testing materials supplied by the Contractor against the specifications under which said
materials were procured, if said materials prove to be defective, improperly applied, and/or in other
manners not in compliance with specifications. Expenditures as defined herein shall include, but not be
limited to, the replacement value of materials destroyed in testing, the cost paid by the City to testing
laboratories and other entities utilized to provide tests, and the value of labor and materials expended by
the City in the process of conducting the testing. Reimbursement of charges as specified herein shall not
relieve the Contractor from other remedies provided in the Contract.

SECTION XIX
APPROPRIATION APPROVAL

The Contractor acknowledges that the City of Port Saint Lucie’s performance and obligation to
pay under this Contract is contingent upon an annual appropriation by the City Council. The Contractor
agrees that, in the event such appropriation is not forthcoming, the City may terminate this Contract and
that no charges, penalties or other costs shall be assessed.

SECTION XX
RENEWAL OPTION

“Not Applicable”

NOTE: Contractor may exercise the option to renew by submitting a written submission three (3)
months prior to the termination of the Contract period.

SECTION XXI
ENTIRE CONTRACT

The written terms and provisions of this Contract shall supersede all prior verbal statements of
any official or other representative of the City. Such statements shall not be effective or be construed as
entering into, or forming a part of, or altering in any manner whatsoever, this Contract or Contract
documents. ~
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IN WITNESS WHEREOF, the parties have executed this Contract at Port St. Lucie, Florida, the day and
year first above written.

CITY OF PORT ST. LUCIE FLORIDA

By:
City Manager
ATTEST:
By:
City Clerk
By:
Authorized Representative of (company name)
State of:
County of:
Before‘me personally appeared: )

(please print)
Please check one:

Personally known

Produced Identification:
(type of identification)

Identification No. |

and known to me to be the person described in and who executed the foregoing instrument, and

acknowledged to and before me that executed said mstrument for the purposes therein
expressed. : (he/she)
"WITNESS my hand and official seal, this V day of , 2011,
Notary Signature

: \
Notary Public-State of at Large.

My Commission Expires

(seal)
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DRUG-FREE WORKPILACE FORM _'

The undersigned vendor in accordance with Section 287.087, Florida Statutes hereby certifies that
does:

(Name of Business)

1. Publish a statement notifying employees that the unlawful manufacture, distribution,
dispensing, possession, or use of a controlled substance is prohibited in the workplace
and specifying the actions that will be taken against employees for violations of such
prohibition.

2. Inform employees about the dangers of drug abuse in the workplace, the business's policy
of maintaining a drug-free workplace, any available drug counseling, rehabilitation, and
employee assistance programs, and the penalties that may be imposed upon employees
for drug abuse violations.

3. Give each employee engaged in providing the commodities or Contractual services that
are under bid a copy of the statement specified in subsection (1).

4, In the statement specified in subsection (1), notify the employees that, as a condition of
working on the commodities or Contractual services that are under bid, the employee will
abide by the terms of the statement and will notify the employer of any conviction of, or
plea of guilty or nolo contendere to, any violation of Chapter 893 or of any controlled
substance law of the United States or any state, for a violation occurring in the workplace
no later than five (5) days after such conviction.

5. Impose a sanction on, or require the satisfactory participation in a drug abuse assistance
or rehabilitation program if such is available in the employee's community, by any
employee who is so convicted.

6. Make a good faith effort to continue to maintain a drug-free workplace through

implementation of this section.

As the person authorized to sign the statement, I certify that this firm complies fully with the above
requirements.

Bidder's Signature

Date
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STATEMENT OF NO BID

To:  City of Port St. Lucie
Office of Management & Budget
121 S.W. Port St. Lucie Boulevard
Port St. Lucie, FL. 34984-5099

Bid: #20110043-HQ

Bid Title: Engineering, Construction and Installation of Remote Telemetry Unit (RTU) Panels to
Remotely Monitor/Control Storm Water Gate Levels and Actuators.

We, the undersigned have declined to Bid on the subject bid for the following reasons:

[] Insufficient time to respond to the Invitation to Bid
[1] We do not offer this product or service.
[1] Our schedule would not permit us to perform.
[] We are unable to meet specifications.
[1] We are unable to meet bond requirements.
[1] Specifications are unclear (Explain below).
[1] We are unable to meet insurance requirements.
[1] Other (Specify below).
Remarks:
Company Name: Telephone: ()
Division:
Address:
Signature: Date:
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CHECKLIST
BID #20110043

ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT
(RTU) PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC) AND HUMAN
MACHINE INTERFACE (HMI) PROGRAMMING SERVICES, AND REQUIRED
INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING REMOTE
MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS.

Name of Bidder:

This checklist is provided to assist Bidders in the preparation of their bid response. Included in this checklist are
important requirements that are the responsibility of each Bidder to submit with their response in order to make
their bid response fully compliant. This checklist is only a guideline -- it is the responsibility of each Bidder to
read and comply with the Invitation to Bid in its entirety. -

Bid Reply Sheet with proper signature.

Mailing envelope has been addressed to:
City of Port St. Lucie
Office of Management & Budget
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL 34984

Mailing envelope must be sealed and identified on the front with:

0O Bidders Name and Address

O Bid Number

O Bid Title

0O Bid Opening Date & Time
Drug-Free Workplace Form

Al pricing has been mathematically reviewed and all corrections have been initialed.
__ All price extensions and totals have been thoroughly checked.

____ Each Bid Addendum (when issued) is acknowledged.

___ Copy of Insurance Certificate in accordance with Section

- Copy or all required licenses and certification

____ Have reviewed the Contract and accept all City Terms and Conditions

____ One (1) original and two (2) copies of required documents (NO RINGED BINDERS)
____ List of Projects

_ Atleast 5 completed reference sheets returned with bid

*THIS FORM SHOULD BE RETURNED WITH YOUR BID REPLY SHEET*
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Pre-Bid Meeting Minutes
20110043 - Public Works Storm water Controls
July 12, 2011

This meeting is being recorded. During the question & answer period please clearly
state your name and firm you are associated with before asking your questions. Thank
you.

1. Sign-In Sheet

2. Introduction of key personnel: Helen Quintana, Contract Specialist, OMB;
William (Jamie) Franklin, SCADA Supervisor; John Dunton Public Works Project
Manager; Rich Schoenborn, Utilities.

3. Reminder: Bid opening date is July 21, 2011 at 3:00 p.m. No Bid will be
accepted after that date and time. Any Bid received late will be returned unopened.
4. Review of Specifications requirements for the bid submittal:

5% Bid bond is required.

One (1) unbound original and two (2) copies

Bid Response — Page 24

Bid checklist (*) must be returned with Bid Reply Sheet (pgs. 23-25).
Reference Check Form — pg. 26

Site visits to follow — No questions are aliowed at the sites.

Payment & Performance Bonds will be required.

OoOoOoooon

The last date for questions is Friday, July 15th 2011. All questions must be submitted in
writing to Helen Quintana at hquintana@cityofpst.com.

John Dunton,'Public Works Project Manager

We are looking for engineering, construction and installation of remote
telemetry (rtu) panels; provide programmable logic control (plc); human
machine interface (hmi) programming services; and required
instrumentation equipment necessary for a fully functioning remote
monitoring system for storm water gate levels and actuators

Bid Response — Page 24 Brand name model & specify, we will entertain = or > better
than responses, The cost per foot is the area that is going to change panel to panel or
site to site. Give price to provide and install equipment in the next column. Last column
we would like you to tell us how long it would take to do the job. This contract is for a
period of 5 years and the units will be installed on as needed basis or as budgeted basis
becomes available from FY to FY

Q: how would you cover price increases over a 5 yr period?

A: | will address in an addendum '

Q: what is the duration of the cost of the contract if it is tied down to a fixed humber
A: will answer in the addendum



Q: how many units

A: 6 we are adding 2 in the addendum

The 2 additional sites we are adding is Blackwell and Tiffany Pumping Station

That is going to funded thru EWIP all locations has fiber optics running to them

Q: what is the electrician’s scope compared to our scope on this

A: we are subbing out the fiber to the location subbing out the rack and the panels
Are going to be mounted on and the electrical panel and the meter cam and the power
will all be supplied to the site so you will mounting on an existing rack

Q: Fiberoptics connected?

A: fiber optics are going to be run to eh location it will be your responsibility to connect it
to the cabinet

And terminate the ends to the switch

Q: Are the switches already there

A: switch will be installed in the PLC Cabinet

Q: Do we need an electric permit **HELEN confirm this question **

A: no

Q: How do you perceive Ultrasonic heads being mounted

Stilling well do you have something in the field you already have the method of doing
that

A: as long as it is secure we have a stilling well

Q: how do you guys have yours built

A: PVC 8"

Q: Do we have to provide the 10 w/in the PLC and all wiring

A:yes

Q: will it be up to us to run the conduit out to the transducer heads are going to be

A: yes

Q: you said the number of actuators and gates vary from site to site can you post a list
on the addendum

A:yes

Q: 10 for actuators let us know if it is dry close or 4-20

A: 4-20 open and close

We will get a map for each location by site and show each gate

They need to price for 1, 2, 4 or 6 gates most scenarios we will see today at each
location on the site visits

**We need to adjust bid reply to accommodate the sites in an addendum
Transducers/transmitter **
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[RITECHFORENSICS

4019 Executive Park Blvd,, SE ¢ Southport, NC 28461

910.457.6600 » 800.438.7884 = fx 910.457.0094
tritech@tritechusa.com e tritechforensics.com

July 26, 2011

Helen Quintana, CPPB

Office of Management & Budget
121 SW Port St. Lucie Boulevard
Port St. Lucie, FL 34984-5099
RE: BID #20110043-HQ

Ms. Quintana,

We are submitting a no bid for the above referenced bid. The product requested does
not fall within our product line. TTF looks forward to doing business with you in the

future so please leave us on your bidder’s list.
Should have any questions, please do not hesitate to contact me.

Sincerely,

G (X LB

Eric A. Barton
Vice President

EAB/rb
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BID OPENING ATTENDANCE
RFP #20110043
ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY UNIT (RTU)
PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC); HUMAN MACHINE INTERFACE
(HMI) PROGRAMMING SERVICES; AND REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY
FOR A FULLY FUNCTIONING REMOTE MONITORING SYSTEM FOR STORM WATER GATE LEVELS
AND ACTUATORS.

July 28, 2011 @ 3:00:00 PM

Helen Quintana, CPPB : City of PSL-OM
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CITY OF PORT ST. LUCIE
OFFICE OF MANAGEMENT & BUDGET
BID OPENING LOG

BID # 20110043
OPENED: July 28, 2011
TIME: 3:00 p.m.

BID TITLE: ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY
UNIT (RTU) PANELS; PROVIDE PROGRAMMABLE L OGIC CONTROL (PL.C); HUMAN MACHINE
INTERFACE (HMI) PROGRAMMING SERVICES; AND REQUIRED INSTRUMENTATION EQUIPMENT
NECESSARY FOR A FULLY FUNCTIONING REMOTE MONITORING SYSTEM FOR STORM WATER
GATE LEVELS AND ACTUATORS.

The following vendor(s) submitted proposals:

W((/J/@W@ @977’%%»2# ? /8.5 §93. @

A SH W + Sele o %/gj/ 47/, 00

J
M W | /4Ly 5RY, 0

The following vendor's submitted a "No Bid":

Number of Companies Notified: ..............
Number of Bid Documents Distributed: .....
Number of Bids Received: ........ocvvienn.....

NOTE: Offers from vendors listed herein are the only offers received timely as of the above opening date and
time. All other offers submitted in response to this solicitation, if any, are hereby rejected as late.
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" CITY OFPORT ST.LUCIE
OFFICE OF MANAGEMENT & BUDGET
DATE RECEIVED LOG

SB #20110043 Contract Specialist: Helen Quintana
OPENED: 07/28/2011 .

3:00 PM

ENGINEERING, CONSTRUCTION, AND INSTALLATION OF REMOTE TELEMETRY
UNIT (RTU) PANELS; PROVIDE PROGRAMMABLE LOGIC CONTROL (PLC);
HUMAN MACHINE INTERFACE (HMI) PROGRAMMING SERVICES; AND REQUIRED
INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING REMOTE
MONITORING SYSTEM FOR STORM WATER GATE LEVELS AND ACTUATORS.
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PRE-BID CONFERENCE ATTENDANCE LOG
SEALED BID-20110043

'~ ENGINEERING, CONSTRUCTION AND INSTALLATION OF REMOTE TELEMETRY (RTU) PANELS; PROVIDE

PROGRAMMABLE LOGIC CONTROL (PLC); HUMAN MACHINE INTERFACE (HMI) PROGRAMMING SERVICES; AND
REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONING REMOTE MONITORING SYSTEM
- FORSTORM WATER GATE LEVELS AND ACTUATORS.

July 12, 2011 @ 11:00 a.m.
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1. | HELEN oc_zgz? CPPB

City of Port St. Lucie

hquintana@cityofopsl.com

T 772-871-5221

F 772-871-7337
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PRE-BID CONFERENCE ATTENDANCE LOG

SEALED BID-20110043

ENGINEERING, CONSTRUCTION AND INSTALLATION OF REMOTE TELEMETRY (RTU) PANELS; PROVIDE
PROGRAMMABLE LOGIC CONTROL (PLC); HUMAN MACHINE INTERFACE (HMI) PROGRAMMING SERVICES; AND
REQUIRED INSTRUMENTATION EQUIPMENT NECESSARY FOR A FULLY FUNCTIONIN m REMOTE MONITORING SYSTEM
FOR STORM WATER GATE LEVELS AND ACTUATORS.

July 12, 2011 @ 11:00 a.m.
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